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"ASBESTOS ASSES>w.i' SURVEY

H-K Building #: 01

Building Number:

.

! AR
o1 )

Project Number: 0980193E Building Name: CORPORATE OFFICES
. Project: G. HEILEMAN BREWERY VE" SEATTLE, WASHINGTON
© Date Inspected: 03/23/89 Building Type: OFFICES
Inspector: CURT BAXTER _ Year COr\structec_i: 19'35
l hddedaibd bobddd AREA NUMBER: 01 AREA DESCRIPTION: .1st Floor AREA AVERAGE X ASBESTOS: 48X 'f"""“f‘"
) - SAMPLE ] 0&M UNITS OF PIPE EXP | REMOVAL REPLACEMENY TOTAL
" LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS CosTs COSTS'V
bran manager's office-southwest closet 00-356110 55X |pipe covering OMA 10 ft. 4 in. 0.0. LPS/R 23 III $89 $56 $145
men's restroom-west wall-at floor 00-356110 55X |pipe covering OMA 12 ft. 4 in. 0.0. LPS/R 23 111 $107 $67 $174
women's restroom-south walt-at floor -00-356110 55X |pipe covering OMA 4 ft. 4 in. 0.0. LPS/R 23 1I1I $36 $22 - 858
storage room-sbove safe 00-356114 40X |corrugated pipe covering OMA ™ 22 ft. 4 in. 0.0. DV 23 111 $196 3123 $319
men's restroom-west wall-at floor 01-356111 50X [mjp on pipe covering OMA 6 4 in. 0.D. LPS/R 23 111 $169 $94 $263
utility closet-southwest corner of room 01-356111  50% {mjp on pipe covering OMA 4 4 in. 0.0, LPS/R 23 111 $112 $62 $174
01-356112  60% : 23 111
01-356113  50% . 23 11
storage room-above safe 02-356115 30X |m]p on corrugsated pipe cover OMA 5 & tn. 0.D. o 23 111 $140 $78 $218
02-356116  30% 23 1
02-356117  25% 23 111
l AREA COMMENTS ] me #01 YOTAL 3849 $502°  $1,351
The materials are in‘vgood condition with minor contact and water damage. The materfals are approximately - -
10 from the floor. At a minimum, it is recommended that the materials be maintained and monftored. If
removal is planned, glove bag removal procedures are recommended. This sppears to be a high traffic area.
’ Rl AREA DESCRIPTION: ‘1st Floor-Ceiling AREA AVERAGE X ASBESTOS: 0X haluioledadainbebduininie

. AREA NUMBER: 02

] ) : SAMPLE 08N UNITS OF PIPE EXP REMOVAL - REPLACEMEN TOT.
LOCATION OF THE MATERIAL NUMBER AsB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| CcCOSTS CosTS " ms‘rus'
throughout-marketing office 03-356118  0X |acoustical tile OMG 224 sq.ft.
, 03-356119 . 0% ’ .
. i 03-356120 0x
throughout-marketing office 04-356121 0X {acoustical tile ONG :
e - 04-356122 0% 168 sa.ft.
04-356123 (23
’ 1§ . ) - .
L AREA COMMEN J I AREA ¥ 02 TOTAL 0 30 0
HALL-KIMBRELL ENVIRONMENTAL INC. Page 1
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: ASBESTOS ASSE. Survey _ - : ‘)
H-K Building #:"01 ~ Building Number: 01 |
Project Number: 0980193€ . . Building Name: CORPORATE OFFICES
Project: G. HEILEMAN BREWERY "E' o o : SEATTLE, WUASHINGTON
"Date Inspected: 03/23/89 _ i Building Type: OFFICES
Inspector: CURT BAXTER ’ . . : * Year Constructed: 1935
hdatdebdetododododd AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor £ AREA AVERAGE X ASBESTOS: 56X . bkt bt d
) : "SANPLE . ' (o8] . UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL - _NUHBER As8 MATERIAL DESCRIPTION CODE  QUANTITY KEASURE I0 POT PL| COSTS COSTS .COSTS
ladies’ room-southeast corner 00-356125 55X |pipe cov)erina OMA 8 ft. 4 in. 0.D. LPS/R 37 111 L4} $45 st
‘mail room-northwest corner 00-356125 .55X |pipe covering OMA 8 ft. 4 in. 0.D. LPS/R 37 111} EY4] $45 st
secretaries' office-northeast corner 00-356125 55X lpipe covering OMA 8 ft. 4 in. 0.0. LPS/R 37 111 B T4 $45 $1e
mail room-northwest corner 05-356126 60X |mjp on pipe covering ONA 14 in. 0.0, LPS/R 37 111 $28 $16 4
secretaries' office-northeast corner 05-356126 60X |mjp on pipe covering OMA 14 in, 0.0, LPS/R 37 111 $28 $16 $44
. 05-356127 40X ; 37 1t ) :
05-356128 50% ) 37111
l AREA COMMENTS ‘ _ , o ) ‘ l AREA ¥ 03 TOTAL $269 $167 £ 737)

The materials are in good condition with minor contact and water damage. The materials are approximatél); 1
to 8' from the floor. At a minimum, it {s recommended that the materials be maintained and monitored. If
removal {s planned, gross remaval procedures are recommended. This appesrs to be a high traffic area.

[ hhbebobdebb L1 AREA NUMBER: 04 : AREA DESCRIPTION: 2nd Floor-Above Cefling AREA AVERAGE X ASBESTOS: 56X buiaiuiniiniedobsialednied

: SAMPLE ' . OM UNITS OF PIPE EXP ‘| REMOVAL  REPLACEMENT  TOTAL

LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION . CODE  QUANTITY MEASURE ID POT PL] COSTS © COSTS COSTS
north wall-at rafters 00-356125 55X -{pipe covering OMA 25 ft. 4 in. 0.D. LPS/R 23 111} $223 $139 362
south wall-at rafters ) 00-356125 55X |pipe covering OMA 66 ft. 4 in. 0.0. LPS/R 23 I11]. = $589 $368 $9517
west wall-at rafters 00-356125 55X '|pipe covering ONA 88 ft. 4 in. 0.0. LPS/R .23 111 $785 $491 $1,27¢
north wall-at rafters 05-356126 60X |mjp on pipe covering OMA 24 in. 0.D. © LPS/R 23 111 $56 $31 $81
south wall-at rafters .05-356126 60X |mjp on pipe covering ONA 8 4 in. 0.0. LPS/R 23 11T $225 $125 $35¢
west wall-at rafters 05-356126 60X |mjp on pipe covering oA . 4 4 in. 0.0. LPS/R 23 111 $112 $62 S

. 05-356127 * 60% . 3 111 o
[ 05-356128 50X . 23 111

AREA COMHENTS . v ' L rmu $O0, TOTAL  $1,990  $1,216 83,206

The materials are in good condition With minor contact and water damége. The materials iare from éeiling )
level to 2' mbove the plaster cefling. At a minimum, 3t is recommended that the materials be repaired and

monitored. If removal is planned, glove bag removal procedures are recommended. This appears to be a low
traffic area.

HALL-KIMBRELL ENVIRONMENYAL INC. . . Page 2. 06/09/89

RCLLC 0001954



H-X Building »: 01
Project Number: 0980193E
Project: G. HEILEMAN BREWERY "E"
Date Inspected: 03/23/89
Inspector: CURT BAXTER

ASBESTOS ASSES . SURVEY.
SN’

Building Number: 01 LN
Building Name: CORPORATE OFFICE
SEATTLE, WASHINGTON

Building Type: OFFICES
Year Constructed: 1935

[ wwwwawwwhww  AREA NUMBER: 05 AREA DESCRIPTION: 2nd Floor-Above Ceiling AREA AVERAGE X ASBESTOS: 55X hainiebeindobedoinobed
: SAMPLE 0N UNITS OF PIPE EXP RENOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER AsB HATERIAL DESCRIPTION COOE  QUANTITY MEASURE 1D POT PL FOSIS_ COSTS COSTS
northwest corner of building 06-356129 50X }debris » ONF - 15 sq.ft. 88 1 $100 $0 $100
. 06-356130 60X 88 1
06-356131 55X 88 1
| AREA COMMENTS J rmu #05 TOTAL $100 30

The debris is approximately 8¢ from the floor. At a minimum, It is recommended that the debris be removed

and tlhie area cleaned properly. Gross removal procedures are recommended. This appears to be a minimun

traffic area.

swﬂ :

swawwewwnun  AREA NUMBER: 06 -

AREA DESCRIPTION: 2nd Floor-Cefling

AREA AVERAGE X ASBESTOS: 0% B bbbt
) SAMPLE . O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENY TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE (4] POT PL COSTS COSTS COSTS.
throughout .07-356132 0% |acoustical tile OHG 1000 sq.ft.
: 07-356133 0% .
07-356134 0%
‘ AREA COMMENTS [ AREA # 06 TOTAL 0 30 sol
| BUILDING # 01  TOTAL $3,208  $1,885 35,093
_
HALL-KIMBRELL ENVIRONMENTAL INC. Page 3 06/09/89

RCLLC 0001955



" FIRST FLOOR

©-

— HALLJDRORL psap—
244 VIST D ST
VNI, NS G0

* PROJECT NUMBER: 0980193&

DATE;
/2689

G. HEOLBUAN BREWNG COMPANY
ASBESTOS ASSESSUENT SURVEY

RCLLC 0001956



GRS A

v

‘SECOND FLOOR

@

RG] e | DRSO
BULK SAMPLE .
'\ TN IDENTIFICA 40 s IOy SOt PROJECT NUMBER: 0980193€
. SSDASELE % ’ 'DE':JUMBE;? N Lo e s HEILEMAN BREWING COMPANY
[Ty =3 02 RAINIER BREWING COMPANY
wfm/n BULDING 1

RCLLC 0001957



4

\
ASBESTOS ASSE JSURVEY -
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H-K Building wr 02 g — Building Number: 02 Nl
Project Number: 0980193E Building. Name: CORPORATE OFFICES
. Project: G. HEILEMAN BREWERY “E" SEATTLE, UASHINGTOM
Date Inspected: 03/29/89 Buitding Type: OFFICES
' " Inspector: CURT BAXTER Year Constructed: 1935
I habetsdadebodetuiobolel AREA NUMBER: 01 AREA DESCRIPYTION: Subbasement AREA AVERAGE X ASBESTOS: 32X WhdhddwaAwa
' ) SAMPLE O3 UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUNBER AS8 MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS COoSTS COSTS
E wall-SE ofc-adjacent to personnel ‘rec 00-356138 40X |pipe covering OMA 22 ft. 4 in. 0.D. LPS/R 22 111 $196 $123 $31
E wall-thru center-to air handling unit 00-356138 40X |pipe covering © OMA 18 ft. 4 in. 0.0. LPS/R 22 II1I $161 $100 $26
at north & south walls 01-356135 35X |mjp on non-suspect pipe cover OMA 24 2 in. 0.0. oW 22 11 $674. $375 $1,04
. : 01-356136 30X . : 22 11
01-356137 35X : 22 111
E wall-SE ofc-adjacent to personnel rec 02-356139 25X |mjp on pipe covering OHA 5 4 in. 0.0. LPS/R 22 111} $140 $78 $21
€ wall-thru center-to air handling unit 02-356139 25X {mjp on pipe covering OMA 8 4 in. 0.0. LPS/R 22 Il $225 $125 35
| 02-356140 25X 22 111
: 02-356141 30X . . 22 111
above air handling unit 03-356142 30X |mjp on non-suspect pipe cover OHA 2 8 in. 0.0. OR 2 111 $96 $57 $15.
03-356143 35X : 22 111
03-356144 30X 22 111
rAREA COMMENTS J I AREA # 01 TOTAL $1,492 858 $2,35
The materials are in good condition with minor contact and water damage. The materials are approximately 2!
to 6' from the floor. At a minimum, it is recommended that the materials be maintained and monitored after
necessary repairs have been made. If removal is planned, gross removal procedures. are recommended. This
appears to be a low traffic area. )
‘ wawwwwawka®  AREA NUMBER: 02 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 31X wewhwabhaber
SAMPLE : O8N UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL OESCRIPTION CODE  QUANTITY MEASURE “i1D  POT PL| COSTS COSTS CosTS
conference room landing-east wall | 00-356145 35X {pipe covering OMA 10 ft. 4 in. 0.0, LPS/R 25 III $89 $56 $1
public relatfons landing-secretary's ofc 00-356145 . 35X |pipe covering OMA 10 ft. 6 in. 0.D. LPS/R 25 111 $130 $81 $21
first aid room-east wall-center of wall 00-356145 35X |pipe covering OMA 8 ft. 4 in. 0.D. LPS/R 25 11! s71 $45 s
safety office-personnel-east wall 00-356145 35X |pipe covering ONA 18 ft. 4 in. 0.D. LPS/R 25 111 $161 $100 $2¢
public relations landing-secretary's ofc. 00-356145 35X |pipe covering OMA 10 ft. & in. 0.D. LPS/R 25 11} 389 $56 $14
first aid room-east wall-center of wall 04-356330 20X |mjp on pipe covering OMA 3 4 in. 0.0. LPS/R 25 111 $84 $47 $13
safety office-personnel-east wall 04-356330 20X |mjp on pipe covering © OMA 14 in. 0.D. LPS/R 25 111 $28 $16 $4
conference room landing-east wall 04-356330: 20X |mjp on pipe covering OMA 2 4 in. 0.D. LPS/R . 25 111 356’ $31 8
06-356331 30X ) : 25 111
04-356332  30% 25 111
HALL-KIMBRELL ENVIRONMENTAL INC. ' i Page 4 06/09/89
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- . ) ASBESTOS ASSE. ‘SURVEY

H-K suilding w...s2 ’ N Building Number: 02 R \
Project Number: 0980193€ ! Buitlding Name: CORPORATE OFF1
Project: G. HEILEMAN BREWERY "E" : . . SEATTLE, MASHINGTON
Date Inspected: 03/29/89 Building Type: OFFICES * .
Inspector: CURT BAXTER Year Constructed: 1935
T g T — . . |‘
l AREA COMMENTS - , AREA # 02 TOTAL $708 %32 51,140

The materials are in good éondition with minor confact and water damag?. The materials are approximately 2!
to 10! from the floor. At a minimum, it {s recommended that the materials be maintained and monftored. ‘If

removal is planned, gross removal procedures are r ded. This appears to be a high traffic area.
[ WERRERERRAS AREA NUMBER: 03 AREA DESCRIPTION: 1st Floor-Ceilings AREA AVERAGE X ASBESTOS: 0X baiokieindniobedatoinie o
: : SAMPLE O3 UNITS OF PIPE EXP RENOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY HEASURE I0 POT PL| COSTS' COSTS COSsTS
testing room . 05-356146 0% |acoustical tile " OHG 90 sq.ft.
administrative assistant's office 05-356146 0X |acoustical tile ) OMG 100 sq.ft.
personnel manager's office 05-356146 0% |acoustical tile OHG 160 sq.ft.
.conference landing 05-356146 0% |acoustical title OHG 80 sq.ft.
fist aid room 05-356146  0X |acoustical title OMG 120 sq.ft.
personnel office . 05-356146 0X lacousticat tile . OMG 160 sq.ft.
bran marketing manager's office 05-356146  0X |acoustical tile OMG 168 sq.ft.
public relations landing-secretary's ofc 05-356146 0X |acoustical tile OMG 360 sq.ft.
safety office 05-356146 0% |acoustical tile OHG 160 sq.ft.
' . 05-356147 0%
. 05-356148 0%
conference room 06-356721 - 0X |drop or lay-in panel ONG 240 sq.ft. .
06-356722 0% . ’
06-356723 0%
AREA COMMENTS ’ [ Aven ¥ 03 voraL - 50 8 s

[ siome¥o2 tor 52,200 $,290  $34%

HALL-KIMBRELL ENVIRONMENTAL INC. _A Page 5. 06/09/89
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H-K Buildir .3
Project Number: 0980193E
Project: G. HEILEMAN BREWERY "“E™
Date Inspected: 03/29/89
Inspector: CURT BAXTER

ASBESTOS ASSE: SURVEY

e

Building Number:.

Buitding Name:

suitding Type:
Year Constructed:

03 ' A
MOUNTAIN HOUSE “~—
SEATTLE, WASHINGTON
BAR/LOUNGE

1933

kAR A RN

. AREA NUMBER: 01

AREA DESCRIPTION: Air Handler Unit Rm-Above Men's Restroom

AREA AVERAGE % ASBESTOS: 0X

kTR eR

REMOVAL  REPLACEMENT  TOTAL

SAMPLE oM UNITS'OF  PIPE EXP
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS COosTS COSTS
center of room 01-356149 0% |vibration Joint cloth oMz 4 squ.ft.
southeast corner of room . 02-356150 0X |vibratfon Joint cloth OMZ 4 sq.ft.
[ AREA COMMENTS J , [-Am #01 TOTAL 50 50 30
' dadeddododndodudebd AREA NUMBER: 02 ) AREA DESCRIPTION: 1st Floor-Lodge Bar Area AREA AVERAGE X ASBESTOS: 0X bodetoiainiobiddddded
. SAMPLE O2H UNITS OF PIPE EXP RENOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPYION CODE  QUANTITY MEASURE ID  POT PL| COSTS CosTS COSTS
ladies’ restroom 03-356173 0% |acoustical tile OMG 210 sq.ft.
men’s restroom 03-356173 0% [acoustical tile OMG 130 sq.ft.
03-356174 ox:
03-356175 0% |-
lodging area ' 04-356734 0% [acoustical tile ONG 2625 sq.ft.
04-356735 0%
04-356736 0%
[ AREA- COMMENTS [AREA #02 TOTAL 50 " 30 50
hdedabbodal b bddd AREA NUMBER: 03 AREA DESCRIPTION: Attic-Air Handling Unit Room AREA AVERAGE X ASBESTOS: 65% bbbt b
SAMPLE : O8M UNITS OF . PIPE EXP RENOVAL  REPLACEMENTY  TOTAL
LOCATION OF T”E MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE I0 POT PL] COSTS COSTS CosTS
above men's restroom-at north wall 00-356151 55X |pipe covering OMA 9 ft. 6 in; 0.0. HPS/R 38 Il sS17 73 I
above men's restroom-at north wall 00-356155 , 80X |pipe covering OMA 26 fr. 4 in. 0.D. LPS/R 38 {11 $232 $1S 377
adjacent to sir handling unit-at ¥ side " 00-356159 60X |corrugated pipe covering OHA S ft. 4 in. 0.0. LPS/R 38 111 45 28 L 4]
at north & south walls-near ceiling 00-356163 20X |wrapped cardboard/paper pipe  ONA 19 ft. 6 in. 0.D, DW 38 111 $247 $154 $401
at north & south walls-near ceiling 00-356163 20X |wrapped cardboard/paper pipe  OMA 60 fr. 4 in. 0.0. DW 38 11 " $535 $335 $87C
above men's restroom-at north wall 05-356152 - 60% [mjp on pipe covering OHA 6 6-in. 0.0, HPS/R 38 111 $232 $136 $36t
'05-356153  65% 38 111,
05-356154  70% 38 111
HALL-KIMBRELL EHVIRONMENTAL INC. - Page 6 . 05/09/89
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H-K Buildiny 3
Project Number: 0980193E
Project: G. HEILEMAN BREWERY Vg®
Date Inspected: 03/29/89
Inspector: CURT BAXTER

ASBESTOS ASSE: SURVEY

-
Nt

Building Number::
Building Name:

sutiding Type:

(11

N
v

o
HOUNTAIN House

SEATTLE, MASHINGTON
BAR/LOUNGE
Year Constructed: 1933

above men's restroom-at north watl 06-356156 75X Imjp on pipe covering OHA 14 4 in. 0.0. LPS/R 38 I11 $393 $219 [73H
06-356157 80X 38 I :
06-356158  80% 38 11
ad)acent to air handling unit-at W side 07-356160 80X |m]p on corrugated pipe cover OMA S 4 in. 0.D. Lps/R 38 111 $140 $78 s21¢
. 07-356161 70X ‘ 38 111
07-356162  80% : . 3811l
at north & south walls-near ceiling 08-356164  70% {m}p on wrapped cardboard/paper OHA 10 4 in. 0.D. ow 38 111 $281 $156 T
at north & south walls-near cefling 08-356164 - 70X |mjp on wrapped cardboard/paper OMA 5 6 in. 0.D. bW 38 111 $193 $114 $30
. 08-356165  65% 38 111 .
08-356166, 70% 38 111
l AREA COMMENTS ] hm #05 TOTAL $2,415  $1,438 $3,85
" The materials are in fair condition with contact and water damage. The materials are approximately 2' to 8!
from the floor. At a minimum, it is recommended that the materials be repaired, then monitored under an
operations and maintenance program. If removal is planned, gross removal procedures are recommended. This.
appesrs to be low traffic area. }
| wwwwswawwas  AREA NUMBER: 04 - AREA DESCRIPTION: Attic-Pipe Chase AREA AVERAGE X ASBESTOS: 66X bbbt
SAMPLE o 02N URITS OF . PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERJAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL} COSTS ' COSTS COSTS
north storage-center of room 00-356155 80X |pipe covering ) OHA 30 ft. 6 in. 0.0. LPS/R 53 11 $389 . $243 $63
along west wall-at ceiling 00-356159 60X ]corrugsted pipe covering OMA 40 ft. 6 in. 0.0, LPS/R 53 It $519 $324 $84
along west wall-at ceiling 00-356159 60X |corrugated pipe covering OMA 140 ft. 4 in. 0.D. LPS/R 5311 $1,249 $781 $2,03
center of room 00-356163 20X |[wrapped cardboard/paper pipe  OHA 20 ft. 4 in, O.D. DU 31 $178 $112 $29
north storage-along north wall 00-356163 20X {wrapped cardboard/paper pipe  OMA 40 ft. 4 in. 0.D. DU 53 11 $357 $223 $58
north storage-along north wall 046-356156  75% |mjp on pipe covering OHA 5 6 in. 0.0. LPS/R 53 11 $193 s114 $30
: 06-356157  80% : . 53 11
. 06-356158 80X S3 11 .
along west wall-at ceiling 07-356160 80X |mjp on corrugated pipe cover  OMA 5 6 in. 0.D. LPS/R 53 11 $193 $1%4 $3(
along west wall-at ceiling 07-356160 80% |m]p on corrugated pipe cover OMA 40 4 in. 0.D. LPS/R 53 11 $1,124 $624 $1,7
. : 07-356161  70% . 53 11
. 07-356162 80% . s3n
center of room 08-356164 . 70X. |mjp on wrapped cardboard/paper OMA 4 4 in. 0.D. o 53 11 $112 $62 L))
north storage-along north watl 08-356164  70% Imjp on wrapped cardboard/paper OMA 10 4 in. 0.D. oW 5311 $281 $156 $43
08-356165  65% : s3 11
08-356166  70% 53 11
HALL-KIMBRELL ENVIRONMENTAL INC. Page 7 06/09/89
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1 ASBESTOS ASSES: {URVEY ;.
H-K Building™, _ 3 ‘ , N 8uilding Mumber: 03 \...»’
.Project Number: 0980193€ Building Name: MOUNTAIN HOUSE
’ Project: G. HEILEMAN BREWERY "E" SEATTLE MASRINGTON
Date Inspected: 03/29/89 . . . Building Type: RARILIIINGE
Inspector:. CURT BAXTER . ' Year Conatructed: 1933
T . T - I . ¥
r AREA COMMENTS l : : ' AREA # 04 TOTAL 6,595  $2,753 57,348

The materials are in poor condition with contact and water deamage. The materials are approximately 2! to &'
from the floor. At a minimum, it {s recommended that the materials be repaired, then monitored under an
operations and maintenance program. 1f removal is planned, gross removal procedures are recommended. This
appears to be a low traffic area. )

r wdwwdwwwad  AREA NUMBER: 05 AREA DESCRIPTION: Attic-Pipe Chese AREA AVERAGE X ASBESTOS: 48X S I
SAMPLE ‘ O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE- MATERIAL NUMBER AsB MATERIAL DESCRIPTION CODE  QUANTITY HEASURE - 10 POT PL| COSTS CosTS CosTS
throughout north end of attic area 09-356167  40% ldebris ONF 20 sq.ft. 60 1 $100 $0 $100
09-356168 45X 60 1
: . 09-356169  45% ) 60 1
throughout north end of attic area 10-356170 50X debris OMF 15 sq.ft. 60 1 $100 $0 $100
10-356171 55X 601 :
10-356172 50X -60 1
r AREA COMMENTS _] . : . [ AREA # 05 TOTAL 3200 -+ 80 . szoo\

At a minimum, it is recommended that the debris be removed and the area properly claaned. Gross removal
procedures ere recommended. This sppears to be a low traffic area. )

l BUILDING # 03  TOTAL

$7,210 4,191, sn,ml

HALL-KIMBRELL ENVIRONMENTAL INC. ) Page B8

06709789

RCLLC 0001963



FIRST FLOOR/ATTIC SPACE

o
=

R a

— HALRORE ek gt
4049 WOST FIUEDN ST
LOnOCE, SNES gl

I PROJECT NUMBER: 0980193E.

TN
03/26/0

G, HEIEMAN BREWHNG COMPANY -
ASBESTOS ASSESSMENT SURVEY

HEILEMAN SREWNG COMPANY
RANIER BREWING COUPANY
BUILDING #3

RCLLC 0001964



b1

H-K Building™ _ .+
Project Number: 0980193E

Project: G. HEILEMAN BREWERY “E"

Date Inspected: 03/26/89
Inspector: CURT BAXTER

_ . _
ASBESTOS ASSES{  RVEY

Building Number:
Building Name:

Building Types
Year Constructed:

04

! N
BEERAPHENALIA SHOP™

SEATTLE, WASHINGTON
NOVELTY SHOP

1933

l hababadadulodolodododd AREA NUMBER: 01 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 0X SrdrRARewive j
SAMPLE . OZN UNITS OF PIPE EXP REMOVAL . REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER AS8 MATERIAL DESCRIPTION CODE  QUANTITY NMEASURE e {1 ?07 PL} ' COSTS CosTS COSTS
store landing 01-356711 0X ldrop or lay-in punel' ’ OMG 96 sq.ft.
store shop ares 01-356711 0% [drop or lay-in panel -OHG 520 sq.ft.
01-356712 0%
01-356713 0%

[ AREA COMMENTS 1

HALL-KIMBRELL ENVIRONMERTAL INC. .

Page

9

LMEA # 01 TOTAL 30 0 . sgl
| BUILDING # 04  TOTAL . 50 $0 spJ
05/09/89
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FIRST FLOOR
" DL e G PONDIAN GREWNG COMPANT
BULK SAMPLE o . ASBESTOS ASSESSUENT SURVEY
. SAMPLE CIR378 YT |DENTIFICATION -y PROJECT NUMBER: 0980193E -
CODE M NUMBER . vmemm e HEILEMAN BREWING COMPANY
uE o RAINIER BREWING COMPANY
w8/ BUILDING §4
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oo - : ASBESTOS ASSES| SURVEY ~ : )
H-X Bullding .. .5 e Building Number: 05/05A ~
Project Number: 0980193E : . g . . : Building Name: STORAGE/CREDIY UNION
Project: G. HEILEMAN BREWERY “E" - ) : . ) SEATTLE, WASHINGTON 98134
Date Inspected: 03/23/89 . ' " Building Type: STORAGE
Inspector: MARK VOTH Year Constructed: 1933
[ bbb ohodobdndnietd AREA NUMBER: 01 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 53X hbbuinialeiooboisbobeind |
' SAMPLE : . OZM UNITS OF PIPE EXP REMOVAL  REPLACEMERT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE - ID. POT PL| COSTS - COSTS COSTS
credit unfon office-at unit handler 00-356389 70X |pipe covering OMA 3 ft. 4 in. 0.0, HPS/R 40 11 . s27 $17 $44
part 5A-along south wall 00-356389. 70X |pipe covering OMA 18 ft. 6 in. 0.0. HPS/R 40 11 $234 $146 $380
part SA-along south wall | 00-356389 70X |pipe covering .OMA 50 ft. 4 in. 0.0, HPS/R 40 11 $446 $279- 75
electrical room-along ceiling 00-356389 70X |pipe covering OMA 45 ft. 4 in. 0.D. HPS/R 40 11 S0 $251 $652
part 5A-along south wall 05-356390 70X |mjp on pipe covering OMA 2 6 in. 0.D. KPS/R 40 11 LY (4 $45 s122
credit union office-at unit handler 05-356390 70X Imjp on pipe covering OMA 24 in. 0.D. HPS/R 40 11 $56 $31 87
part 5A-along south wall 05-356390 .- 70X {mjp on pipe covering OHA 14 4 in. 0.D. HPS/R 40 11 3393 $219 $612
electrical room-along cefling 05-356390 70X [mjp on pipe covering - OMA 7 4 .in. 0.0. HPS/R 40 11 s197 $109 - 3306
05-356391 50X 40 11 . :
: . 05-356392 70X 40 11 :
filtration office-north wall-at ceiling 07-356396 10X |mjp on non-suspect pipe cover OMA 6 4 in. 0.D. HPS/R 40 11 $169 $94 $263
. 07-356397 10X . 4011 '
07-356398 10X ) - 4011
: rmm COMMENTS J : : l AREA # 01 TOTAL $2,000  $1,191 33,191J

The materials are in good condition With minor contact and water damage. The materinls are spproximately 8!
to 20' from the floor. At a minimum, it is recommended that the materfals be repaired and monitored. If
removal is planned, glove bag removal procedures are recommended. This appears to be a high traffic area.

l wwwwwwhwaww  AREA NUMBER: 02 ' AREA DESCRIPTION: 3rd Floor , _ AREA AVERAGE X ASBESTOS: 33X b I
SAMPLE . O&N UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB HMATERIAL DESCRIPTION COOE  QUANTITY MEASURE 1D POT PL{ COSTS . COSTS COSTS
south hatl-at stairwell tanding 00-356374 60X [pipe covering OMA 8 ft. & in. 0.0, HPS/R 25 III L 74 $45 $116
south hatl-at stairwell landing 00-356374 40X {pipe covering OMA 8 ft. 12 in. 0.0 HPS/R 25 111 $176 $135 $311
south hall-at stairuell landing 03-356382 0X |pipe covering OHA 8 ft. 10 in. 0.D RS/R
south hall-at stairwell landing 03-356382 0% {pipe covering OMA 8 ft. 12 in. 0.0 RS/R
03-356383 0%
03-356384 0%

AREA COMMENTS - . LAREA ¥ 02 TOTAL $247 $180 - %27]

The material is in good condition with minor contact and water damage. The material is approximately 8*
from the floor. At a minimum, it is recommended that the material be repaired and monitored. If removal is
plenned, glove §ag removal ‘procedures are recommended. This appears to be a high traffic area.

HALL-KIMBRELL ENVIRONMENTAL INC. ' ) Page 10 . 06709789
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H-K Building . 5 .
Project Number: 0980193E

' Project: G. HEILEMAN BREWERY “g"
Date Inspected: 03/23/89 '

' -~
i
ASBESTOS Asses\_/)smwev

Building Number: 05/05A
Building Name:

Building Type:

P

STORAGE/CREDIT UNIOH

SEATTLE, WASHINGTON 98134

STORAGE

Inspector: MARK VOTH Year Constructed: 1933
r wwwwnkwa®  AREA NUMBER: 03 AREA DESCRIPTION: 3rd Floor AREA AVERAGE X ASBESTOS: 37X warerrehana. ]
SAMPLE 0&M URITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION _CODE  QUANTITY MEASURE 10 POT PL| COSTS ‘COSTS CosTS
part 5-south wall-near floor 00-356374 60% |pipe covering OHA 125 ft. 4 in. 0.D. KPS/R 25 111 $1,115 $697 $1,812
part 5-south wall-near floor 00-356374 60X |pipe covering OMA 65 ft, 12 in. 0.0 HPS/R 25 Il $1,431 $1,100 $2,531
part 5A-southwest corner-along wall 00-356374 60X |pipe covering OHA 30 ft. 4 in. 0.D. HPS/R 25 III $268 $167 $435
near northwest corner-at ceiling 00-356374 60X {pipe covering OMA 20 ft. 4 in. 0.0, HPS/R 25 111 178 $112 $290
part 5-along west wall-near ceiling 00-356374 60X |pipe covering OMA 49 ft. & in. 0.D. HPS/R 25 111 $437 273 $710
part 5-northeast corner-below tank 00-356378 0X [pipe covering OMA 5 ft. 10 in. 0.0 PL '
part 5:south wall-near floor 01-356375 60X |m]p on pipe covering OMA 2 12 in. 0.D. HPS/R 25 111 $152 $95 S247
near northwest corner-at ceiling 01-356375 60X |mjp on pipe covering OMA 54 in. 0.D. HPS/R 25 11t $140 $78 .$218
part S-atong west wall-near ceiling 01-356375 60X |mjp on pipe covering ONMA 4 4 in. 0.0. HPS/R 25 111 $112 $62- 7%
part SA-southwest corner-along wall 01-356375 60X |m]p on pipe covering OMA 34 in. 0.0, HPS/R 25 111 $84 . SAT $131
part 5-south wall-near floor 01-356375 60X |mjp on pipe_covering OMA 22 4 in. 0.D. HPS/R 25 111 $618 $343 $961
) . . 01-356376  60% 25 111
01-356377 60X | . ) 25 111 .
part 5-northeast corner-below tank 02-356379 2% |mjp on pipe covering OMA 1 10 in. 0.0. PL 25 111 363 $39 $102
02-356380 2% 25 111
. 02-356381 10% 25 11
part 5-along south wall-near floor 03-356382  0X |pipe covering OMA 65 ft. 10 in. 0.0 RS/R
part 5-along south wall-near floor 03-356382 0X |pipe covering OHA 65 ft. 12 in. 0.0 RS/R
03-356383 . 0X
03-356384 171
[ AREA COMMENTS ] AREA # 03 TOTAL $4,598 3,013 ST,611|
The materials are in good condition with minor contact and water damage. The materials are approximately 2°
to 10' from the floor. At a minimum, it is recommended that the materials be repaired and monftored. - If
. removal is planned, gross removal procedures are recommended. This appears to be a low traffic area.
I wawwwwwwnws ' AREA NUMBER: 04 AREA DESCRIPTION: 3rd Floor AREA AVERAGE X ASBESTOS: X R e
SAMPLE 02M. _ UNITS OF _ PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUHBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS COSTS COsTS
part S-northeast corner-hot water. tank 00-999999 * % |bofter/tank insulation OMB 175 sq.ft. $4,944 $3,960 38,904
HALL-KIMBRELL ENVIRONMENTAL INC. " page 11

;. 06/09/89
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' ASBESTOS ASSES:,  SURVEY
H-K Building w05 .

R Building Nusber: 05/05A R
Project Number: 0980193E . : Building Name: STORAGE/CREDIT UNION
Project: G. HEILEMAN BREWERY “E" . . SEATTLE, UASHINGTON 98134
Date Inspected: 03/23/89 . } Building Typa: STORAGE
Inspector: MARK VOTH : . -Year Constructed: 1933
T T T . - I -
[ AREA COMMENTS ] ' . ' r AREA # 04 TOTAL 34,946 33,960 sa,ml

The tank is encesed in a metal jacket making sample collection impossible. The materist is in good
condition with no visible contact or water damage. The materiatl is approximately 3' to 10' from the floor.
At 8 minimum, it is recommended that the material be maintained and monitored. 1f removal is planned, gross
removal procedures are recommended. This sppeared to.be a low traffic area.

l WHERNRERWREL AREA NUMBER: 05. AREA DESCRIPTION: 4th Floor AREA AVERAGE X ASBESTOS: 49X bbbttt l
SAMPLE O&H URITS OF " PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL OESCRIPTION - CODE  QUANTITY MEASURE I POT PL{ COSTS COSTS COSTS
part SA-southwest corner-along ceiting 00-356385 30X {wrapped cardboard/paper pipe  OMA 25 ft, 4 in. 0.0, DW 23 111 $223 - $139 $362
part 5-near center-at ceiling 00-356385 30X |wrapped cardboard/paper pipe  OMA 5 ft. 4 in. 0.D. DW 2311 $45 $28 73
pert SA-near center-along ceiling 00-356385 30X |wrapped cardboard/paper pipe  OMA 31 fe. 4 in. 0.0. OV 23 1 277 13 $450
part 5A-southwest corner-along ceiling 04-356386 72X |mjp on wrapped cardboard/paper OMA 5 4 in. 0.D. Y 23 111 T S140 $78 $218
part 5-near center-at ceiling 04-356386 72X |mjp on wrapped cardboard/paper OHMA 3 4 in. 0.0. oM 23 111 $84 L7 - 3131
part SA-nesr center-along ceiling 04-356386 72X |mjp on wrapped cardboard/paper OMA 2 4 {n. 0.0. oM 23 111) . 356 $31 $87
N C . 04-356387 70X ’ 23 H!
) 04-356388 70X 23 111 : .
.part 5-near center-at ceiling © 06-356393 30X |mjp on non-suspect pipe cover OHA 2 8 in. 0.0. DR 23111 $96 $57 $153
06-356394  30% . 23 111 :
06-356395 30X 23 111
[ arer comenrs | _ AREA # 05 TOTAL 921 53 91.4m)
The materials are in good condition with minor contact and water damage. The materials are approximately .
10' to 12' from the floor. At a minimum, it is recommended that the materisls be repaired and monitored.
1f removat is ptanned, glove bag removal procedures are: recommended. This appears to be a low traffic area.
l wawwwwwwaws © AREA NUMBER: 06 - AREA DESCRIPTION: 5th Floor-Pirt 5 ' AREA AVERAGE X ASBESTOS:' 43X hadalabededdeded b
SAMPLE ’ O3M UNITS OF  PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE HATES.IIAL 'NUHBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE I POT PL| COSTS (=123 £ COSTS
SE room-near southwest corner-along wall 00-356455 - S0% {pipe covering OMA 17 ft. 4 in. 0.0, HPS/R 25 111 $152 $95 $247
west’ room-southeast corner-along u?ll 00-356455 50X |pipe covering OMA 7 ft. 4 in. 0.0. HPS/R 25 111 $62 $39 3101
paint storage-north wall-near cei!lr_lg "} 00-356455 50% |pipe covering OHA 12 ft. 4 in. 0.D. HPS/R 25 §ll $107 $67 1%
west room-along east wall-near ceiling 00-356455  50% |pipe covering OHA 37 ft. 4 in. 0.0. HPS/R 25 111 $330 $206 $536
north hatl-along ceiting , 00-356455  50% |pipe covering OHA 21 ft. 4 in. 0.0, HPS/R 25 111 $187 s17 - $304
north hatt-along north wall 00-356455 50X {pipe covering OMA 12 ft. 4 in. 0.0. HPS/R 25 Il $107 $67 T$1T4
west room-along east wall-near ceiling 00-356459  20% |wrapped cardboard/paper pipe OMA 24 ft. 4 in. 0.0. DM 25 111 $214 C 134 3481 -
north hall-along ceiling 00-356459  20% |wrapped cardboard/paper pipe  OMA 8 ft. 6 in. 0.0, O . 25 111 $104 $65 $169
HALL-KIMBRELL ENVIRONMENTAL INC. page 12 : 06709789 .
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ASBESTOS ASSES,  SURVEY
"’

H-K Building .._.J5 _ Buflding Kumber: 05/05A \_,)
Project Number: 0980193€ ) Buftlding Wame: STORAGE/CREDIT UNIOM
Project: G. HEILEMAN BREWERY “EY ) .

. SEATTLE, UASHINGTON 98134
Building Type: STORAGE
Year Constructed: 1933

Date Inspected: 03/23/89
- Inspector: MARK VOTH

north hall-atong cefling 00-356459 20X |wrapped cardboard/paper pipe  OMA 8 ft. 4 in. 0.0. DN S 111 [14] $45 $116
west room-along east wall-near ceiling 00-356459 20X |wrapped cardboard/paper pipe OMA 15 ft. 6 in. 0.D0. DU, 25 I $195 $122 317
north hatl-along ceiling - 09-356456 42X im]p on pipe covering ONA 54 in. 0.0, HWPS/R 25 111 $140 $78 s218
paint storage-north wall-near ceiling 09-356456 42X |mjp on pipe covering OMA 2 4 in. 0.0, HPS/R 25 111 $56 31 387}
west room-slong east wall-near ceiling 09-356456 42X |mjp on pipe covering OMA 64 in. 0.D. HPS/R 25 111 $169 394 3263
SE room-nesr southwest corner-along wall 09-356456 42% |mjp on pipe covering OHA 1 4 in. 0.0, HPS/R 25 111 $28 $16 $64
09-358457 52X : 5 111
09-356458  42% ) 25 111 ) )
west room-along east wall-near cefling 10-356460 52X {mjp on wrapped cardboard/paper OMA 2 6 in. 0.D. " L L § ] $77 345 $122
west room-along east wall-near ceiling 10-356460 52X |mJp on wrapped cardboard/paper OHA 2 4 in. 0.0. v . 25111 $56 31 $87
north hall-along ceiling 10-356460 52X {m]p on wrapped cardboard/paper OMA 14 in. 0.0.- [ 1Y) 25 11t $28 $16 $44
-north hall-along cefling 10-356460 52% {mjp on wrapped cardboard/paper OMA 16 in. 0.D. by 2 111 339 23 $621
10-356461 52X S 111 ‘
10-356462 40_% 25 111
l AREA COMMENTS J AREA # 06 YOTAL 52,122 $1,291 s:'.ml
The materials are in good to fair condition with minor contact and water dsmage. The ma’ter,lals are up to
10' from the floor. At a minimum, it is recommended that the materials be repaired and monftored. 1f
_ removal is planned, glove bag removal procedures are recommended. This appears to be a low traffic area.
l‘ bbbkt dododl AREA NUMBER: 07 AREA DESCRIPTION: 6th Floor . AREA AVERAGE X ASBESTOS: 45X whaaraaa
[ . . SAMPLE [¢2)] UNITS OF PIPE EXP REMOVAL  REPLACENENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS CoSTS CosTS
southwest room-along east wall 00-356451 52X |pipe covering ONA 4 ft. 4 fn. 0.D. HPS/R 23 111 $36 . ¥ 358
- southwest room-along east wall 08-356452 42X |mjp on pipe covering . OMA 14 in. 0.0. HPS/R 23 111 $28 $16 $44
o ) 08-356453  42% s 231
08-356454 42X 23 111
( AREA COMMENTS | ] l AREA # 07 . TOTAL 64 538 s1oz]
The materfals are in good to fair condition with minor cor:nac.t and water damage. The materials are from ‘
floor level to 4* high. At a minimum, it is recommended that the materials be repaired and monitored. If
removal is planned, glove bag removal procedures are recommended. This appears to be a low traffic area.
L BUILDING # 05 TOTAL  $14,89%  $10,226 szs',nﬂ
HALL-KIMBRELL ENVIRONMENTAL INC. page 13 ' "06/09/8.9

RCLLC 0001970



FIRST FLOOR
SAWRLE ™~ DENTFICATION ] P ST PROJECT NUMBER: 09B0193€
i .
CO0E — G5 NUMBER - i HELEMAN BREWNG COMPANY
- DAN: o1 RAINIER BREWING COMPANY
YT : BUILDING #7 STOCK CELLARS
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FIRST FLOOR
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SAMPLE % ~—~ IDENTFICATION So DM e R 0980193
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coE. NUMBER s HELEMAN BREWNG COLPANY
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THIRD FLOOR -

@

EALLTOORRL ososnen sencs G.Iﬂﬂm BREWNG COMPANY
SANBLE ‘“’"‘ ~ memmcmo;« R PROJKCT NUMBER: Q980193E
PR oy () Yy LOROCE, INESS 6604l
COOE HEILEMAN BREWNG CONPANY
. . BAX: 007 ’ RAINIER BREWING COMP.
/8 BUILDING #5 srorw:c/easm UNION .
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FOURTH FLOOR

\Ca

' PR B G|
] —_ HALLIDORELL  moseeseesn s C. HELEWAN BREVING COLPANY
BULK - SAMPLE U S ASBESHIS ASSESSUENT SIRVEY
. SAMPLE ~___ (BBENTT |DENTIFICATION . PROJECT NUMBER: 09B0193E
CO0E X 7 NUMBER Lo, s W HELEUAN BREWNC COLPANY
DA 008 EWING COMP.
o//m BUILDING #5 STORAGE /CREDIT UNION
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.o FIFTH FLOOR
DL TOEL mener e T GROWIE 00 :
- : fss:smmn Y

SURVEY

" PROJECT. NUMBER: 0980193
-HELLEMAN BREWING COMPANY
OAR: o RAINIER BREWING COMPANY

BULK SAMPLE
- SAMPLE ~_
s~ D™ oo

/5% BUILDING §#5 STORAGE /CREDIT UNION
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‘SIXTH FLOOR

©

" —Hoe - ) /cmsms mmw
BULK : SAMPLE . Q4 w1 YOI S v
SAMPLE ™~ ICENTFICATION . PROJKECT NUMBER: 09B0193€
CODE —E NUMBER i linsndbeot HELELIAN BREWNG COPANY
DAN: BREWING COMP.
o5/ * BUILDING #5 STORAGE/CREOIY UNION
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ASBESTOS Asssé\&\\_,,’_lsunvs\( '

. . - S S
H-K Building w06 . Building Number: 06
Project Number: 0980193E . ) N C Buitlding Name: FILTRATION
Project: G. HEILEMAN BREWERY “E" " " SEATTLE, WASHINGTON 98134
pate Inspected: 03/27/89 ' : Building Type: STX CELLAR
Inspector: MARK VOTH ) . . : Year Constructed: 1933
v AREA NUMBER: 01 AREA DESCRIPTION: 1st Floor-At Ceiling . AREA AVERAGE X ASBESTOS: 28X bbaiabdaintatintddd] '
) : SAMPLE . o] UNITS OF PIPE EXP RENQVAL REPLACEK'ENT TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE - Ip POT PL| COSTS COSTS COSTS
filtration room-center-north to south 00-356636 40X |pipe covering OMA 85 ft. 4 in. 0.D. HPS/R 27 III $758 $474 $1,232
filtration room-center-north to south 00-356638 40% {pipe covering OMA 25 ft. & in. 0.0. HPS/R 27 111 $324 - '$203 $527
filtration room-center-north to south 01-356637 35X |mjp on pipe covering OMA 16 4 In. 0.D. HPS/R 27 111 3449 $250 - $699
filtration room-center-north to south’ { 01-356637 35X |m]p on pipe covering OMA 6 6 in. 0.D. HPS/R 27 111}~ $232 $136 $3588
01-356638 30X - 27
: 01-356639  20% : 27 111 ’
filtration room-northeast corner . | 02-356640 20X Im]p on non-suspect pipe cover OMA 2 6 in. 0.D. HPS/R 27 111 77 $45 $122
’ 02-358641  20% . 27 11
02-356642 20X . 27 111
[ AREA COMMENTS J : ‘ : , , : Fm #01 TOTAL $1,840 31,108 52.943‘
The materials are in good condition with minor contact and water damage. The materfals are approximately 8°
to 10' from the floor. At a minimum, it {s recommended that the mater{als be repaired and monitored, 1f
removal {s planned, glove bag r U procedures are r mended. This appears to be a high traffic erea.
l bbbl AREA NUMBER: 02 AREA DESCRIPTION: 1st Floor-Cefling . . AREA AVERAGE X ASBESTOS: 0X hbainiuidaiotodainieieind ,
SAMPLE : O&N UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION COOE  QUANTITY MEASURE ID POT PL] COSTS costs . COsTS:
west hall - 03-356643 0% |drop or lay-in penel OMG 512 sq.ft.
‘ ) : 03-356644  ©X '
. 03-356645 (179
west hatl - 04-356646 0% |drop or lay-in panel OMG 24 sq.ft.
04-356647 0% . . .
! _ 04-354648  OX . .
west hall 05-356649 0% ldrop or lay-in panel - oMG 40 sq.ft.
05-356650 0%
05-356651 0%
AREA coMHENTS. | : y | aeer # 02 vorae 50 $0 ol
HALL-KIMBRELL ENVIRONMENTAL INC. Page 14 . o 06709789
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’ ASBESTOS ASSE._ __ ' SURVEY
H-K Buildin, .. 06 . =
pProject Number: 0980193E

Project: G. HEILEMAN BREWERY “E®
Date Inspected: 03/27/89

Building Number:
8uilding Name:

Buitding Type:

<)
06
FILTRATION
SEATTLE, WASHINGTON 98134
STK CELLAR

Inspector: MARK VOTH Year Constructed: 1933
' badabeddodododobododd 'AflEA NUMBER: 03 AREA DESCRIPTION: 1st Floor-Above Drop Ceiling AREA AVERAGE X ASBESTOS: 31X bt badirkdddd l
SANPLE . 1] UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL.
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 1D POT PL| COSTS COSTS CosTS
at air handling unit 00-356636 40X |pipe covering . OMA 10 ft. 4 in. 0.0. HPS/R 15 IV $89 $56 $145
st air handling unit 01-356637 35% |m]p on pipe covering OHA 4 4 in, 0.0, HPS/R 15 IV 112 $62 $174
: 01-356638 30X 15 1v
01-356639  20% 15 1Iv
[ AREA COMMENTS AREA # 03 TOTAL $201 $118 33194,.
The materials are in good condition with minor contact and water damage. The materfals are approximately 9!
‘to 11 from the floor. At a minimum, it is recommended that the materials be repaired and monitored. If
removal is planned, glove bag removal procedures are recommended. This appears to be a tow traffic area.
r swwwswwwwsw  AREA NUMBER: 04 AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: 25% bbb ]
’ SAMPLE’ . ot UNITS OF PIPE EXP REHOVAL ~ REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY HEASURE - Ip  POT PL| COSTS COSTS COSTS
north wall-near center 00-356652 40X |pipe covering OMA 10 ft. 6 in. 0.D. HPS/R 38 III $130 $81 $211
north well-near center 06-356653 20X |mjp on pipe covering OMA 1 6 in. 0.D. HPS/R 38 111 $39 $23 $82
: 06-356654  20% : 38 111 :
06-356655 20% 38 111
" AREA CWMENTS [ AREA # 04 TOTAL $169 $106 SZTSI
The materials are in fair condition with contact and water damage. The materials are up to 10* from the
floor. At a minimum, it is recommended that the materials be repaired and monitored. 1f removal is
planned, glove bag removal procedures are recommended. This appears to be o low traffic area.
| sunomc #os tora  s2,210 51,30 83,50

HALL-KIMBRELL ENVIRONMENTAL INC. Page . 15

06/09/89
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FIRST FLOOR

. : T A BRORG CRPY
SAMPLE IDENTIFICATION >
B e | mmmrs

NUUBER HELEMAN BREWING COMPANY -
o RAINIER BREWING COMPANY

DAV
w/sm : BULDING #5 FILTRATION
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. SECOND FLOOR

@_

B,
' R e |
BULK SAMPLE s - —
SAMPLE "\ IDENTIFICATION PROJECT NUMBER: 0980193E
COOE ~— &5 NUMBER ymm e o  HEILEMAN-BREWING COMPANY
: e po” RAINIER BREWING COMPANY
3/ BUILDING §6 FILTRATION _
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" H-K Building .« 07
_Project Number: 0980193E

pProject: G. HEILEMAN BREWERY “E"

pate Inspected: 03/27/89
Inspector: MARK VOTH

-

ASBESTOS ASSESw, ./ SURVEY

Buitlding Number:
Buf @dlm. Name:

Building Type:
Year Constructed:

s
07
STOCK CELLARS
SEATTLE, WASHINGTON 98134
COLD STRG
1935

f waswwwwwaws . AREA NUMBER: 01

AREA DESCRIPTION: 1st Floor-Cefling

AREA AVERAGE X ASBESTOS: 0X

R

O8N UNITS OF PIPE EXP

SAMPLE - REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUNBER  ASB |  MATERIAL DESCRIPTION CODE  QUANTITY MEASURE I POT PL| COSTS costs coSTS
northwest stairwell-throughout 01-356677  0X jdrop or lay-in panel OMG .100 sq.ft.
: . 01-356678 0%
01-356679 0%
[ AREA COMMENTS l AREA # 01 TOTAL 50 50 sq
[ " BUILDING # 07  TOTAL 0 0 ,so‘
HALL-KIMBRELL ' ENVIRONMENTAL INC. Page 16 06/09/89
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ASBESTOS ASSEx 1 SURVEY . S~
H-K Buildiny.... 08 . Buf lding Number: 08
Project Number: 0980193E Building Name: LABS/STORAGE .
Project: G. HEILEMAN BREWERY "Ev SEATTLE, UASHINGTOM
Date Inspected: 03/23/89 Building Type: LAB/STRG
Inspector: TIM SWARTZ ' Year Constructed: UNKN
[ AREA NUMBER: 01 AREA DESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 23X bbbkt el

" REMOVAL  REPLACEMENT  TOTAL

. ) SAHPLE OfM" UNITS OF PIPE EXP
LOCATION OF THE MATERIAL NUNBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE I0 POT PL| COSTS CasTS COSTS
southwest corner " 00-356526 6X |wrapped cardboard/paper pipe OMA 10 ft. 4 in. 0.D. DV 28 111 389 $56 - $14!
SW & west center area-near ceiling 00-356530 40X |pipe covering OMA 95 ft. 8 in. 0.D. HPS/R 28 11l $1,344 $960 2,30
SW & west center aresa-near ceiling 00-358530 40X |pipe covering. OMA 15 ft. 6 in. 0.0. HPS/R 28 111 $195 $122 231
SW & west'center ares-near ceiling 00-356530 - 40X |pipe covering ONA 130 fr. &4 in. 0.D. HPS/R 2B 111}  $1,160 $7e5 $1,88
east wall-above carbon dioxide tank 00-356530 40X [pipe covering OMA 22 fr. 4 in. 0.D. HPS/R 28 IlI $196 $123 31
north end of room 00-356530 40X |pipe covering OMA - 35 ft. 8 in. 0.D. HPS/R 28 III $495 $354 $849
north end of room 00-356530 40X |pipe covering OMA 70 ft. 4 fn. O.D. HPS/R 28 11l $624 39N $1,015
carbon dioxide tank-north center area 06-356523 2X |boiler/tank {nsulation OMB 1010 sq.ft. i 28 111 $28,533 $22,856 - $51,389
- 06-356524 0% : 28 111
. 06-356525 (29 . 28 111 '
southwest .corner 07-356527 50X (m]p on wrapped cardboard/paper OMA 3 4 in. 0.D. ow 28 111 $84 47 131
' 07-356528 50X ' ’ 28 111
. 07-358529 60X ) 28 111 :
east wall-above carbon dioxide tank 08-356531 0X |mjp on pipe covering QMA 34 in. 0.D. . HPS/R 28 111 $84 $47 $131
SW & west center area-near ceiling 08-356531 0X |mjp on pipe covering . OMA 4 4 in., 0.D. HPS/R 28 111 $112 62 $174
SW & west center area-near ceiling 08-356531 0% |mjp on pipe covering OMA 6 6 in. 0.D. HPS/R 2B 111 $232 $136 3368
| north end of room - 08-356531 0X Imjp on pipe covering OMA 14 4 in. 0.D. HPS/R 28 I $393 $219 $612
north end of room 08-356531 0X Imjp on pipe covering OMA 8 8 in. 0.0. HPS/R 28 111 $385 $226 $611.
SW & west center area-near ceiling 08-354531 0X |mjp on pipe covering OMA 2 8 in. 0.0. HPS/R 28 111 $96 $57 $153
' 08-356532  45% 28 111
: 08-356533 0x 28 111
SW & west center area-near ceiling 09-356534 40X [m]p on non-suspect pipe cover OHA 66 in. 0.D. o 28 111 $232 $136 $348
north end of room 09-356534 40X |mjp on non-suspect pipe cover OHA 4 4 in. 0.0. (7] 28 111 s112 . $62 “$174
north end of room 09-356534 40X |mjp on non-suspect pipe cover . OMA 8 6 in, 0.0. oW 28 11t $309 $182 $49
09-356535 0x 28 111 )
09-356536 0% 28 11 ’
[ AREA- cOuNENTS . | MEA #01 ToAL  s3,675 526,761 $61,434|
The materials are in good condition with {imited contact damage. The materials-are approximately 1' to 12!
from the floor. At a minimum, it is recommended that the materials be repaired and monitored. 1f removal
is planned, extensive gross removal procedures are.recommended, This appears to be a high traffic area.
wwwwwawswws  AREA NUMBER: 02 AREA DESCRIPTION: 2nd Floor AREA AVERAGE % ASBESTOS: 39% babuininininininbinind
' SAMPLE : O8N UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB HATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 - POT PL| cCOSTS COSTS CosTS
€ & lamp storage rooms-along west wall 00-356506 15X |wrapped cardboard/paper pfpe  ONA 40 ft. & in. 0.0. HPS/R 28 111 £357 $223 " $580
HALL-KIMBRELL ENVIRONMENTAL INC. Page 17 .
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ASBESTOS ASSESS. LT SURVEY .
H-K Building-~: 08 Buflding Number: 08
Project Number: 0980193 . _

_ Buitding Neme: LASS/STORAGE
Project: G. HEILEMAN BREWERY “gW

SEAYTLE, WASHINGTON
Date Inspected: 03/23/89

: o Building Type: LAB/STRG
" Inspector: VIM SWARTZ - . _ . Year Constructed: UNKN
NW area-SE from elevator-by coli;lm 00-~3546510 0% {wrapped énrdboard/paper pipe OHA 7 ft. 4 in. 0.0. OV .
northuest area-by elevator 00-356511 45X jpipe covering 26 ft. 4 in. 0.0, HPS/R 28 §I1 $232 $145 377
€ & lomp storage rooms-along west wall 02-356507 50X [m]p on urapped cardboard/paper OHA 4 4 {n. 0.D. HPS/R 28 111 $112 $82 $174
02-356508 40X 28 11 R
02-356509 50X . 28 111
northwest area-by elevator 03-356512 . 50X [mJp on pipe covering OMA , "4 & in. 0.0, RPS/R 2B 111 $112 $62 174
03-356513  50% - 28 111
' 03-356514 50X ‘28 111 E
[ AREA COMMENTS ‘ [ AREA # 02 " TOTAL s813 492 s1,sos]
The materials are in fair to good condition with contact and water damage. The mnteﬂals are approximately '
1' to 9 from the floor. At a minfmum, it is recommended that the materiats be repaired and monitored. If
removal is planned, glove bag removal procedures are recommended. This appears to be a high traffic area.
[ Raithieideiehilaied AREA NUMBER: 03 . AREA DESCRIPTION: 2nd Floor-Ceiling AREA AVERAGE X ASBESTOS: 46X hduinbbdsbelotietietnd
SAMPLE 0M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE . QUANTITY MEASURE = ID POT PL| COSTS COSTS - COSTS
orlentation room '01-356503 6% |sprayed acoustical plaster oD 420 sq.ft. 50 11 $4,561 so1 $5,4T2
01-354504 8% . . 50 11
01-356505 4% 50 11
f AREA COMMENTS J _ AREA # 03 TOTAL  $4,561 91 ss,mJ
The material is in good condition with no apparent contact or water damage. The materiat is approximately
9t from the floor. At a minimum, {t is recommended that the material be encapsulated and monitored. 1€’
removal is planned, gross removat procedures are recommended. This appears to be a high traffic area.
' r wewnawwwesw  AREA NUMBER: 04 * AREA DESCRIPTION: 3rd Floor AREA AVERAGE % ASBESTOS: 41% bbbt
SAMPLE o oM UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
~ LOCATION' OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS COsSTS COSTS
center concrete column-at north end '00-356515 0% wrapped cardboard/paper pipe  OMA 4 ft. 4 in. 0.D. DV . ’ :
north area-near cefling ©|. 00-356516 55X |pipe covering OMA 60 ft. & {n. 0.0. HPS/R 26 111 .$535 $335 $870
north centrat storage room : 00-356516 55% |pipe covering OMA 12 ft. 4 in. 0.D0. HPS/R 26 111 $107 $467 174
_west side-near cefling 00-356516  55% pipe covering OHA 205 ft. & in. 0.D: HPS/R 26 Iil $1,829 $1,144 $2,973
west side-near cejling 04-356517  50% Imjp on plpe covering OMA 27 4 in. 0.0. HPS/R 26 11 758 $421 $1,19
north central storage room 04-356517  50% |mjp on pipe covering OMA 54 in, 0.0, HPS/R 26 111 $140 $78 s218
north area-near ceiting - 04-356517 50X ImJp on pipe covering T OMA 20 4 in. 0.0. HPS/R 26 111 - $562 $312 $874
L o 04-356518 55X 26 111 )
.04-358519  S0% ’ ’ 26 111
HALL-K1MBRELL ENVIRONMENTAL INC. Page 18 '06/09/89
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) ' . ASBESTOS ASSEL&y.} SURVEY o *%—.j//)
H-K Building.._...08 .

Building Number: 08
Project Number: 0980193 Building Name: LABS/STORAGE
Project: G. HEILEMAN BREUWERY “EM SEATTLE, WASHINGTOM
Date Inspected: 03/23/89 ' Building Type: LAB/STRG
Inspector: TIM SWARTZ Year Constructed: UNKN ~

€ center & southeast areas-near ceiling 05-356520 30X [mjp on non-suspect ipipe cover Ty 16 4 in. 0.D. HPS/R 26 111 $449 $250 $699
north area-near cefling ) ) 05-356520 " 30X |mjp on non-suspect pipe cover OMA 12 4 in. 0.0, HPS/R 26 111 $337 $187 $524
05-356521 20% 26 111
' 05-356522 30X . 26 111
[ AREA COMMENTS AREA # 04 TOTAL ®,TI7 $2,79% sr,snl
The materials are in fair -to good condition with minor contact and water damage., The materials are
spproximately 1' to 8' from the floor. At a minimum, it is recommended that the materials be repaired and
monitored. I1f removal {s planned, extensive gross removal procedures are recommended. This appears to be a
high traffic ares. . ' v
wwwwwuswssn  AREA NUMBER: 05 . AREA DESCRIPTION: 4th Floor ' AREA AVERAGE X ASBESTOS: 31X | w——— J
SAMPLE O&N | UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER- ASB MATERIAL DESCRIPTVION CODE  QUANTITY MEASURE ID POT PL] COSTS CoSTS . COSTS
lounge in SE area-at N end-by AHU '00-356537  40% |pipe covering OHA 38 ft. 4 in. 0.D. HPS/R 27 111 $339 $212 . .$551
€ office-janitor's closet-E center srea 00-356537 40X |pipe covering OMA 10 ft. 4 {n. 0.D. HPS/R 27 111} $89 856 $145
E office-janitor's closet-E center area 10-356538 20X [m]p on non-suspect pipe cover OMA 14 in. 0,0. KPS/R 27 111 '$28 $16 $4b
: 10-356539 25X . 27 111 . -
10-356540 20% 27 11 .
tounge in SE area-at N end-by AHU 11-356541 50X |mjp on pipe covering OMA 12 4 in. 0.D. HPS/R 27 111 $337 $187 $524
] : 11-356542 20X : : 27 111 :
11-356543  30% : . . 27 11
[ AREA COMMENTS ] [mu 05 TOTAL 5793 «%T s1.2u]
The materials are in good condition with minor contact and water damage. The materials are approximately 1° 4
to 8' from the floor. At a minimum, it is recommended that the materiale be repaired and monitored. .1f
removal is planned, glove bag removal procedures are recommended. This appears to be a low traffic area.
seswwanawss  AREA NUMBER: 06 - AREA DESCRIPTION: 4th Floor-Ceilings ' AREA AVERAGE X ASBESTOS: 0% haniaiainiriniabobbin
' ‘ SAMPLE : O2M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER .ASB MATERIAL DESCRIPTION © CODE  QUANTITY MEASURE ID POT PL| COSTS COsTS COSTS
assistant brewmaster's office & entrance 12-356544 0X |drop or tay-in panel - OMG 150 sq.ft. .
brewmaster's office 12-356544  0X |drop or lay-in panel MG 400 sq.ft.
exercise room in south center area 12-356544 0% |drop or lay-in panel OMG 200 sq.ft.
: . 12-356545 0% |
) . 12-356546 0%
taboratories on west side . . 13-356547  0X [drop or lay-in panel OHG 1300 sq.ft.
o 13-356548 0% . ‘ ‘
HALL-KIHBRELL ENVIRORMENTAL INC. page 19 ' ' 06/09/89
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H-K .Buildiny «» 08
Project Number: 0980193E
Project: G. HEILEMAN BREWERY “E"
Date Inspected: 03/23/89
Inspector: TIM SWARTZ

13-356549

73

.

. \ .
ASBESTDS ASSES. -/ SURVEY

8uflding Nutber: 08

\.—-‘]

N

Building Neme: LABS/STORAGE

SEATTLE, WASHINGTON

suilding Type: LAB/STRG
Year Constructed: UNKN

lounge in southeast area 164-356550  OX facoustical tile OHG 200 sq.ft.
: 14-356551  OX
, ' 14-356552 0%
E ofc area-all rooms except brewmaster's -15-356553  0X |acoustical tile ONG 2700 sq.ft.
i i 15-356554 0% )
15-356555 0X
[ AREA COMMENTS 1 AREA # 06 TOTAL $0 ‘50 $0
wewwawwwwws  AREA NUMBER: 07 AREA DESCRIPTION: 4th Floor-Above Drop Cellings ARER AVERAGE X ASBESTOS: OX bbbl
.SAMPLE . OZN UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOVAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE 'QUANTITY HMEASURE ID POT PL{ COSTS COSTS | CosTS .
assistant brewmaster’s office & entrance 14-356550  0X Jacoustical tile OMG 230 sq.ft. '
excercise room in south center ares 14-356550  0X |acoustical tile OMG 200 sq.ft. ™
: . 14-356551 0% | -
14-356552 0xX
[ Area coments | sen # 07 ToaL 0 50 . 0

HALL~KIMBRELL ENVIRONMENTAL INC.

Page 20

[ BUILDING # 08  TOTAL

$45,559 - $31,429  $76,988

06/09/89
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H-K Buildiny,_, .-

/
ASBESTOS ASSEL ) SURVEY

v

09 Building Number:
Project Number: 0980193E Building Name: ENGINE HOUSE
. Project: G. HEILEMAN BREWERY “E® SEATTLE, WASHINGTON
Date Inspected: 03/22/89 guitding Type: MECHANICAL
Inspector: TIM SWARTZ Year Constructed: 1933 .
hdadadadadedododoioind AREA NUMBER: 01 AREA DESCRIPTION: Ground Floor AREA AVERAGE X ASBESTOS: 7X btk okt ookl
SAMPLE . (14} UNITS OF PIPE EXP REMOVAL  REPLACEMENT TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY ' MEASURE ID POT PL} COSTS cosTs COSTS
above compressor M8 01-356262 0X {mjp on non-suspect pipe cover OMA 2 8 {n. 0.0, RS/R 27 111 $96 $57 $153
above compressor #8 01-356262 0X [mjp on non-suspect pipe cover OMA 2 16 in. 0.D. RS/R 27 11l $173 s $284
above compressor #3 01-356262 0X |mjp on non-suspect pipe cover OMA 1 10 in. 0.0, RS/R 27 111 $63 39 $102
above compressor #3 01-356262 0X Imjp on non-suspect pipe cover OMA 2 12 {n. 0.D. RS/R 27 111 $152 $95 $247
sbove compressor #2 01-356262  0X |m]p on non-suspect pipe cover OMA 1 10 in. 0.D. RS/R 27 111 . $63 39 $102
above compressor #2 01-356262 0X jmjp on non-suspect pipe cover OMA 2+12 {n. 0.0. RS/R 27 111 $152 395 $247
above compressor ¥& 01-356262 0X [mjp on non-suspect pipe cover OMA 2:8-in. 0.D. RS/R 27 111 $96 $57 $153|
above compressor #6 01-356262 0X |mjp on non-suspect pipe cover OMA 2.14 in. 0.D. RS/R 27 111 173 $111 $284
above compressor #5 -01-356262 0X |mjp on non-suspect pipe cover OMA 2.8 in. 0.D. RS/R 27 1IN 396 $57 $153
above compressor #¥5 01-356262 0X {mjp on non-suspect pipe cover OMA 4+12 in. 0.0. RS/R 27 1 $303 $190 $493
above compressor #4 01-356262 0X |mjp on non-suspect pipe cover OMA © 2.8 in. 0.D. RS/R 27 111 $96 $57 $153
above compressor #4 01-356262 0X |mjp on non-suspect pipe cover OMA 4.12 in. 0.D. RS/R 27 111 $303 $190 $493
above compressor-in southwest corner 01-356262 0X |m}p on non-suspect pipe cover OMA 2-10 in. 0.D. RS/R 27 111 $125 78 3203
sbove compressor-in southwest corner 01-356262 0X imjp on non-suspect pipe cover OMA 2°12 in. 0.0. RS/R 27111 $152 95 $247
above compressor-in southwest corner 01-356262 - 0X {m]p on non-suspect pipe cover ONA 2714 in. 0.0. RS/R 27 111 E3pa ) $111 $284
above compressor-in southwest corner 01-356262 0X [mjp on non-suspect pipe cover OMA 2416 in. 0.D. RS/R 27 I $204 $151 $355
01-356263 0X . Co 27 111 :
01-356264  20% 27 111
r AREA COMMENTS ] F AREA # 01 TOTAL  $2,420  $1,533 33,953]
The materfal is in good condition. with minor contact and water damage. The material is approximately 4! to
- 16* from the floor. At a minimum, it is recommended that the material be repaired and monitored. If
removal is planned, glove bag removal procedures are recommended. This appears to be a high traffic area.
l Mk e e AREA NUMBER: 02 AREA DESCRIPTION: Ground Fl-Mezzanine Level-Pipe Tunnel AREA AVERAGE X ASBESTOS: 60% wihddraw ik
SAMPLE O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER AS8 MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| cCOSTS COSTS CosTS
south end of tunnel-in east wall 00-356265 80X |pipe covering OMA 50 ft. & in. 0.D. HPS/R 39 111 $446 3279 75
south end of tunnel-in east wall 02-356266 50X Imjp on pipe covering OHA 104 in. 0.D.  HPS/R 39 111 $281 $156 437
02-356267 502 39 111
02-356268  60% 39 111
HALL-XIMBRELL ENVIRONMENTAL INC. pngg' 2t 06/09/89
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H-K Bufldin, 09

ASBESTOS ASSE{ | SURVEY

8uilding Number: 09
Project NumbefF: 0980193E Building Name: ENGINE HOUSE )
Project: G. HEILEMAN BREWERY “E" SEATTLE, UASHINGTON
Date Inspected: 03/22/89 Building Type: HECHANICAL
Inspector: YIM SWARTZ Year Constructed: 1933 -
T - 1 - A |
l AREA COMMENTS _] _ { AREA # 02 TOTAL s727 435 1,16
The materials are in fair to poor condition with contact and water damage. The materials are approximately
2' to 8' from the floor. At a minimum, it i{s recommended that the materials be repaired and monitored, If
removal is planned, glove beg removel procedures are recommended. This appesrs to be a low traffic area. .
| wwwwwwwwwss  AREA NUMBER: 03 AREA DESCRIPTION: Ground Floor-Ceilings AREA AVERAGE X ASBESTOS: 0X i
.o . SAMPLE 0&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCAYION -OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS: CosTsS COSTS
mexzzanine tevel-break room 03-356269 0X |drop.or lay-in panel OMG 320 sq.ft.
mezzanine level-restroom 03-356269  0X {drop or lay-in panel . ONG 160 sq.ft.
03-356270 . OX% .
. . 03-356271 0x .
storage room-at north end 04-356272 0X |acoustical tile OMG 450 sq.ft.
i 04-356273 0%
04-356274 ox
| AREA COMMENTS ] [AREA # 03 TOTAL 0 0 - %
[ wawawwawwww  AREA NUMBER: 04 AREA DESCRIPTION: Ground Floor-Attic AREA AVERAGE X ASBESTOS: 60X bt ekt
i ) ' " SAMPLE OkM UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPYION CODE  QUANTITY MEASURE - ID POT PL}|- COSTS COSTS COSTS
above storage room-at north end 05-356275  S0% m]p on non-suspect pipe cover OMA 2 6 in. 0.0, CON 30 11 77 $45 s12
: 05-356276 80% 30 111
i 05-356277 50% 30 111
f AREA COMMENTS ] [AREA # 04 TOTAL ST $45 $12
The material is in good condition With no ‘damage apparent. The material {s approximately 2' from the ftoor.
The space is confined and the only access is a small panel in the ceiling, -At a minimum, it is recommended
that the material be maintained and monitored. If removal {s planned, glove bag removal procedures are
recommended. This appears to be a low traffic area.
MALL'KIHBRELL EMVIRONMENTAL INC. Page 22 06709/89
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. ‘ ASBESTOS ASSE } SURVEY : :
H-K Buildin. .09 N ' Building Nutber: 09 e
Project Number: 0980193E : - Building Name: ENGINE HOUSE
Project: G. HEILEMAN BREUERY WE® ’ . SEATTLE, UASHIRGTON
Date Inspected: 03/22/89 . Building Type: MECHANICAL -
! Inspector: TIM SWARTZ : Year Constructed: 1933
‘ [ bbb badoiddodbdd AREA NUMBER: 05 AREA DESCRIPTION: Ground Floor-Attic AREA AVERAGE X ASBESTOS: 60X "’""""'f'" J
. SAMPLE 03 URITS OF PIPE EXP. REMOVAL  REPLACEMENT TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS COSTS CosTs
above storage room-{n northwest corner 12-356500 60X |debris : OHF . S sq.ft. . 131 $100 $0 $100
: : : 12-356501  60% 131
i 12-356502 60X : 1131
‘; .
| l AREA COMMENTS l : AREA # 05 TOTAL $100 50 suﬁ]-
The debris is from magnesia pipe covering. [t is recommended that the debris be removed using gross removat
procedures. ) ' .
r b A bbb AREA NUMBER: 06 AREA DESCRIPTION: 2nd Floor : AREA AVERAGE X ASBESTOS: 24X . m.a'wt ]
. SAMPLE OM UNITS OF ‘PIPE EXP REKOVAL REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL - NUMBER ASB HMATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS COSTS COSTS
against south wall . 00-356210 30X |pipe covering OMA 85 ft. 4 in. 0.0. DW 24 111 $758 - $4T4 $1,232
against south wall-by door o 00-356278 20X |wrapped cardboard/paper pipe  OMA 6 ft. 4 in. 0.D. OV 2 11 $54 - $33 87|
mezzenine level-on central platform 00-356282 30X |pipe covering OMA 20 ft, 6 in. O.D, HPS/R 24 III $260 $162 $422
mezzanine level-along west & south walls 00-356282 30X |pipe covering OMA 15 ft. 4 {n. 0.0. HPS/R 24 111 $134 $84 $218
against south.wall 00-356282 30X |pipe covering OMA 42 ft. 4 in. 0.D. HPS/R 24 III 3375 $234 - . $609
mezzanine level-on central platform 00-356282 30X {pipe covering OMA 28 ft, & in. 0.D. HPS/R 24 111 $250 $156 $406
| mexzanine level-on central platform 00-356282 30X lpipe covering OMA 50 ft, 10 in. 0.0 HPS/R 24 11 $944 $699 $1,643
| mezzanine level-on central platform . 00-356282 30X jpipe covering OMA 24 ft. 8 in. 0.D. HPS/R 24 111 $340 $243 3583
mezzanine level-along west & south walls 00-356282 30X |pipe covering OMA 32 ft. 8 in, 0.D. HPS/R 24 111 3433 $324 L2444
mezzanine level-along west & south walls 00-356282 30X |pipe covering OMA 105 ft. 10 in. 0.D HPS/R 24 111 $1,981 $1,467 $3,448
mezzanine level-W of central platform " 00-356298 0X {pipe covering OMA 80 ft. 4 in. 0.D. COM ’
against south wall 06-356279 20X Imjp on pipe covering OMA 32 4 in. 0.0, v 26 111 $899 $500 . 31,399
S ) 06-356280 15X , 2% 1r : :
06-356281  10% 24 111
mezzenine level-along west & south walls 07-356283 40X {mjp on pipe covering OMA 4 4 in. 0.0, HPS/R 24 111 $112 $62 $174
mezzanine level-on central platform 07-356283 40X |mjp on pipe covering OMA 6 6 in. 0.D. HPS/R 24 111 $232 $136 3368
mezzanine level-along west & south walls 07-356283  40% |mjp on pipe covering OHA 10 10 in. 0.D.  HPS/R 24 111 $626 3N $1,017
mezzanine level-along west & south walls 07-356283 40X {mjp on pipe covering OMA 8 8 in. 0.D. HPS/R 26 111} $385 $226 611
mezzanine tevel-on central platform 07-356283 40X |mjp on pipe covering OMA 10 10 in. 0.D. . HPS/R 24 11l $626 391 $1,017] .
mezzanine level-on central platform 07-356283  40% |mjp on pipe covering OMA 10 8 in. 0.0. HPS/R 24 111 $481 $283 . ST64
mezzanine level-on central platform 07-356283 40X |mjp on pipe covering OMA 20 4 in. 0.D. HPS/R 24 111 $562 $312 $874
against south watl _ 07-356283  40% imjp on pipe covering OMA 34 in. 0.0, HPS/R 26 111 $84 $47 $13
. 07-356284 0% . 2% 11
. 07-356285  30% .. L . 24 111
southwest area ) 08-356286 10X |mjp on non-suspect pipe cover OMA 3 4 in. 0.0, RS/R 24 111 $84 %7 SN
HALL-KIMBRELL ENVIRONMENTAL INC. Page 23 : 06/09/89
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H-K Buildiny, - 09
Project Number: 0980193 .
Project: G. HEILEMAN BREWERY “EY
Date Inspected: 03/22/89
Inspector: TIM SWARTZ

-

ASBESTOS ASSE ) SURVEY

e

Building Type:
Year Constructed:

' Bullding Number: 09
gultlding Name:

.\.
!
et S

ENGINE HOUSE
SEATTLE, WASHRINGTON

HECHANICAL
1933

" mezzanine level-northwest corner-W tank 08-356286 10X [mjp on non-suspect pipe cover OMA 8 10 in. 0.D. RS/R 24 111 $501 $313 [}
mezzanine level-northwest corner-W tank 08-356286 10X {mjp on non-suspect pipe cover ONA 10 8 in. 0.0. RS/R 24 111 $481 $283 $l
southwest area . 08-356286 10X |mjp on non-suspect pipe cover OMA 8 10 in. 0.D. RS/R 24 111 $501 $313 2
mezzanine level-northwest corner-W tank 08-356286 10X [m]Jp en non-suspect pipe cover ONA 18 12 in. 0.0, RS/R "~ 24 111 $1,365 $353 $2,2

: 08-356287 10X : 2 111
08-356288 10%° . 2 11
mezzanine level-northwest corner-W tank 09-356289 S0X {boiler/tank insulation OB 200 sq.ft. .26 111 $5,650 $4,526 $10,1
09-356290  50% 26 111
09-356291  50% 26 111
"mezzanine level-NW corner-refri tank-top 10-356295  70% |bofler/tank insulation OMB 4 sq.ft. 24 111 $113 9 $2
10-356296 70% | ' 24 111
10-356297 70X . 24 11 ’
mezzanine level-W of central platform 11-356211 20X Imjp on pipe covering OHA 23 4 in. 0.D. CoN 26 111 $646 $359 $1,0 .
11-356212 0% : . 24 111 '
11-356299  20% 26 111
 AREA COMMENTS | [mer w06 ro  sise0r sz st
The materials are in good condition with minor contact and water damage. The materials are approximately 1¢
to 16' from the floor. At a minimum, it is recommended that the materials be repaired and monftored. 1If
removel {s planned, extensive gross removal procedures are recommended. This appears. to be high traffic
area. . ’ . .
‘ BUILDING # 09 TOTAL  $22,221 15,022  $37,2
HALL-XKIMBRELL ENVIRONMENTAL INC. Page 24 06/”/89
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STORAGE
ROOM

(P

==

PIPE
N TUNNEL
LOCKER \ wstl
ROOM |\ REST - BREAK
ROOM -

GROUND FLOOR

©®

— EALLIDORA), eenced ez + G_HOLEAAN BREWNG COMPARY

" BuK SAMPLE ASBESHIS ASSESSUENT SURVEY
sawpte ~__ {E8BN™\ ipentiFication A o S PROJECT NUMBER: 09B0193E
CODE NUMBER sodhasts HEILEMAN BREWING COMPANY
: 13 5] 1Ty RAINIER BREWVING COMPANY
03289 BUILDING #9
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MEZZANINE
LEVEL

N -1 STEEL PLATFORM

T 177

SECOND FLOOR

>

SAWPLE @*—\ SAMPLE o v DO St - SEEHS ‘
~ IDENTIFICATION - LT, KIS PROJECT NUMBER: 0980193€ -
CODE ' NUMBER = HEILEMAN BREWING COMPANY
: OARE: ose RAINIER BREWING COMPANY.
03/26/8% » :
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ASBESTOS ASSE ) SURVEY : g

H-X Buitdi, _ 10 - Building Number: 10/VNNYB ./
Project Number: 0980193E . : Building Name: SHOP/STORAGE & RECEIVING
Project: G. HEILEMAN BREWERY "E" : : . SEATTLE, UASHINGTON 98134
Date Inspected: 03/29/89 ’ Building Type: SHOPS
Inspector: TIM SWARTZ : ' ’ Year Constructed: 1933
Whwkdhhihae AREA' NUMBER: 01 AREA DESCRIPTION: Ground Level-Part 11 AREA AVERAGE X ASBESTOS: 33X ) Dabedudndednded bbbl
. . SAMPLE - X (03] UNITS OF PIPE EXP REMOVAL  REPLACEMENY  TOTAL
LOCATION OF THE MATERIAL NUMBER AS8 MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS CosTS COSTS
SW & central areas-south wall-at ceiling 00-356607 60X |pipe covering OMA 40 ft. 6 in. 0.D. HPS/R 26 111 $519 324 $843
SsW & central areas-south wall-at ceiling 00-356607 60X |pipe covering OMA 30 ft. 8 in. 0.D. HPS/R 26 111 $424 $303 727
SW & central areas-south wall-at ceiling 00-356607 60X |pipe covering OMA 90 ft. 4 in. 0.D. KPS/R 26 11! $803 $502 $1,305
south wall & éenter of room-near ceiling 00-356684 10X |wrapped cardboard/paper pipe  OMA 50 ft. 6 in. 0.D. DW 26 111 $649 $405 $1,054
east center area-at cefling 00-356684 10X |wrapped cerdboard/paper pipe  OMA 50 ft. 4 in. 0.0. DU 26 111 $446 $279 725
south watl & center of room-near cefling 00-356684 10X |wrapped cardboard/paper pipe OMA 5 ft. 4 in. 0.D. DV 26 111 $45 $28 $73
SW & central areas-south wall-at celling 01-356681 30X |m]p on pipe covering OMA - 12 4 in. 0.D. HPS/R 26 111 $337 - 8187 $524
SW & central areas-south wall-at ceiling 01-356681 30X {mjp on pipe covering - OMA 6 8 in. 0.0. HPS/R 26 111 3289 $170 $459
sW & central areas-south wall-at ceiling 01-356681 30X |m]p on pipe covering OMA .8 6 in. 0.0, RPS/R 26 111 $309 $182 $491
: 01-356682  35% . 26 111 .
. 01-356683 40X 26 111 .
east center ares-at ceiling - 02-356685 45X |mjp on wrapped cardboard/paper OMA 6 4 {n. 0.0. Dy 26 111 $169 $94 $263
south watl & center of room-near ceiling 02-356685 45X |mjp on wrapped cardboard/paper OMA 3 6 in. 0.D. pu 26 111 $116 $68 $184
south wall & center of room-near ceiling 02-356685 45X |mjp on wrapped cardboard/paper OMA 14 in. 0.D. 1] 26 111 $28 $16 T ské
) ’ ‘ 02-356686  45% . 26 111 . ' :
, : 02-356687 45X - 26 1
against east wall : 03-356688 10X [mjp on non-suspect pipe cover OHA 4 8 in. 0,0. RS/R 26 111 $193 $113 $306
03-356689 10X . 26 111
. ’ 03-356690 10X 26 111 .
west. area-near ceiling 07-356702 30X |m]p on non-suspect pipe cover OMA 4 6 in. 0.D. VY] 26 111 $155 91 $246
07-356703  30% : 26 111 B
07-356704 35% : ’ 26.111 S
against south wall-above door 09-356708 30% |mjp on non-suspect pipe cover OMA .2 8 in. 0.D. HPS/R 26 111 $96 $57 $153
09-356709  50% 26 1 :
09-356710  20% : 26111
l AREA COMMENTS |- AREA # 01 TOTAL  $4,578 32,819 sr._sw]

The materials sre in fair condition with localized contact and water damage. The materials are
spproximately 4* to 19' from the floor. At a minimum, ft is recommended that the materfals be repalred and

monitored. If removal is planned, extensive gross removal procedures are recomended. This appears to be s
high traffic area.

hakbabdobdobodied ] AREA NUMBER: 02 AREA DESCRIPTION: Ground Level-Part 11 AREA AVERAGE X ASBESTOS: 4X huinieiindaiebelaluieinded
: : SAMPLE . - 08M . - UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE NAT;RIAL NUMBER AS8 MATERIAL DESCRIPTION CODE  QUANTITY  NEASURE 10 POT PL| COSTS ‘COSTS CoSTS
southenst erea-above catwalk" 08-356705 3% |pipe covering OMA 25 fr. 12 in. O.D'RS/R 25 1L - $551 $423 974
HALL-KIMBRELL ENVIRONMENTAL INC. - . Page 06/09/89
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: . ASBESTOS ASSE . SURVEY .
H-K Buildin, _, . 10 o
Project Nuiber. 0980193E

. Project: G. HEILEMAN BREUERY Ngw

Date Inspected: 03/29/89

Building Nunber:
Building Name:

g

A

s 1
A0/ ==
SHOP/STORAGE & RECEIVING

SEATTLE, UASHINGTON 98134

i i %? -ﬂ//g Building Type: SHOPS
Inspector: TIH SWARTZ / Year Constructed: 1933
08-356706 10X ’ 25 111 ;
08-356707 0x - 25 111 l
l AREA COMMENTS T ruu #02 TOTAL $551 ©%z3 o7
The material is in good condition with minor contact damage. The materlal {s approximately 3' to 16' from
the floor. At a minimum, it is recommended that the material -be repaired and monftored. If removal is’
planned, glove bag removel procedures are recommended. This appears to be a high traffic area..
r . wawwwewawss  AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor-Parts 10 & 11 AREA AVERAGE. X ASBESTOS: 30X rarareweaenee
SAMPLE O8N UNITS OF PIPE EXP RENMOVAL  REPLACEMENT . TOTAL
LOCATION OF THE MATERIAL HUMBER AS8 MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL} COSTS ™ COSTS 0051"5
part 11-locker rm-N wall & center of rm 00-356691 30X {pipe covering ONA 8 ft. 4 in. 0.0, HPS/R 27 11 71 $45 $116
part 11-locker rm-N wall & center of rm 00-356691 30X {pipe covering OMA “1 ft. 8 in. 0.D. HPS/R 27 111 $14 $10 . %2
part t1-locker rm-N wall & center of rm 00-356691 30X [pipe covering OMA 40 ft. 10 in, 0.0 HPS/R 27 II1 $755 $559 $1,314
part 11-€ side janitor's ofc-S rm-E wall 00-356691 30X |pipe covering OMA *6 ft. 4 in. 0.D. HPS/R 27 111 $54 $33 - 887
part 10-break rm-N wall-next to AHU 00-356691 30X |pipe covering-- OMA 1 ft. 4 in. 0.D. HPS/R 27 11} $9 $6 $15
part 11-locker room-SW area of room 00-356691 30X [pipe covering OHA <28 ft, 4 in. 0.D. HPS/R 27 111 $250 $156 $406
part 11-locker rm-N wall & center of rm 04-356692 10X |mjp on pipe covering OMA *3 10 {n. 0.D. HPS/R 27 111 $188 $117 $305!
part 10-break rm-N. wall-next to AHU 04-356692 10X |mjp on pipe covering <« OMA 14 in. 0.0, HPS/R 27 111 $28 - %16 L4
part 11-locker room-SW area of room 04-356692 10X |mjp on pipe covering OMA " «10 4 in, 0.D. HPS/R 27 111 $281 $156 $437
part 11-locker rm-N wall & center of rm 04-356692 10X imjp on pipe covering OMA +6 4 in. 0.D. HPS/R 27 111 $169 $94 $243
: 04-356693 15X . 27 111 i
04-356494  70% 27 i |
r AREA COMMENTS [ AREA ¥ 03 TOTAL  $1,819  s1,192  $3,01
The materfals are in nood. condition with minor contact and water damage. - The materials are approximately 1' .
to 10* from the floor. At a minimum, it {s recommended that the materials be repaired and monitored. If .
removal is plapned, glove bag removal procedures are recommended. This appears to be a high traffic area.
[ swkwwawsws  AREA NUNBER: 04 AREA DESCRIPTION: 3rd Floo("Part Jp-8lue Rm-Storage Area AREA AVERAGE X ASBESTOS: 35X e
SAMPLE O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ,.ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 1D POT PL| COSTS COSTS COSTS
north & west walls 00-356695 30X lpipe covering . OMA 11 ft. 4 in. 0.0, HPS/R 26 111 $98 361 $159
north & west walls . 00-356695 30X |pipe covering OMA 32 ft. 12 in. 0.D HPS/R 26 111 3705 $542 31,247
| north & west areas-at ceiling - 00-356695  30% |pipe covering OMA 55 ft. 4 in. 0.0. HPS/R 26 111 491 $307 $798
north & west walls 05-356696 40X mjp on pipe covering OMA 2 12 in. 0.D. HPS/R 26 111 $152 $95 $247
) nprth & west walls . .05-356696 40X |mjp on pipe covering ONA 1 4 in. 0.D. HPS/R 26 111 $28 $16 $44
north & west areas-at ceiling 05-356696 40X |mjp on pipe covering OMA 14 4 in. 0O.D. HPS/R 26 m $393 ' $219 $612
HALL-KIMBRELL ENVIRONMENTAL INC. Page 26 06/09/89

RCLLC 0001997




H-K Buildir 10

Project Numbser? 0980193E :

K Project: G. HEILEMAN BREWERY “EY
- Date lnspected: 03/29/89

Inspector: TIM SWARTZ

ASBESTOS ASSE i SURVEY

sullding Number: 10/11/12/23 .\,/i
Buitding Name: SHOP/STORAGE L IVING

Building Type:

SEATTLE, WASHINGTOM 98134
SHOPS

Year Constructed: 1933

05-356697 35X

26 111
05-356698  70% 26 111
[. AREA _COMMENTS AREA ¥ 04 TOTAL $1,867 31,260 33,101
The materials nré in fair to good condition with localized contact damage. The materials are approximately
4% to 10' from the floor. At 8 minimum, it is recommended that the materfals be repaired and monitored. If
removal is planned, extensive gross removal. procedures are recommended. This apgears to be a low traffic
area. L
l , wewwwwwwwiw  AREA NUMBER: 05 AREA DESCRIPTION: 3rd Floor-Part (Q-cel_thg/ AREA AVERAGE X ASBESTOS: . 0% b
- SAMPLE O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS COSTS COSTS
old safety office 06-356699 - 0X |acoustical tile OMG 200 sq.ft.
06-356700 ox ' . ;
06-356701 0%
rAhEA COMMENTS ] [ AREA # 05 TOTAL 50 " s0 s
[ heabaddodadolodododed AREA NUMBER: 06 AREA DESCRIPT‘ION: Ground Level-Part 12 , AREA AVERAGE X ASBESTOS: 3% haladeiakeininioiebeinieid
SAMPLE . O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL .
LOCATION OF THE MATERIAL NlIJHBER ASB MATERIAL DESCRIPTION CODE  QUANTITY HEASURE Ib POT PL| COSTS COSTS CosSTS
shop area-N of staircase-above ceiting 00-356659 10X wrapped cardboard/peper pipe  OMA 57 ft. 4 in. 0.0, DV 25 111 $508 $318 $82
shop area-N of staircase-above ceiling 02-356685 45X Im]p on wrapped cardboard/paper OMA 5 4 .in. 0.0, DV 2 1 $140 $78 s21
. : 02-356685  45% . &1
. ) 02-356687  45% 25 111
shop area-N of staircase-E center area 11-356663  0X |mjp on non-suspect pipe cover OMA 24 in. 0.D. HPS/R -
11-356664 0%
11-356665 0%
shop area-N of staircase-SW corner 13-356670 30X imjp on non-suspect pipe cover OMA 36 in. 0.0, ] 25 11 $116 $68 s18
- 13-356671  30% . . ' 25 11
13-356672  50% 25 111
HALL-KIMBRELL EMVIRONMENTAL INC. Page 27 06/09/869
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H-X Building, O
Project Number=-0980193E
N Project: G. HEILEMAN BREWERY “EM
Date Inspected: 03/29/89
Inspector: TIM SWARTZ

" ASBESTOS ASSEY’

N
—

" SURVEY

Building Number: 10/11/12/23
Building Name: SHOP/STORAGE &\:JJVHIG

Building. Wpe:

SEATTLE, VASHINGTON 98134
SHOPS ’

Year Constructed: 1933

T

$764

31.22;' |

F AREA COMMENTS [ AREA # 06 TOTAL $464
The materfals sre in good condition with minor contact and water damage. * The materials are approximately 4! '
to 18’ from the floor. At a minimum, it is recommended that the materials be repaired and monitored. 1f
removal is planned, glove bag removal procedures are reconmended. This appears to be & high traffic area.
NOTE: The mudded joint packings on wrapped cardboard domestic water tines were inaccessible, so the sample
numbers have been referenced from the same type of material on domestic water lines that were sampled in
.buildings 10 and 11.
( bbb bbb bt AREA NUMBER: 07 AREA DESCRIPTION: Ground Level-Part 12-Ceiling AREA AVERAGE X ASBESTOS: 0X hainuioteiniindedniaindl
SAMPLE ) . . . oM UNITS OF PIPE EXP REMOVAL  REPLACEMERY  TOTAL
LOCATION OF THE HATERIAL_ NUMBER ASB HMATERIAL DESCRIPTION CODE  QUANTITY HMEASURE 10 POT PL{ COSTS COSTS COSTS
shop area-north of staircase 10-356656 0X |drop or lay-in panel ONG 650 sq.ft.
| . ' © 10-356657 171
{ ‘IO-35§658 [
|- aea comsents AREA # 07 TOTAL $0 Y
, weswswwwaws  AREA NUMBER: 08 AREA DESCRIPTION: Ground Floor-Stairwel(-Part 23 AREA AVERAGE X ASBESTOS: 56X Wikt l
SAMPLE . .. O&M UNITS OF .  PIPE EXP REHOVAL  REPLACEMENY  TOTAL
ITOCAHOM OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE OUANTITY HEASURE 10 POT PL] COSTS COSTS COSTS
landing between 1st & an. floors-W end 00-356666 70% |pipe covering OMA 24 ft. 4 in. 0.D. HWPS/R 42 11 $214 $134 $348
landing between 1st & 2nd floors-W end 12-356667 60X |mjp on pipe covering OMA 26 4 in. 0.D. HPS/R 42 11 $674 375 $1,049
: 12-356668 60X 42 11 :
) 12-356669  &0% 42 11 : .
landing between 1st & 2nd floors-W end 13-356670 30X |mjp on non-suspect pipe cover OMA 2 6 in. 0.0, 1] 21 7 $45 $122
13-356671 30X 4211
13-356672  50% L4211
|~ aea comments . | aer # 08 vora 965 ssse 51,509
The materials’are in fair condition with localized contact and water damage. The materials aré
approximately 1' to 9' from the floor. At a minimum, it fs recommended that the materials be repaired and
monitored. If removal is planned, glove bag removal procedures are recommended. This appears to be a high
traffic area.
HALL-KIMBRELL ENVIRONMENTAL INC. Page 28 66/09/89
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H-K Bu(ldm._ 10

- ASBESTOS ASSE! : SURVEY C
—_ N suilding Kumber: 10/11/12/23
Project Number: 0980193E Bullding Name: SHOP/STORAGE & RECEIVING
Project: G. HEILEMAN BREWERY “E" ) " SEATTLE, MUASHINGTON 98134
Date Inspected: 03/29/89 Bullding Type: SHOPS
Inspector: TIM SWARTZ Year Constructed: 1933
l wwswwwswass  AREA NUMBER: 09 AREA DESCRIPTION: 2nd Floor-Part 23 AREA AVERAGE X ASBESTOS: 40X R it B I
| SANPLE O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
. LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE 10 POT PL| COSTS COosTS COSTS
tanding st top of stairs-west end 00-356676 40X [pipe covering ONA 18 ft. 12 in. 0.D WPS/R 25 III 3396 $305 $701
I AREA COMMENTS 7 AREA # 09 . TOVAL 396 $305 3701,
The material §s in good condition with minor contact and water damage. The msterial is approximately 3¢
from the floor. At 8 minimum, it is recommended that the material be repaired and monitored. If removel is
plenned, gross removal procedures are reconmended. This appears to be a high traffic area.
‘ . babobddebdobododd AREA NUMBER: 10 AREA DESCRIPTION: Ground Fl'Pnrt 12-Northeast Shop Area 'AREA AVERAGE X ASHESTOS: 60X babainininieiieideintaied 1
SAMPLE . OM UNITS OF PIPE EXP REMOVAL  REPLACEMENT TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 1D+ POT PL| COSTS COosSTS COsTS -
room alon’§ north wall-on small table 00-356680 60X |asbestos cloth ONZ 13 (inear feet 38 111 $40 .30 $40
[ asen coments | AREA # 10 TOTAL $40 50 s40|
This material was found tattered and covered Wwith ofl. It is recommended that this material be removed.
[ | wwswss#wsss AREA NUMBER: 11 AREA DESCRIPTION: Ground Floor-Part 23-Stalrwell AREA AVERAGE X ASBESTOS: 0% TR ————
SAMPLE O8N UNITS OF PIPE EXP REMOVAL REPLACEKEIiT TOTAL
LOCATION OF THE MATERIAL NUMBER ASB * MATERIAL DESCRIPTION CODE  QUANTITY HMEASURE ID POT PL| COSTS CosTS COSTS
SW area-landing between 1st & 2nd floors 14-356673 0% |pipe covering OHA' 10 ft. 12 in. 0.0 RS/R
. 14-356674 0% .
14-356675 0X
[ AREA COMMENTS 1 . Lm #11 TOTAL $0 $0 m‘
BUILDING # 10 . TOTAL $10,980 $6,997 $17,977
HALL-KIMBRELL ENVIRONMENTAL INC." P;!ge 29

06/09/89
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(

. GROUND FLOOR

©-

CODE

SAMPLE
%"\ (DENTIFICATION
NUMBER

- HALIBODRL osmmory swvory G. HOLEMAN BREWNG -COUPANY
4300 VST FFTEDOM ST SECSIS ASSESSUENE SUREY
UMEKE, S0SS Bl PROJECT NUMBER: (980193€

HERLEMAN BREWING COMPANY
nsn/AJSu s RAINIER BREWING COMPANY

BUILDING £10/11/12/23 PART 11
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( R
(

s Z

PART 12 . iPART 23

GROUND FLOOR

o EAGADORAL oo smmni G. HOLEMAR BREWNG COMPANY

BULK — SAMPLE 40 ST YR OIS ‘ ASBESTOS ASSESSMERT SURVEY -
SANPLE ~_ . IDENTIFICATION , YR Socn PROJKCT NUMBER 09B01S3E
COOE ~— 5 - NUMBER e HELEMAN BREWNG COUPANY

e/ o BUILDING f10/11/12/23 PARTS 12423
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PART 10 Ry PART 11

BREAK ROOM . LOCKER ROOM

JaNiJoRs  |REST
OFFICES ROOM

SECOND FLOOR -

B

B £ —BLOEL woncecmm. | JEHESHS ASESSUNT SIRWY
SAMP! .
SAMPLE “"TS DENTIFICATION T T PROJKECT NUMBER: OSB0193€ .
CO0E ~— &S NUMBER e HEILEMAN BREWING COMPANY
. OAK; ose RAINIER BREWING COMPANY
oo BUILDING 10/11/12/23 PARTS 10411
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* BREAK ROOM

~ SECOND FLOOR

Cal

_m-mmu'mm_ G. HELEMAN BREWNG COMPANY

BULK SAMPLE _ ASBESTUS ASSESSMENT SURVEY . -
SAMPLE "~ % ™~ IDENTIFICATION “um“ e w PROUECT NUMBER:* 0980193E
cove ‘ NUMBER RAINIER BREWING %A#Y
BAK: o6C AINI
{ ) . 05/26/89 ’ BUILDING 10/11/12/23 PART 23
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OLD SAFETY OFFICE

(I
LI

. BLUE ROOM

THIRD FLOOR

\Ca

_TALIDORAL comouoee sesm C_ FELDIAN BRONNG CORPARY
SAWRLE @" ~ DENTAGATON ik ok PROJECT NUMBER: 0980193E
cooE. NUMBER —_—— HELEMAN BREWING COMPANY
uE: e RAINIER BREWING COMPANY
: 05/26/89 BUILDING #10/11/12/23 PART 10
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H-K Building .13
Project Number: 0980193E

Project: G. HEILEMAN BREWERY “E"
Date -Inspected: 03/21/89

Inspector: MARK VOTH .

: N
ASBESTOS ASSE{ .

gy

Building Number: 13

Building Kame: BOILER HOUSE

SEATTLE, WASHINGTOM

Building Type: POWER HSE
Year Constructed: 1933

wwhwkhwwwkd . AREA NUHBER; 01 AREA DESCRIPTION: tst Floor AREA AVERAGE X ASBESTOS: X Wik i
. . SAMPLE O&N UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERJAL DESCRIPTION CODE = QUANTITY MEASURE 10 POT PL{ OOSTS CoSTS CosTS
boiter #1-encased in steel 00-999999 % |boiler/tank insutation oMB 937 sq.ft. - $26,470 321,204 347,674
boiler #2-encased in steel 00-999999 % |boiler/tank fnsulation OMB 937 sq.ft. $26,470 $21,204 $47,674
bofler #3-encased in steel 00-999999 % |boiler/tank insulation OMB 1300 sq.ft. $36,725 $29,419 . $66,144
‘ AREA COMMENTS AREA # 01 TOTAL  $89,665 71,827 smgfl
The boiler insulation is encased in a metal jacket and could not be accessed for sampling. The material is ' L
in good condition with no visible contact or water damage. The material is up to 12' from the -floor. At a
minimum, it is recommended that the material be maintained and monitored. If removal is planned, gross
removal procedures are recommended. This appears to be a high traffic area.
badababdeddd bl AREA NUMBER: 02 AREA D_ESCR!PTION: 1st Floor-Catwalk Level AREA AVERAGE X ASBESTOS: X - “""‘"’““m_ ]
SAMPLE ] oz UNITS OF PIPE EXP | REMOVAL REPLACENENT  TOTAL
LOCATION OF THE MATERIAL ' NUMBER AS8 MATERIAL DESCRIPYION CODE  QUANTITY MEASURE D POT PL| COSTS CO$TS CoSTS
above boiler #1-fire box-at west wall 00-999999 % |boiler/tank insulation OMB 739 sq.ft. . $20,877 $16,724 $37,601
[ AREA COMMENTS J [ AREA # 02 TOTAL  $20,877  $16,726  $37,601
The deseration tank insulation is encased in a metal jacket and cen not be accessed for sampling. The
material is in good condition with no visible contact or water damage. The material is approximately 20' to
30' from the floor. At a minimum, it is recommended that the materials be maintainéd and monitored. 1f
removel is planned, gross removal procedures are recommended. This appears to be & high traffic area.
f wwwwwasauws  AREA NUMBER: 03 .AREA DESCRIPTION: 1st Floor " AREA AVERAGE X ASBESTOS: 46% . haainibebrinial o
SAMPLE 0&" UNITS OF PIPE EXP REMOVAL  REPLACEMENT  YOTAL
LOCATION OF THE MATERIAL ) NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL]| COSTS €oSTS COSTS
. NW corner-above bof(er feed water pumps 00-356083 30X |pipe covering OMA 7-ft. 4 in. 0.D. BFW 41 I1 . $62 $39 $101
MW corner-above boiler feed water pumps 00-356083 ‘30% |pipe covering OMA 130 ft. 6 in. 0.D. BFW 41 11 $1,687  .$1,054 ~ $2,741
NN corner-above boiler feed water pumps 00-356083 30X |pipe covering OMA 10 ft. 10 in. 0.0 BFW 41 11 $189 $140 $329
along west wall-near catwalk 00-356083 304 |pipe coveiing OMA 100 ft. 8 in. 0.D. BFW 41 11 $1,415 $1,011 $2,426
along west wall-near catwalk 00-356083 30X |pipe covering OHA 20 ft. 10 in. 0.0 BFW 41 Il $377 $279 $656
between boilers #1 & 2-near floor . 00-356083 30X |pipe covering OMA 40 ft. 4 in. 0.0. BFU 41 II $357 $223 $580
boflers #2 & 3-front-near catwalk 00-356083  30% |pipe covering OMA 34 ft. 6 in. 0.0. BFW 41 11 $441 $276 L 14} 4
HALL-KIMBRELL. ENVIRONMENTAL INC. page 30 ' ' . 06/09/89-
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: . , © ASBESTOS ASSEx . _ )funvsv : B ,
H-K Buildln§ : . \_/ ‘ _ Building Humber: 13

Project Number- 09801935 Building Mame: BOILER HOUSE
Project: G. HEILEMAN BREWERY “E" . * SEATTLE, \MSHIHGTON

Date Inspected: 03/21/89 Building Type: POWER HSE

Inspector: MARK VOTH Year Constructed: 1933

boiler #1-near economizer 00-356083 . 30X |[pipe covering OMA 15 ft. 4 in. 0.D. BFW 41 I1 $134 384 $218

1 bofler #1-near economizer © 00-356083 30X |pipe covering OMA 45 ft. 6 in. 0.D. BFUW 41 11 $584 $365 $949
boflers #2 & 3-front-near catwalk 00-356083 30X |pipe covering OMA 17 ft. & in. 0.0. BFW 411 $152 $95 $267
near NW corner-deaerator-sbove pumps 00-356087 30X |pipe covering OMA 5 ft. 10 in. 0.0 TW 4111 $94 $70 - . $164
NW corner-sbove boiler feed water pumps 00-356087 30X |pipe covering OMA - 20.ft. 8 in. 0.0. TW 4111 $283 $202 . 8485
NW corner-above boiler feed water pumps 00-356087 30X |pipe covering OMA 20 ft. 10 in. 0.0 TW 41 11 377 - 219 $656
near NW corner-deaerator-above pumps 00-356087 * 30X [pipe covering OMA 105 ft. 8 in, 0.0. TW 41 11 $1,486 $1,062 $2,548
NW corner-above boiler feed water pumps 00-356091 70X |pipe covering OMA 20 ft. 6 in.. 0.0. HPS/R 41 II $260 $162 - 8422
NV cornper-above boiler feed water pumps - 00-356091 70X pipe covering OMA 15 ft. 4 in. 0.0. HPS/R 41 II $134 $84 $218
along west wall-near catwalk 00-356091 70X |pipe covering OMA- 138 ft. 4 in. 0.0, HPS/R 41 11 $1,231 $770 $2,001
slong west wall-near catwalk 00-356091 70X |pipe covering OMA - 35 ft. 6 in. 0.D. HPS/R 41 11 $454 $284 $738
east wall-near sink 00-356091 70X {pipe covering OMA 30 ft. 6 in. 0.D. HPS/R 41 11 $389 $243 © 3632
between boilers #1 & 2-near floor 00-356091 70X |pipe covering OMA 36 ft. 4 in. 0.D. HPS/R 41 11 $321 $201 $522
SW corner-at .fuel oil heat exchanger 00-356091 70X [pipe covering OMA 55 ft. & in. 0.0. HPS/R 41 11 $491 $307 - $798
along south wall-near catwalk . : 00-356091 70X [pipe covering DMA 35 ft. 4 in. 0.D. HPS/R 41 II $312° $195 $507
boilers #¥2 & 3-front-near catwalk 00-356091 70X {pipe covering OMA 25 ft, 4 in, 0.D. HPS/R 41 11 3223 $139 $382
along north wall-at ceiling 00-356095 20X |wrapped cardboard/paper pipe  OMA 60 ft. 4 in. 0.0. DV 41 11 $535 $335 $870
near northwest corner-at ceiling 00-356095 20X |wrapped cardboard/paper pipe ONA 25 ft. 4 in. 0.D. DW a1 $223 $139 362
east wall-near sink 00-356095 20X |wrapped cardboard/paper pipe  OMA 20 -ft. 4 in. 0.D. DU AR $178 . s112 $290
along north walt-at ceiling 00-356099 40X |corrugated pipe covering OMA 30 ft. 4 in. 0.D. LPS/R. 41 11 $268 $167 $435
lunch room stairwell-along ceiling 00-356099 40X jcorrugated pipe covering OMA 35 ft. 4 in. 0.D. LPS/R 41 11 $312 3195 © $507
east wall-near sink 00-356206 70X (pipe covering OMA 12 ft. 4 in. O.D. CON 41 11 - 8107 $87 S17%
along west wall-near catwalk 01-356084 70X [mjp on pipe covering OMA 3 10 in. 0.0. BFW 41 11 $188 117 $305
NV corner-above boiler feed water pumps 01-356084 70X |mjp on pipe covering OMA 2 10 in. 0.D. BFW 41 11 $125 $78 3203
NW corner-above boiler feed water pumps 01-356084 70X [mjp on pipe covering OMA. 15 6 in. 0.D. BFW 41 11 $580 $341 3921
along west wall-near catwalk 01-356084 70X |mjp on pipe.covering OMA 5 8 in. 0.D. BFW 4111 $241 $141 - $382
NW corner-sbove boiler feed water pulps 01-356084 70X |mjp on pipe covering OMA 24 in, 0.0, . BFW 41 1[I $56 - 831 $87
boiler #1-near economizer 01-356084 70X |mjp on pipe covering OMA 8 6 in. 0.D. BFW 41 JI $309 . $182 $491
boilers #2 & 3-front-near catwalk 01-356084 70X Imjp on pipe covering OMA 4 6 in. 0.D. BFW 41 13 $155 91 $246
‘between boilers #1 & 2-near floor 01-356084 70X |mjp on pipe covering OMA 8 4 in. 0.D. BFW 4111 $225 $125 - $350
boilers #2 & 3-front-near catwalk ’ .01-356084 70X [mjp on pipe covering - OHA 9 4 in. 0.D. BFW 41 11 $253 . $140 $393
bofler #1-near economizer 01-356084- 70X |mjp on pipe covering OMA 34 in. 0.0. BFY 4111 '$84 $47 $131
. 01-356085 45% |. . 4111

01-356086 45X 4111 ) :
near NW corner-deaerator-above pumps 02-356088- 70X |mjp on'pipe covering OHA 14 8 in. 0.D. ™ 331 $674 3396 $1,070
NW.corner-sbove boiler feed water pumps 02-356088  70% {m]p on pipe covering ONA 1 8 in. 0.D. ™ 4111 $48 $28 $76
NW corner-above bofler feed water pumps ' 02-356088  70% |mjp on pipe covering OMA 110 in. 0.D. ™ 41 11 $63 $39 $102
near NW corner-deaerator-above pumps 02-356088 70% {mjp on pipe covering OMA 210 in. 0.0. W 411t $125 s78 . 3203
02-356089  60% 41 11 ’ :

" 02-356090 70X 4111 .
along west wall-near catwalk : 03-356092  0X |m]p on pipe covering OMA 16 in. 0.D. HPS/R 41 11 $39 $23 $62
NW corner-above boiler feéd water pumps 03-356092  pX Imjp on pipe covering OMA 24 in. 0.D. HPS/R 41 11 356 $31 . 87} .
along west wall-near catwalk 03-3546092 0X [mjp on pipe covering OMA 45 4 in. 0.D. HPS/R . 41 11 $1,264 $702 $1,966
between boilers #1 & 2-pear floor 03-356092 0X Imjp on pipe covering OMA 6 4 in. 0.D. HPS/R 41 11 $169 $96 $2583
SW corner-at fuel ofl heat exchanger - 03-356092  0X [mjp on pipe covering OMA 254 in. 0.D.  HPS/R 41 I $702 £390 $1,092
along south wall-near catwalk 03-356092 0% |mjp on pipe covering OMA 5 4 in. 0.D. HPS/R 41 11 sS40 . 878 . s$218
boilers #2 & 3-front-near catwalk 03-356092  O0X Imjp on pipe covering OMA 8 4 in. 0.D. HPS/R 41 11 $225 $125 $350

. : 03-356093  70% . 41 11
HALL-KIMBRELL ENVIRONMENTAL INC. -Page 31 06/09/89
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H-K BquinS\' .3
Project Number: 0980193E
Project: G. HEILEMAN BREWERY "E"
Date Inspected: 03/21/89
Inspector: MARK VOTH

~

ASBESTOS ASse( ISURVEY

Building Numbers
Buitlding Name:

Buflding Type:
Year Constructed:

13

BOILER HOUSE

P

SEATTLE, UASHINGTON -

POWER HSE

1933

' ~03-35609  70% — A
near northwest corner-at ceiling 04-356096 50X Im]p on urapped cardboard/paper OMA 14 in. 0.D. Y L1 $28 $16 $44
cast wall-near sink 04-356096 50X |m}p on wrapped cardboard/paper OMA 4 4 in. 0.D. oy “an s$112 $62 $174
04-354097 50X . 41 11
: 04-356098  SO% . “n
along north wall-at ceiling 05-356200 80X |m]p on corrugated pipe cover OMA 2 4 in. 0.D. LPS/R 41 11 $56 31 387
tunch room stafrwell-along ceiling 05-356200 80X |{mjp on corrugated pipe cover  OMA S &4 in. 0.0, LPS/R 41 11 $140 $78 s218
' .05-356201 70X . ' . : 4111
. 05-356202 70% . 41 11
near north side-boiler #1-at ceiling 06-356203 10X [mjp on non-suspect pipe cover OMA 9 6 in. 0.D. oW 41 11 $348 $204 $552
along west wall-near catwalk 06-356203 10X Im]p on non-suspect pipe cover OMA 246 in. 0.0. - DU 41 11 $77 $45 $122
' 06-356204  10% 41 11
06-356205  10% ) 4111
east. wall-near sink 07-356207 70% (mjp on pipe covering ONA 7 4 in. 0.0, CON 4111 $197 $109 $306
07-356208 80% ' ’ . 41 11
07-356209 80X . 41 11
atong west wall-old hot water tank 08-356213 30X {boiler/tank insulation OMB 92 sq.ft. 41 1 $2,599 $2,082 $4,681
. 08-356214 30X 41 11
08-356215 . 30% . “a :
west wall-upper fuel oil heat exchanger 09-356216 60% |boiler/tank insulation OMB 30 sq.ft. 41 11 3848 $679. $1,527
09-356217  60% &1 11 :
: 09-356218  60% o ) AT :
west wall-lower fuel oil heat exchanger 10-356219 60X |boiler/tank insulation OMB 30 sq.ft. AR $848 $679 $1,527
‘ 10-356220 60% “an
) ' 10-356221 60X : ’ . 4111
boiler #2-lower drum ends 12-356225 60X |boiler/tank insulation ONB 25 sq.ft. A1 4 $706 $566 $1,272
: 12-356226 .40% ’ M
12-356227  40% : 4111
boiler #2-upper drum 13-356228 70% |bofler/tank insulation OMB 100 sq.ft, 41 11 $2,825 $2,263 $5,088
13-356229  60% 41 11 . .
13-356230  50% 41 11
boiler #3-lower drum ends 14-356231  50% {boiler/tank insulation OMB 25 sq.ft. a1 $706 $566 $1,2n2
) 14-356232  40% 41 11
14-356233 40X : . 4111
boiler #3-upper drum 15-356234 40X |boiler/tank insulation oMB 100 sq.ft. 11 $2,825 $2,263 $5,088
! 15-356235 40X 41 11
15-356236  40% PERT J
L AREA COMMENTS J Fm £03 TOTAL  S3,102 S21499 852,601

The materials are in good condition with minor contact and water damage. . The materfals are approximately 2¢

to 20* ‘from the floor. At a minimum, it {s recommended that the materials be repaired and monitored.
removel is planned, gross removal procedures are recommended. This sppesrs to be a high traffic area.

HALL-KIMBRELL ENVIRONMENTAL INC.
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H-K Bui ldins;\..".‘.'rB
Project Number: 0980193E
Project: G. HEILEMAN BREWERY VE®
Date Inspected: 03/21789
: Inspector: MARK VOTH

o ;o v
" ASBESTOS Ass;h URVEY

Building Number:
Building Name:

Building Type:

13

BOILER HOUSE
SEATTLE, WASHINGTON
POMER HSE

Year Constructed: 1933

WHAWANRNAAW

[ AREA NUMBER: 04 AREA DESCRIPTION: 1st Floor-Catwalk Level ‘AREA AVERAGE X ASBESTOS: SSX
. . SAMPLE’ 02N UNITS OF PIPE EXP REMOVAL  REPLACENENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL)] COSTS COSTS COsTS
above boiler #2 & 3-near catwalk 00-356083 30X {pipe covering OHA 34 ft. 4 in, 0.0, BFW 42 11 $303 $190 $493
northwest corner-near deserator tank 00-356087 30X |pipe covering OMA 24 ft. 6 in. 0.D. TW 42 11 312 $195 $507
above boilers-along ceiling : 00-356091 70X |pipe covering OMA 120 ft. 4 in. 0.D. HPS/R 42 11 $1,070 $670 $1,740
above boilers-stong ceiling 00-356091 70X |pipe covering © OMA 40 ft. 10 {n. 0.0 HPS/R 42 II $755 $559 $1,314
above bollers-along ceiling 00-356091" 70X |pipe covering OHA 60 ft. 14 in. 0.D HPS/R. 42 I1I $1,510 $1,194 $2,704
above boilers-along cefling ) 00-356091 70X |pipe covering OMA 70 ft. 6 in. 0.D. -HPS/R 42 11 $909 $548 $1,477
northwest corner-near deaerator tank 00-356091 70X |pipe-covering. OHA 47 ft. 6 in, 0.0, HPS/R 42 II $610 $381 $991
sbove bofler #2-néar ceiling 00-356091 70X |pipe covering OMA 65 ft, 6 in, 0.0. KPS/R 42 11 $844 $527 $1,3N
along east wall-near ceiling 00-356091 70X |pipe covering OMA 25 ft. 6 in. 0.0. HPS/R 42 11 $324 $203 $527
-northwest corner-near deaerator tank 00-356091 70X |pipe covering OMA 19 ft. 4 in. 0.D. HPS/R 42 I} - $169 $106 $275
above bollers-atong ceiling 00-356091 70% [pipe covering OMA - 95 ft. 12 in. 0.0 HPS/R 42 1! $2,092 $1,608 $3,700
along east wall-near ceiling 00-356091  70% |pipe covering OMA 12 ft. 4 in. 0.D. HPS/R 42 1! 3107 $67- $17l. .
above boiler #2-near ceiling 00-356095 20X |wrapped cardboard/paper pipe  OMA 45 ft. 4 in. 0.0, OW 42 11 $401 251 $652
above boilers #2 & 3-near catwalk 01-356084 70X [mjp on pipe covering OMA 4 4 in. 0.D. BFW 42 11 s112 $62 T $1T4
. 01-356085  45% . ) L2 11
01-356086  45% . 42 11
northwest corner-near deaerator tank 02-356088  70% |mjp on pipe covering: OMA 5 6 in. 0.D. ™ 4211 3193 3114 $307
: 02-356089  40% 4211
. 02-356090 70% 42 11
above boflers-along ceiling 03-356092 . 0X |mjp on pipe covering OMA 13 12 in. 0.0, HPS/R 42 11 . $986 $616 ' $1,602
northwest corner-near deaerator tank 03-356092 0X imjp on pipe covering OMA 6 6 in. 0.D. HPS/R 42 11 $232 $136 $368
asbove bollers-along ceiling - 03-356092 0% {mjp on pipe covering OMA 30 4 in. 0.D. HPS/R 42 11 $843 $468 $1,311,
above boilers-along ceiling 03-356092 0% |m]p on pipe covering OMA 6 6 in. 0.D. HPS/R 42 11 $232 $136 $368
northwest corner-near deaerator tank 03-356092  0X Imjp on pipe covering OMA 3 4 in. 0.0. HPS/R 42 II $84 $47 $131
above bofler #2-near ceiling 03-3546092 0X [m]p on pipe covering OMA 7 6 in. 0.D. HPS/R 42 11 $271 $159 $430
sbove boilers-along ceiling 03-356092  0X |mjp on pipe covering OMA 3 14 in. 0.D.  HPS/R 42 11 $260 $167 427
along east wall-near ceiling 03-356092 0X |mjp on pipe covering OMA 4 6 in. 0.0, HPS/R 42 11 3155 $91 $246
along east wall-near ceiling 03-356092 0% |m]p on pipe covering - OMA . 6 4 in. 0.0. HPS/R 42 11 $169 $94 $263
above boflers-along cetling © 03-354092 0X |m]p on pipe covering OMA 2 10 in. 0.D. RPS/R 42 11 $125 $78 $203
03-356093 70X . . . ©o42 11
03-356094  70% : : 42 11
above boiler #2-near ceiling - 04-356096 50% Imjp on wrapped cardboard/paper OMA 'S4 in. 0.0, oV 42 11 3140 $78 $218
. 04-356097 50% 42 11
: 04-356098 50% ) &2 1
sbove boiler #1-near deaerator tank 11-356222 0% |boiler/tenk insulation OMB . 45 sq.ft. '
‘ ’ ' 11-356223 174
11-356224 . 0%
HALL-KIMBRELL ENVIRONMENTAL INC. Page 33 05/09/89
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Building Humber:
Project Number: 0980193€ Building Name: BOILER HOUSE
Project: G. HEILEMAN BREWERY “EY SEATTLE, WASHINGTON
Date Inspected: 03/21/89 Building Type: POMER HSE
Inspector: MARK VOTH Year Conatructed: 1933
1 . - 2 ' X
[ aver commnrs | [ e # 00 vor  s15,208 5,76 521,973
The materials are {n good to fair condition with minor contact and water damage. The materials are
spproximately 20' to 30' from the floor. . At a minimum, it is recommended that the materials be repaired and
monitored. If removal is planned, gross removal procedures are recommended. This appears to be a high
traffic ares. )
[ SRy AREA NUMBER: 05 AREA DESCRIPTION: 2nd_Floor AREA AVERAGE X ASBESTOS: 67X bebuirbiniinieinininieid
SAMPLE . 0N . UNITS OF PIPE EXP REMOVAL kEPLACQEﬁT TOTAL
LOCATION OF THE MATERIAL. NUMBER AsB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS COSTS COSTS
lunch room-northwest corner-along floor 00-356237 60X. {pipe covering OMA 10 ft. 4 in. 0.0..LPS/R 59 11 $89 $56 $145
tunch room-northwest corner-along floor 16-356238 70% [mjp on pipe covering OHA 44 in. 0.0, LPS/R 59 11 $112 $62 174
16-356239  70% 59 11 :
16-356240  80% 5911
| avea comenrs | | aven # 05 voraL 5201 s118 s319)
The materials ‘are in fair condition with contact and water damage. The materials are up to 3! from the
floor. At a minimum, it is recommended that the materials be repaired and monitored. 1f removal is
planned, glove bag removal procedures are recommended. This appears to be a-moderate traffic area.
[ . hbeobetddetoddodd AREA NUMBER: 06 AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: 0% e aaw———
SANPLE . O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUNBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POYT PL| COSTS -COSTS COSTS
lunch room-ceiling 17-356241 0% |acoustical tile OMG 750 sq.ft.
; 17-356242 0%
. 17-356243 0%
[ ARER COMMENTS. J rAREA # 06 TOTAL 0 $0 so]

HALL-KIMBRELL ENVIRONMENTAL INC.

' Page 34

l BUILDING # 13 TOTAL

$155,063  $118,933 :zn,wﬂ
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© ASBESTOS ASSE{ - SURVEY - : -
H-K Building __.i4 B S L. Bu\ld\m uuzber SR
Project Number: 0980193E : : . Building Name:: STORAGE -+ , : s
Project: G. HETLEMAN BREWERY "E" R . o s S - _‘SEATTLE,. HAsih. _ ~
. Date Inspected: 03/28/89 - ] ) ) . o . . ﬂuildim Type: STRG/UAB I
Inspector: MARK VOTH - . C . : S : . Year Constructed: UNKN, . i
bbb bbbkl AREA NUMBER:. 01 AREA DESCRIPTION: 1st Floor . .o o AREA AVERAGE X ASBESTOS: 40X BT bbbl deid
SAMPLE OM UNITS OF PIPE EXP TOTAL
LOCATION OF THE MATERIAL . . NUMBER  ASB MATERIAL DESCRIPTION CODE  QUANTITY - MEASURE 1D " POT PL CO'J'TS
NW storage-near north Wall-along cefling 00-356355 40X |pipe covering OMA 62 ft. & In. O.D. WPS/R . 25 111 .$899
east rooms-along ceiling ) 00-356355  40% ‘|pipe covering OMA 60 ft. 4 in. 0.0. HPS/R 25 111 $870
NW storage-near NE corner-along wall 00-356355 .. 40X |pipe covering - OMA 16 fr. 4 in. 0.D. HPS/R 25 11} '$232
southeast room-along west wall . 00-356355 40X ‘|pipe covering OMA S ft. 4 in. 0.D. WPS/R 25 Il 73}
near carbon storage-along east wall - 00-356359 - 30X |wrapped cardboard/paper pipe  OHMA . . 9 ft. 4 in. 0.D. OW 25 111 $130;
east rooms-along ceiling 00-356359 30X |wrapped cardboard/paper pipe OMA ‘91 ft. 4 in. 0.0, OW 25 111 $1,320
southeast room-along west wall 00-356359 30X |wrapped cardboard/paper pipe  OMA* 19 fr. 4 in. 0.0. DM 25111 $275
east rooms-along ceiling o 01-356356 50X |mjp on pipe covering OMA 8 4 in. 0.0, HPS/R 25 111 $350
southeast room-along west wall .| 01-358356 50X |mjp on pipe covering OMA 24 in. 0.0, HPS/R 25 111 $87
KW storage-near north wall-along ceiling 01-356356 50% mjp on pipe covering OHA 6 4 in. 0.D. ‘HPS/R 25 11} $263
. : 01-356357 60X | - ’ 25 11
. . 01-356358 30% | ) 25 111
near carbon storage-slong east wall 02-356360 . 60% mjp o wrapped cardboard/paper ONA 24 in. 0.0. . OW. 25 UMY 387
east .rooms-along ceiling 02-356360 40% |m]p on wrapped cardboard/paper OMA .20 & in. 0.D. oM 25 IT¥ 3874,
southeast room-atong west wall 02-356360 60X Imjp on wrapped cardboard/paper OHA 3 4 in. 0.D. ou 25 11 $131
. ' . 02-356361 60%. : . ’ 25 111
‘ : » : ‘ 02-356362 60X 25 111
[ aner comeenrs * : B . . [mereor to  ss4e  s2102 5,591
the materials are in good to fair condition with minor contact and water demage. tThe materials are o
approximately 3' to 10' from the floor. At a minimum, it {s recommended that the materiats be repaired and
monitored. 1f removal is planned, gtove bag removal procedures are recommended. This appears to be a low
traffic. area. :
l wwwwwwawaws  AREA NUMBER: 02 AREA DESCRIPTION: 2nd r’roor ' . ' AREA AVERAGE X ASBESTOS: 43X . baininivininiiel Aot
X RS . SAMPLE s S (T .UNITS OF  PIPE EXP REMOVAL  REPLACEMENT - TOTAL
LOCATION: OF THE MATERIAL NUMBER  ASB. § HA'[ERIAL DESCRIPTION * COOE  QUANTITY MEASURE 10 POT PL| COSTS . . COsSTS . CosTs
east room-northwest corner-near door | :00-356366- 504 |pipe covering COMA 32 ft. 4 in. 0.0. HPS/R 39 111| - - s285 179 $L64
east room-northwest corner-near-door ..00-356366 - 50% |pipe covering OMA 20 ft. & in. 0.D. HPS/R 39 I11I] - $260 $162 422
east room-northwest corner-near door #f- 00-356366 50X lpipe covering OMA 8 ft. 8 in. 0.0. HPS/R39.111 s13 . s81 $194
£ rm-near central colums-along ceiting - 00-356366 50X |pipe covering OMA 45 ft. 4 in. 0.D. HPS/R .39 111 $401 $251 3652
E room-near west columns~along.ceiling [ 00-356386 50X |pipe covering OMA S1 ft. 4 fn. O.D. HPS/R 39 III . $455 $285 $740
east room-northwest corner-near door " | 100-356370 - 30% |wrapped cardboard/paper pipe  OHA " 11 ft. 6 in. 0.0. DV 39 11 T OS143 " $89 $232
E rm-near central colums-along ceiling :.T- 00-356370 30% wrapped cardboard/paper pipe  OHA . 33 ft. 4 in. 0.0. DV 39 111 $294 3184 - 3478
E room-near west columns-along ceiling *'| 00-356370 30% |wrapped cardboard/paper pipe - .OMA 10 ft. 4 in. 0.D. DW 39 11t 89 ‘356 $14S
east room-northuest corner-near door 00-356370 30X urapped cardboard/paper pipe oM 12 ft. 4 in. 0.0. OW © 39 tI1 $107 $67 $1%4
HALL-KIMBRELL ENVIRONMENTAL INC. Page 35 ‘ ' 5
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' [ " ASBESTOS ASS&//’""I SURVEY

e
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H-K Buildy 14

Building Type: STRG/LAB
Year Constructed: UNKN

. . { Building Nunber: 14 e
Project Nui. 0980193E N o ’ Building Name:. STORAGE S £ o
. Proje¢ty G. MEILEMAN BREWERY "E® N : . SEATTLE, WASHI 98134 . -
Date Inspected: 03/28/89 ) :

Inspector: MARK VOTH

east room-near west wall-along ceiling 00-358370 30% |wrepped cardboard/paper pipe  OHA 104 ft. 4 in. 0.D. DM 39 111 $928 $580 ]

east room-northwest corner-near door - 04-356367 50X Imjp on pipe covering OMA S 4 {n. 0.0. HPS/R 39 111 $140 s78 $218
enat room-northwest corner-near door 04-356367 50X |mjp on pipe covering OHA 1 8 in. 0.D. HPS/R 39 111 $48 $28 $76
E rm-near central columns-along ceiling | 04-356367 50X |mjp on pipe covering OMA 8 & in. 0.D. HPS/R 39 111 $225 © 8125 - 3350
E room-near west columns-along ceiling 04-356367 50X |mjp on pipe covering OMA 7 4 in. 0.D. HPS/R 39 111 $197 $109 $306
east room-northwest corner-near door 04-356367 50X |mjp on pipe covering OMA 5 6 in. 0.D. Hps/R 39 111 $193 s114 $307

' 04-356368  60% 39 111

. 04-356369 60X . ‘ 39 111
east room-northwest corner-near door 05-356371 60X |mjp on wrapped cardboard/paper OMA , 26 in. 0.D. [1}} 39 111 77T $45 : $122
esst room-near West wall-along ceiling 05-356371  &0X Imjp on wrapped .cardboard/paper OMA 7.4 in. 0.D. ] 39 11 $197 $109 $306
E room-near west colums-along ceiling 05-356371 60X |mJp on srapped cardboard/paper .OMA 2 4 in. 0.D. o 39 111 $56 $31 87
east room-northuest corner-near door 05-356371 60X |mjp on wrapped cardboard/paper OMA 14 in. 0.D. ou 39 111 $28 $16 $44
E rm-near central colums-along ceiling 05-356371 460X |mjp on wrapped cardboard/paper OMA 5 4 in. 0.0. o 39 11 $140 $78 s$218

. . 05-356372 60% . . . 39 111

05-356373  60% ' - . 39 m

( AREA COMMENTS AREA # 02 TOTAL %376  $2,667 s7,og]
The materials are in.good to fair condition with contact and water demage. The materials are approximately
4* to 10' from the floor. At a minimum, it is recommended that the materials be repaired and monitored. If
removal is planned, glove bag removal procedures are recomnmended. This appears to be a low traffic area.

[— bbb bbbl AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor ' AREA AVERAGE X ASBESTOS: 40% bbbt ookl

. SAMPLE . O8H UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL

LOCATION OF THE MATERIAL NUMBER ASB HMATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS COosTS cosSTS
instrument leb-along N wall-near ceiling 00-356366 50% |pipe covering OMA 22 ft. 4 in. 0.0. HPS/R 25 111 $196 $123 $319
instrument lab-restroom-at ceiling 00-356366 50X [pipe covering OMA 18 ft, 8 in. 0.D. HPS/R 25 (II $255 $182 $437
instrument (ab-restroom-at ceiling 00-356366 50X |pipe covering OMA 40 ft. 4 in. 0.0. HPS/R 25 111 $357 $223 $580
instrument lab-hsllway-at cefling 00-356366 50X |pipe covering OMA 4 ft. 4 in. 0.D. HPS/R 25 111 $36 $22 $5!
instrument lab-hallway-at ceiling 00-356370 30X |wrapped cardboard/paper pipe  OMA 18 ft. 4 in. 0.D. OV 25 111 $161 $100 $261
instrument.{ab-SE storage-at ceiling 00-356370 30X |wrapped cardboard/paper pipe OMA 4 ft. 4 in. 0.0. DW 25 11t 36 $22 $58
instrument lab-restroom-at ceiling 00-356370 30X {wrapped cardboard/paper pipe . OMA 40 ft. 4 in. 0.D. DM 25 1 $357 $223 $580
fnstrument lab-stairwell-at east wall 00-356370 30X [wrapped cardboard/paper pipe OMA 14 ft. 4 in. 0.D. DV 25 111 $125 $78 $203

' northeast stairwell-near landing 03-356363 0% |pipe covering OMA 10 ft. 10 in. 0.0 RS/R. '

! . 03-356364 0% :
03-356365 0%
instrument tab-slong ‘N wall-near ceiling | 04-356347- 50% {m]p on pipe covering OMA 14 in. 0.0. HPS/R 25 111 $28 ‘816 Sl
instrument lab-restroom-at ceiling 04-356367  50% |mjp on pipe covering OMA 18 in. 0.0. HPS/R 25 111 $48 s28 s
instrument leb-restroom-at ceiling 04-356367 50X |mjp on pipe covering OMA 5 4 in. 0.0, HPS/R 25 111 '$140 $78 - s21
04-356368  60% _ . , 25 111 :

i - 04-356369  60% ° ’ 25 111 ‘
{nstrument \ab-restroom-at ceiling 05-356371 60X |mjp on wrapped cardboard/paper OMA 44 in. 0.0. - OW 25 111 s 362 1
instrument lab-SE storage-at ceiling 05-356371 60X |m]p on wrapped cardboard/paper OMA 1 4 in. 0.0. ou 25 11 $28 $16 4
instrument lab-staifweil-at east wall 05-356371 60X |mjp on wrapped cardboard/paper OMA 3 4 in. 0.0, ow 2351 84 - $47 13

HALL-KIMBRELL ENVIRONMENTAL INC. Page 36 X . 06/09/89
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ASBESTOS ASSh_ 7 SURVEY
S -

H-K Buitding™ ¥ 14 Building Nunber: 14

Project Number: 0980193E ) Building Name: STORAGE
Project: G. HEILEMAN BREWERY “EY R SEATTLE, VASHINGTON 98134
Date Inspected: 03/28/89 . : ‘ Bullding Type: STRG/LAB
Inspector: MARK VOTH : , : : Year Constructed: UNKN
' 05-356372 60X , ' = m
05-356373 60X ' o 25 111
[ AREA COMMENTS ] : . . — | AREA # 03 TOTAL  $1,93  $1,220 ss,m]

The materials are in good to fair condition with minor contact and water damage. The materials are
approximately 3' to. 12* from the floor. At a2 minimum, it is recommended that the materfals be repaired and
monitored. If removal is plesnned, glove bag removal procedures sre recommended. - This sppears to be a
moderate traffic area. . .

. [ habalabedobdaiodedobed AREA NUMBER: 04 AREA DESCRIPTION: 2nd Floor-Carbon Dioxide Receiving Room AREA AVERAGE % ASBESTOS: 47X ) Teaar————
) SAHPLE ) - O UNLTS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER AS8 | _ MATERIAL DESCRIPYION CODE  QUANTITY MEASURE ‘10 POT PL| COSTS (=19 £ I CosTS
sbove carbon dioxide tank-slong ceiling 00-356366 50% |pipe covering OMA 92 ft. 4 in. 0.D. IlPSIk 15 11 $821 $513 1,334
above carbon dioxide tenk-along ceiling 00-356366 50X |pipe covering OMA 4 ft. 6 in. 0.D. HPS/R 25 111 $52 $32 $84
above carbon dioxide tank-along ceiling 00-356386 . 50X |pipe covering . OMA 10 ft. 8 in. 0.D. HPS/R 25 111 $141 $101 . $242
above carbon dioxide tank-along ceiling 00-356370 30X |wrapped cardboard/paper pipe  OMA 10 ft. 6 in. 0.D. DV 25 11 $130 $81 s211
above carbon dioxide tank-atong ceiling 00-356370 30X |wrapped cardboard/paper pipe  OMA 32 fr. 4 in. 0.D. DV 25 11 285 . $179 $464
above carbon dioxide tank-along ceiling 04-356367 50X |m]jp on pipe covering OMA 28 in. 0.D. "HPS/R 25 111 $96 $57 $15!
sbove carbon dioxide tank-along ceiling 04-356367 50X |mjp on pipe covering OHA 16 in. 0.0, HPS/R 25 111 39 R 743 6
above carbon dioxide tank-along cefling 04-356367 50X% |m]p on pipe covering OMA 246 4 in. 0.0. HPS/R. 25 111 $674 $375 $1,04
: 04-356368  60% : ' 25 111 :
04-356369 60% | ) : 25 111
sbove carbon dioxide tank-along ceiling | 05-356371 640X jmjp on wrapped cardboard/paper OMA 34 in. 0.0. oM 25 11 $84 $47 13
above carbon dioxide tenk-along ceiling 05-356371 60X [mjp on’ wrapped cacdboard/paper OMA 1 6 in. 0.0, ou 25 111 $39 $23 $6
: 05-356372 60X 25 111 :
05-356373 60X ‘25 11
AREA COMMENTS [ AREA # 04 TYOTAL $2,361 $1,431 $3,79
The materials are in good condition Wwith minor contact and water damage. The mater{als are spproximately 9* ‘
to 11! from the floor. At a minimum, it is recommended that the materisls be repaired and monitored. If
removal is planned, glove bag removal procedures are recommended. This appears to be a low traffic area, |, )
: . . l BUILDING # 14  TOTAL $12,189 $7,420 $19,8(
HALL-KIMBRELL ENVlRONHEN\fAL INC. Page 37 ' ‘ 06/09/89
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H-K Building: .15
Project Number: 0980193E
Project: G. HEILEMAN BREWERY “E!

;

ASBESTOS ASSE{ -

“SURVEY
< e

Building Number: 15~
Building Name:

OLD KEG UASHIN:

SEATTLE, VASHINGTON 98134

Date Inspected: 03/28/89 Building Type: KEGGING
Inspector: MARK VOTH Year Constructed: 1940
) l T wwaewh ks AREA NUMBER: 01 AREA OESCRIPTION: 1st Floor AREA AVERAGE X ASBESTOS: 27% heininiabisbndndniadeiid
[ SAMPLE D&N UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER AsB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE I POT PL{ COSTS !?09\'5 COSTS )
along north wall-at ceiling 00-356344  30% |urapped cerdboard/paper pipe  OMA 64 ft. 4 in. 0.0. DV 231 571 $357 $928
along south wall-at ceiling 00-356344  30% |wrapped cardboard/paper pipe OMA 80 fr. & in. 0.0. DM 23 111 7T $446 1,160
- above keg line-along cefling 00-356351 30X |pipe covering OMA 143 ft. & in. 0.D. HWPS/R 23 111 $1,276 798 $2,074
northwest stairwell-along ceiling 00-356351 30X |pipe covering OMA 17 ft. 6 in. 0.0. KPS/R 23 111 s221 $138 359,
‘near southeast corner-at keg line 00-356351. 30X |pipe covering QMA 44 fr. 4 in. 0.D. HPS/R 23 IIL $392 $246 $638
along north row of colums-at ceiling 00-356351 30X {pipe covering OHA 63 ft. 4 in. 0.D. HPS/R 23 111 3562 $352 914
northuwest. corner-at cefling 00-356351 30X |pipe covering OMA 8 ft. 6 fn. 0.D. HPS/R 23 111 $104 $65 $169
near West wall-along ceiling 00-356351 30X |pipe covering OMA 70 ft. 6 in. 0.D. HPS/R 23 111 $909 $568 1,417
along south wall-at ceiling 04-356345 40% |mjp on wrepped cardbosrd/paper OMA S 4 {n. 0.D. 11"} 311 $140 $78 $218
along north wall-st ceiling 04-356345  40% |mjp on wrapped cardboard/paper ONA 7 4 in. 0.D. ou 23 111 $197 $109 $306
04-356346  40%. ’ 23111
_ . 04-356347  40% _ 3 1m
northwest corner-at ceiling 05-356348 7% {mjp on non-suspect pipe cover OMA 2 & in, 0.0. [ 23 111 356 $31 87
near wWest wall-along ceiling 05-356348 7% lmjp on non-suspect pipe cover OMA 3 4 {n. 0.D. o 3 11 $84 47 $131
. - 05-356349 10X ' 23 1}
y 05-356350 10X . 23 111
near southeast corner-at keg line 06-356352 3% |mjp on pipe covering OMA 4 4 in. 0.D. HPS/R 23 111 $112 $62 174
northwest corner-at ceiling 06-356352 3% Imjp on plipe covering OMA 2 6 in. 0.D. HPS/R 23 I11 LY 4 $45 s122
above keg line-along ceiling 06-356352. 33X |mjp on pipe covering OMA 14 4 in. 0.0. HPS/R 23 I $393 $219 $612
above keg line-along ceiling 06-356352  3X Imjp on pipe covering OMA 26 in. 0.D.  HPS/R 23 II1 77 $4S $122
along north row of columns-at ceiling 06-356352 3% |mJp on pipe covering OMA 2 4 in. 0.D. HPS/R 23 111 356 $31 $87
near .west wall-along ceiling 06-356352 3% |mjp on pipe covering OMA 1 6 in. 0.D. HPS/R 23 11t $39 . 323 $62
. 06-356353  10% . 23 111
06-356354  10% 31
[ AREA COMMENTS l fARsA # 01 TOTAL $5,980 33,660 $9,640
The materials are in good condition with minor contact and water damage. The materials are approximately 3¢
to 12* from the floor. At a minimum, it is recommended that the materials be repaired and monitored. 1f
removel Is planned, glove bag removal procedures sre recommended. This appears to be a \ow traffic area.
_ [ *wwwmawanas  AREA NUMBER: 02 AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: 25% ot
SAMPLE O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  YOTAL
LOCATION OF THE MATERIAL NUMSER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID  POT PL|] COSTS COSTS COSTS
near S electrical panel-at heat exchange 00-356336 20X |pipe covering OMA 17 ft. 4 in. 0.0. HPS/R 38 111 $152 $95 s
north wall-near stairs - - 00-356340 30X |wrapped cardboard/paper pipe OMA 12 ft. 4 in. 0.D. DU 38 111 $107 $67 1
near S electrical panel-heat exchanger 01-356333 50X |boiler/tank Insulation ONB 193 sq.ft. 38 111 $5,452 $4,368 $9,8
HALL-KIHMBRELL ENVIRONMENTAL INC. 4 Page 38 ’ 06/09/89
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H-K Buitding™#: 15
Project. Number: 0980193E

Project: G. HEILEMAN BREWERY “E
Date Inspected: 03/28/89

ASBESTOS ASSE\. . ' SURVEY
p——

Building Number:
suilding Name:

‘15

BN 4

OLD KEG WASHING :
SEATTLE, WASHINGTON .9B134

Building Type: KEGGING
Inspector: HARK VOTH Year Constructed: 1940
01-358334 20X 38 111
01-356335  20% . .38 1y :
near S electrical panel-at heat exchange 02-356337 10X |mjp on pipe covering . OMA 2 4 in. 0.0, HPS/R 38 111 $56 s31 87
: 02-356338 10% . 38 111 .
) 02-356339 10X ’ : 38 111 ‘
north wall-near stairs 03-356341 30X [mjp on wrapped cardboard/paper OMA 3 4 in. 0.0, oy 38 111 $84 $47 $134
' 03-356342  40% ' 38 111 ,
03-356343  40% 38 111} .
[ AREA COMMENTS : l AREA # 02 TOTAL $5,851 4,608 m.ssv]
The materials are in fair condition with minor contact and water demage. The materials are approximately 1°
to 10' from the floor. At a minimum, it is recommended that the materials be repaired and monitored.
removal {s planned, gross removal procedures sre recommended. This appears to be a low treffic area.
[ BUILDING # 15 TOTAL  .$11,831

HALL-KIMBRELL ENVIRONMENTAL INC.
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FIRST FLOOR
. . 1 SALLIOGRNL mesonpex ez C. HELEMAH GREWING COMPANY
SALE ERET IDENTPIGATION e T I PROJKCT NUMBER: 09BO193E
cwE. NUMBER b HEILEMAN BREWING COMPANY
oy w . | RANIER BREWNG COMPANY
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SECOND FLOOR
EALL TN, e s © TEXERAN BROING COUPARY
SAWLE % S IDENTIFICATION m“.m“"““" - PROJECT NUMBER. 09BOT93E
CODE NUMBER e HELEMAN BREWING COMPANY
M @ RAINIER BREWING COMPANY
' el BULDING 15 OLD KEG WASHING
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ASBESTOS ASSES . SURVEY X

H-K Building #:~21 ~— Building Nurber: 21722 e
Project Number: 0980193E . Building Name: BREWHOUSE/STOCK CELLARS
Project: G. HEILEMAN BREWERY “E" . - SEATTLE, WASHINGTON
Date Inspected: 03/21/89 . Buitding Type: BREW/STOCK
Inspector: TIM SWARTZ Year Constructed: 1948
‘ bl bl lddotd AREA NUMBER: 01 AREA DESCRIPTION: Ground Floor-Part #21-Spent Grain Room AREA AVERAGE X ASBESTOS: 22X bbbttt l
: SAMPLE . . ON UNITS OF PIPE EXP REMOVAL REPLACE“E'_“' TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 1D POT PL{ COSTS COSTs ~~  CcosTs
above caustic tank & along east wall 00-356573 25X |pipe covering OMA 50 ft. 4 in. 0.D. WPS/R 27 IIt $446 279 © ST
southeast area-by caustic tank 00-356577 0% |pipe covering - OHA 30 ft. 8 in. 0.D. DM -
above caustic tank & along south wall 00-356581 10X {wrapped cardboard/paper pipe  OMA 42 ft. 8 in. 0.0, DW 27 11 $594 $425 $1,019
center E to W-along beam-at ceiling 00-356585 15X |wrapped csrdboard/peper pipe  OMA 25 ft, 6 in. 0.D. DV 27 1 $326 $203 $527
along east wall-near cefling 00-356585 15X |wrapped csrdbosrd/paper pipe  OMA 70 ft. 4 in. 0.D. OM 27 111 3624 $391 $1,015
near north entrance 00-356585 15X [wrapped cardboard/paper pipe  OMA 26 ft. 8 in. 0.0. OW 27 111 $368 $263 $631
above caustic tenk & along east wall 00-356585 15X {wrapped cardboard/paper pipe  OMA 30 ft. 4 in. 0.0. DV 27 111 $268 $167 $435
center B to S-along beam-at ceiling 00-356585 15X {wrapped cardboard/paper pipe  OMA 12 ft. 4 in. 0.0. DW 27 111 $107 $67 176
above caustic tank & along east wall | 12-356574  15% |mjp on pipe covering ‘ OHA 20 4 in. 0.D. KPS/R 27 111 $562 312 $874
12-356575  10% ’ o . 27 11
: . 12-356576  25% : 27 111 ’
southeast area-by caustic tank 13-354578 0X {mjp on pipe covering OMA 3 8 in. 0.0. DU 27 11 $144 385 $229
. 13-356579 0% . ‘ 27 111 ) .
' . 13-356580 ox . . 271 ) )
above caustic tank & aslong south wall 14-356582 35X |mjp on wrapped cardboard/paper OMA 70°8 in. 0.0. oW 27 111 $3,349 $1,981 $5,350
14-356583 40X . . ' 27 111 .
’ : 14-356584 50% ) ' 27 11
near north entrance ’ 15-356586 50X {mjp on wrapped cardboard/paper ONA 2 8 in. 0.D. DM 27 11X $96 $57 $153
slong east wall-near ceiling 15-356586 50X imjp on wrapped cardboard/paper OMA 10 4 in. 0.D. M 27l $281 | $156 © SA3Y
above caustic tank & along east wall 15-356586 50% [mjp on wrapped cardboard/paper OMA 64 in. 0.0. oy 27 111 $169 94 $263
center E to W-slong beam-at ceiting 15-356586 50X Imjp on wrapped cardboard/paper OMA 16 in. 0.0. ou 27 11 $39 23 : $62
center N to S-along beam-at ceiling . 15-356586 50X |mjp on-wrepped cardboard/paper OMA 14 in, 0.0. oy 27 11 $28 1 $44
) 15-356587  60% . 27 111
15-356588 60X | . : 27 111 " “

[ AREA cqm_sms' ] AREA # 01 TOTAL $7,419 $4,519 sn,m] |
The materials are in fair condition with minor localized contact and water damage. The materials are ‘ : i !
approximately 5¢ to 14! from the floor. At a minimm, it is recommended that the materials be properly ) ) '

repaired snd monitored. 1f removal is planned, gross removal procedures are recommended. This appears to
be a medium traffic area.

I wwswwkdEhww AREA NUMBER: 02 - _ AREA DESCRIPTION: Ground Floor AREA AVERAGE X ASBESTOS: 27% R oot i
. SAMPLE O&M UNITS OF PIPE EXP RENOVAL 'REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER: ASB MATERITAL DESCRIPTION CODE  QUANTITY MEASURE - ID POT PL| COSTS . costs costs
part 21-brew kettle rm-under S kettle 00-356573 -25% '|pipe covering ' OMA 80.ft. 4 in. 0.D. HPS/R 26 111 $7 $446 $1,16
part 21-breuw kettle rm-under S kettle 00-356573 25X |pipe covering OMA 5 ft. 6 in. 0.0. HPS/R 26 IIlI $65 $41 . $10

HALL-KIMBRELL ENVIRONMENTAL INC. ‘Page 44 : ‘ . U6I09/89
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H-K Building-.__21 :
Project Number: 0980193E
C Project: G. HEILEMAN BREWERY “E®
Date Inspected: 03/21/89

ASBESTOS Assei\, \SURVEY
- f
N’

Building Number:

Building Name:

Building Type:

22
SEATTLE, VASHINGTON
BREU/STOCK

)
nneunwsslsmct\&ems

. Inspector: TIM SWARTZ Year Constructed: 1948
part 21-west wall 00-356573  25% |pipe covering OHA 20 ft. 6 in. 0.D. HPS/R 26 III $260 $162 $422
stairuell in pert 21 00-356573 25X |pipe covering OMA 5 ft. 4 in. 0.D. HPS/R 26 111 45 $28 73
stairwell in part 21 00-356573 25X |pipe covering OMA 3 ft. 6 in. O.D. HPS/R 26 111 $39 24 $43
part 21-brew kettle rm-under N kettle 00-356573 25X {pipe covering OMA 45 ft. 4 in. 0.D, HPS/R 26 111 $401 $251 - 3452
part 21-brew kettle rm-under N kettle 00-356573 25X |pipe covering OMA 16 ft. 6 in. O.D. HPS/R 26 11l $208 $130 $338
part 21-against south watl-along ceiting 00-356573 25X |pipe covering OMA 20 fr. 4 in. O.D. HPS/R 26 111 $178 $112 $200
pert 21-brew kettle rm-along east wall 00~356573 25X |pipe covering OMA 45 ft. 4 in. O.D. HPS/R 26 111 $401 $251 - 8652
part 22-cellar H stock-along east wall 00-356573 25X |pipe covering OHA 180 ft. 4 in. 0.D. HPS/R 26 Il $1,606 $1,004 $2,610
part 22-cellsr H stock-along east wall 00-356573 25X |pipe covering OMA 180 fr. 8 in. 0.D. HPS/R 26 111 $2,547 $1,820 $4,367
part 21-west wall 00-356573 25X pipe covering OMA 40 ft. 8 in. 0.D. HPS/R 26 111 $566 $404 $970
part 21-brew kettle room-catwalk 00-356573 25X |pipe covering OMA 130 ft. 4 in. 0.D. HPS/R 26 III $1,160 725 $1,885
pert 21-breuw kettle room-catwalk 00-356573 25X {pipe covering OMA 88 ft. 6 in. 0.D. HPS/R 26 III $1,142 ST, $1,856,
part 21-west wall 00-356573 ~ 25X |pipe covering OMA 40 ft. 4 in. 0.D. HPS/R 26 I1I1 $357 $223 $580!
stairwetl {n part 21 00-356573 25X |pipe covering OMA 3 ft. 10 in. 0.0 HPS/R 26 111 $57 $42 99
pt 21-brew kettle rm-catwalk-ctr&E wall 00-356577 0% |pipe covering OHA 35 ft. 4 in. 0.D. DM .
pt 21-brew kettie rm-catwalk-ctr&€ wall 00-356577 °  0X |pipe covering OMA 10 ft. 6 in. 0.D. DM
part 21-against south wall-along ceiling 00-356577  0X |pipe covering OMA 25 ft. 8 {n. 0.0. DM
part 21-brew kettle rm-northeast srea 00-356589  40% |pipe covering OMA 25 ft. 6 in. 0.D. PL ~ 26 IIN $324 $203 $527
part 21-brew kettle rm-kettle at N end . 01-356463 50X |boiler/tank insulation oMB 830 sq.ft. 26 111 $23,448 . 18,783, $42,231
01-356464 35X 26 111
. 01-356465 35X ' 26 111 ’
part 21-brew kettle rm-kettle at S end -02-356466 40X |bofter/tank insulation OMB 830 sq.ft. 26 111 $23,448 $18,783 $42,231
' . - 02-356467 ° 40% : 26 111
: . 02-356468  40% _ 26 111 ‘
part 21-brew kettle room-catwalk 12-356574 154 |mjp on pipe covering OHA 16 4 in. 0.D. HPS/R 26 111 $449 $250 $69¢
part 22-cellar H stock-along east wall 12-356574 15X imjp on pipe covering ONA 4 8 in. 0.D. HPS/R 26 111 $193 $113 I
part 21-brew kettle rm-under S kettle 12-356574 15X |mjp on pipe covering OHA 20 4 in., 0.0, HPS/R 26 111 $562 - $312 $87
part 21-west walt 12-356574 15X {mjp on pipe covering OMA 54 in. 0.D. HPS/R 26 111 $140 $78 $21(
stairwetl In part 21 12-356574 15X |mjp on pipe covering OMA 1 10 in. 0.D. HPS/R 26 111 $463 © 839 $10;
part 22-cellar H stock-along east wall 12-356574  15% |m]p on pipe covering OMA 44 in. 0.D. HPS/R 26 111 s$112 $62 17
part 21-against south wall-along ceiling 12-356574 15X |mjp on pipe covering OMA 4 4 in. 0.0. HPS/R 26 111 $112 $62 $17
part 21-brew kettle rm-under N kettle 12-356574 15X |m]p on.pipe covering - OMA 15 4 in, 0.D. HPS/R 26 111 $421 . 8234 $65!
part 21-west wall . 12-356574 15X |mjp on pipe covering OMA 4 8 in. 0.0, HPS/R 26 111 .$193 $113 $30
part 21-brew kettle room-catwalk 12-356574° 15X Im]p on pipe covering OMA 20 6 in. 0.D. HPS/R 26 11} sT74 $454 $1,22
stairwell in part 21 12-356574  15% |m}p on pipe covering OMA 1 6.in. 0.D. HPS/R 26 111 $39 $23 $6
stairwell in'part 21 12-356574  15% [mip on pipe covering OMA 14 in. 0.0. HPS/R 26 111 $28 $16 $4
‘part 21-brew kettle rm-along east wall 12-356574 15X ImJp on pipe covering OMA 10 4 in. 0.D. HPS/R 26 111 $281 $156 $43
part 21-west wall 12-356574  15% |mjp on pipe covering OMA 8 6 in. 0.D. HPS/R 26 111 $309 $182 $49
12-356575  10% 26 111
. 12-356576  25% 26 111 .
pt 21-brew kettle rm-catwalk-ctri€ wall 13-356578 0% {mjp on pipe covering OMA 8 4 in. 0.0. v 26 111 $225 $125 $35
part 21-against south wall-along ceiling 13-356578 0% |m)p on pipe covering OMA 28 in, 0.D. Y] 26 111 $96 57 $15
: . 13-356579 - 0% : 26 111
. 13-356580 174 26 111 .
part 21-brew kettle rm-northeast area 16-356590 40X {m]p on pipe covering ONA 12 6 in. 0.D. PL 26 111 $464 273 ST.
‘ ) : 16-356591 0% ) 26 111
16-356592  40% 26 111
part 21-brew kettle rm-caustic tank 17-356593  0X |boiler/tank insulation OHB 90 sq.ft.
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ASBESTOS ASS.

\\.

T SURVEY
H-K Buildin,.. . 21 < Bultding llumber- 21/22 ~
Project- Number: 0980193E Building Name: BREWHOUSE/STOCK CELLARS
Project: G. HEILEMAN BREWERY WE" SEAYTLE, WASHINGTON
Date Inspected: 03/21/89 Building Type: BREUIS‘I’OCK
Inspector: TIM SWARTZ Year Constructed: 1948
17-356594 [i73
' 17-356595 0%
part 21-brew kettle rm-3M CIP tank-north 18-356596 40X |boiler/tank insulation OMB 86 sq.ft. . 26 111 $2,430 $1,946 $4,3i
18-356597 50X 26 111
18-356598 40X 26. 111
l AREA COMMENTS I AREA # 02 TYOTAL $63,857 $48,641 : $112,4
The materials sre {n fair to good condition with minor contact and water damage. The materials are
approximately 1' to 10! from the floor. At a minimum, it is recommended that the materials be repaired and
moriitored. 1f removal i{s planned, extensive gross removal procedures ere recommended. This appears to be a
high traffic area.
l hadabedababdobdododed AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor-Part #21 A AREA AVERAGE X ASBESTOS: 35X bininiabeieioiniabuininied
SAMPLE 08X URITS OF PIPE EXP REMOVAL  REPLACEMENT  TOVAL
LOCAYION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL] COSTS COSTS cosTS
stairwell between 1st & 2nd floors 00-358472 30% |pipe covering OHA .20 fr. 4 in. 0.0, HPS/R 26 111 $178 $112 $2
stairwell between 1st & 2nd floors 00-356472 30X |pipe covering OHA 8 ft. 10 {n. 0.D HPS/R 26 111 $151 s112 $2
stalrwell between 1st & 2nd floors 00-356472 30X |pipe covering OHA 8 ft. 12 in. 0.0 KPS/R 26 11l $176 $135 I 3
kettle room-north srea 00-356472 30X |pipe covering OMA « 140 ft. & in. 0.0. HPS/R 26 11! $1,249 $781 $2,0
kettle room-north area 00-356472 30X |pipe covering OMA 16 ft. 6 in. 0.D. WPS/R 26 (11 $208 $130 |
kettle room-north area 00-356472 30% |pipe covering OMA 15 ft. 8 in. 0.0. KPS/R 26 11l $212 $152 s
kettle room-mezzanine-along south wall 00-356472 30% [pipe covering OMA 10 fr. 12 in. 0.D HPS/R 26 III . %220 $169 3t
kettle room-mezzanine-along north wall 00-356472 30X |pipe covering OHA 5 ft. 6 in. 0.D. HPS/R 26 111 $65 $61 $U(
kettle room-hops storage 00-356472 - 30X [pipe covering OMA 40 fr. 4 in. 0.D. HPS/R 26 111 8357 $223 35t
kettie room-mezzanine<along south untl 00-356472 30X |pipe covering OMA 10 ft. 10 in. 0.0 KPS/R 26 111 $189 $140 30
kettle room-mezzanine-along north wall 00-356472 30X |pipe covering OHA 30 fr. 8 in. 0.0. HPS/R 26 111 $424 $303 ST
kettle room-mezzanine-against east wall 00-356472 30X [pipe covering OHA 18 ft. 8 in. 0.D. WPS/R 26 111 $255 $182 &
kettle room-mezzanine-egainst south wall 00-356476  40% |wrapped cardboard/paper plpe OHA 10 ft, 8 in. 0.D. DW 26 11l $141 101 $2
 kettle room-bresk room 00-356476 40X |wrapped cardboard/paper pipe  OHA 1 ft. 6 in, 0.D. DM 26 111 $13 $8 - $
kettle room-break room 00-356476 40X {wrepped cardboard/paper pipe ONA 10 ft. 8 in. 0.0. DW 26 111 $141 $101 $2
kettle room-hops storage-northeast area 00-356476 40X iwrapped cardboard/paper pipe  OMA 10 ft. 6 fn. O.D. DW 26 111 $130 $81 . $2
stairwell between 1st & 2nd floors 04-356473 50X |m]p on pipe covering OMA 6 4 in. 0.D. HPS/R 26 111 $169 $94 L -
_kettle room-north ares 04-356473 50X mjp on pipe covering OHA 4 6 in. 0.D. HPS/R 26 111 $155 $91 s2
stairwell between 1st & 2nd floors 04-356473 50X imjp on pipe covering OHA 2 10 in. 0.D. HPS/R 26 111 $125 $78 $2
kettle room-meuanfne-nlong north watl 04-356473 50X |m]p on pipe covering OMA 6 6 in. 0.0, RPS/R 26 111 $232 $136 3
kettle room-mezzanine-atong north wall 04-356473 50X |m}p on pipe covering OMA - 58 in. 0.D. HPS/R 26 111 $241 $141 33
stairwell between 1st & 2nd floors 04-356473" 50X |m]p on pipe covering OMA | "2 12 in. 0.0, HPS/R 26 111 $152 $95 $2
kettle room-north area 04-356473  50% |mjp on pipe covering OHA™ 24 fn. 0.0.  WPS/R 26 111 $337 $187 5
kettle room-hops storage-south area 04-356473 50X |mjp on pipe covering ONA 12 4 in. 0.D. HPS/R 26 111 337 - $187 $5
kettle room-north area 04-356473  50% |mjp on pipe covering OMA 3.8 in. 0.D. HPS/R 26 111 $144 $85 $2
kettie room-mezzanme-againsg east wall 04-356473 50X |mjp on pipe covering " OMA 4 8 in. 0.D. RPS/R 26 111 $193 $113 £\
04-356474. 50X 26 111
04-356475  60% 26 111
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H-K Buildingwy 21
Project Number: 0980193E
Project: G. HEILEMAN BREWERY “E"
Date Inspected: 03/21/89
Inspector: TIM SWARTZ

ASBESTOS ASSE_ )} SURVEY
. s

Building Number: 21/22
BREUWHOUSE/STOCK CELLARS
SEATTLE, UASHINGTON
BREW/STOCK

sullding Name:

Building Type:

Year Constructed: 1948 234
kettle room-break room 05-356477 60X |mjp on wrapped cardboard/paper OMA 1 8 in. 0.0. oW 26 111 $43 $28 $7
kettle room-break room 05-356477 60X |mjp on wrapped cardboard/paper - OMA 2 6 in. 0.D. o 26 111 77 $45 $12

- 05-356478  50% 26 111
. 05-356479 50X . 26 111 )
kettle room-break room-whirlpool 06-356480 50% |boiler/tank insulation OoMB 550 sq.ft. 26 111 $15,538 $12,446 $27,98
06-356481 10X : ’ 26 111 .
06-356482 40X 25 111
r/«m COMMENTS ] [mervos o saresr sisaer  saa
The materials are in good condition with minor contact and water damage. The materials are approximatety 1?
to 18' from the floor. At a minimum, it is recommended the materials be repaired and monitored. If removal
is ptanned, gross removal procedures are recommended. This sppears to be a high traffic ares.
l bbbl AREA NUMBER: 04 AREA DESCRIPTION: 3rd Floor-Part #21-Tank Bottom Room . AREA AVERAGE X ASBESTOS: 32X bdndabedoiobetoinddeiniel
SAMPLE . O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS CosTS -COSTS
below mash tub 00-356495 30X |pipe covering OMA 55 ft. & in. 0.0. HPS/R 28 111 $491 $307 79
below mash tub . 00-356495 30X |pipe covering OMA 35 ft. 6 in. 0.D. HPS/R 28 111 $454 $284 3
north of mash filter 00-356495 30X |pipe covering OMA 6 fr. 4 in. 0.D. HPS/R 28 III}. $54 33 $8
south of mash filter 00-356495 30X |pipe covering OMA 10 ft. 8 in. 0.0. HPS/R 28 III - $141 s101 $24
betow adjunct ‘cooker 00-356495 . 30X |pipe covering OMA 25 ft. 10 in. 0.0 HPS/R 28 I} 472 $349 $82
below convertor tank 00-356495 30% (pipe covering OMA 30 ft. 6 {n. 0.D. HPS/R 28 11l $389 $243 $43
Just northeast of caustic tank 00-356495 30% |pipe covering OHA 15 ft. 4 in. 0.D. HPS/R 28 1II $134 $84 st
just northeast-of caustic tank 00-356495 30X |pipe covering OMA . 5 ft. 6 in. 0.D. HPS/R 28 111 $65 1 $10
below convertor tank . 00-356495 30X |pipe covering - OMA 60 ft. 4 in. 0.D. HPS/R 28 111 3535 $335 $87
below adjunct cooker 00-356495 30X |pipe covering OMA 55 ft. 6 in. O.D. HPS/R 28 I11 $714 $446 $1,16
betow adjunct.cooker 00-356495 30X |pipe covering ONA 60 fr. 4 in. 0.0. WPS/R 28 111 $535 335 $87
behind caustic tank-sgainst south wall 00-356495 30X |pipe covering OMA 16 ft. 8 in. 0.D. HPS/R 28 111 $226 $162 38
behind caustic tank-against south wall 00-356499 20X |wrapped cardboard/paper pipe OMA 8 ft. 8 in. 0.D. KPS/R 28 111 113 381 $19
center E to Wralong beam-nesr ceiling 00-356603 30X |pipe covering OMA 90 ft. 6 in. 0.D. PL 28 111 $1,168 $730 $1,89
east side-mash filter-near floor 00-356603 30X |pipe covering OMA - 6 fr. 6 in. 0.D. PL. 28 111 $78 $49 $12
east s{ide-mash filter-near floor 00-356603 30X |[pfpe covering . OMA 6 fr. 4 in. 0.0. PL 28 111 $54 $33 $8
east wall-nesr sdjunct cooker-st floor 00-356603  30% |pipe covering OMA 4 ft. 10 in. 0.0 PL 28 111 $75 $56 )]
below adjunct,convertor & mash tub tanks 00-356603 30X |pipe covering OHA 60 ft. 10 in, 0.0 PL 28 111 $1,132 $833 $1,9
east wall-near sdjunct cooker-at flaor 00-356603 30X |pipe covering OMA 22 ft. 6 in. 0.0, PL 28 111 $286 178 $4¢
convertor tank 07-356483 35X |boiler/tank insulation OMB 600 sq.ft. 28 111 $16,950 $13,578 . $30,5¢
07-356484 *  40% ’ 28 111 '
07-356485  40% 28 111
adjunct cooker gg-;g:zgg 23: boiler/tank insulation oMB 600 sq.ft, 28 111 $16,950 $13,578 $30,5¢
UG- ; 28 111
, 08-356488 40X : T 28 111
mash tub 09-356489 50X ‘|boiler/tank insulation OMB 600 sq.ft. 28 111} $16,950  $13,578 $30,5:
09-356490  50% 28 111 ) .
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SURVEY

ASBESTOS ASSE
i

H-K Building ....21
Project Number: 0980193E

- Project: G. HEILEMAN BREWERY “E"
Date Inspected: 03/21/89

Inspector: TIM SUARTZ

Buflding Nuwber: 21722 ;

Building Name: BREWHOUSE/STOCK CELLARS

SEATTLE, UASRINGTON

Buflding Type: BREW/STOCK
Year Constructed: 1948

. R oo
: 09-356491 0% 28 111 .
caustic tank 10-356492 50X iboiler/tank insulation OMB’ 500 sq.ft. 28 11 $16,125 $11,315 $25,44¢
© 10-356493 50X | . 28 111
10-356494 - 50% 28 111
below adjunct cooker 11-356496 40X |{m}p on pipe covering OMA 25 6 in. 0.D. HPS/R 28 (11 067 $568 $1,5%
‘below convertor tank 11-356496 40X |mjp on pipe covering OHA 35 4 in. 0.D. HPS/R 28 111 $983 $546 $1,52
Jjust northeast of caustic tank 11-356496 40X mjp on pipe covering OMA 26 in. 0.D. HPS/R 28 111 sT7 $45 $12,
betow mash tub "11-356496 40X |mjp on pipe covering OHA 30 4 in. 0.D. HPS/R 28 111 $343 $468 $1,31
below adjunct cooker 11-356496 40% |mjp on pipe covering OHA 6 10 in. 0.D. HPS/R 28 111 376 $235 61
just northeast of csustic tank 11-356496 40X |mjp on pipe covering OMA 8 4 in. 0.0. HPS/R 28 111 $225 $125 $35¢
below adjunct cooker 11-356496 40X |mjp on pipe covering OMA 27 4 in, 0.D. HPS/R 28 111 $758 " $421 st 1
south of mash filter 11-356496 40X |m]p on pipe covering OMA 2 8 in. 0.D. RPS/R 28 111 396 $57 $15:
below convertor tank 11-356496 40X |mjp on pipe covering OMA 5 6 in. 0.0, HPS/R™ 28 111 $193 114 $30;
below mash -tub 11-356496 40X |mjp on pipe covering OMA 14 6 in. 0.D. HPS/R .28 111 $542 $318 $86(
11-356497  50% . : 28 111 .
: 11-356498  50% | . . 2811
below sdjunct,convertor & mash tub tanks 21-356604 60X |{mjp on pipe covering OMA 10 10 in. 0.D. PL 28 111 $626 3391 st,00
center £ to W-along beem-near ceiling 21-356604 60X [m]p on pipe covering OMA 10 6 in. 0.D. PL 28 111 $387 $227 $6%
east wall-near adjunct cooker-at floor 21-356604 60X |mjp on pipe covering OHA 6 6 in. 0.0, PL 28 111 $232 $136 $36
east wall-near adjunct.cooker-at floor 21-356604 60X |mjp on pipe covering OMA 2 10 in. 0.D. PL 28 111 . %125 $78 $20
21-356605  60% : . 28 111
21-358606 60X 28 111y
[ aren comenrs [amen#oe o s7a,521  se0,465 513,98
The materinls are in fair condition with localized contact and water damage. The materfals are
approximately 1* to 10' from the floor. At a minimum, it is recommended that the mater{als be repaired and
monitored. 1f removal is planned, extensive gross removal procedures are recommended. This appears to be a
high traffic area. } '
whewwwhwadn - AREA NUMBER: 05 AREA DESCRIPTION: 3rd Floor-Part #21-Tank Top Room -AREA AVERAGE X ASBESTOS: 30% fobodintadeleteintatni
b SAMPLE * . 03H UNITS OF PIPE EXP REMOVAL  REPLACENENT  TOTAL
LOCATION OF THE MATERIAL HUMBER ASB HATERIAL DESCRIPTION CODE  QUANTITY MEASURE 1D POT PL| COSTS COSTS COSTS
north wall-by adjunct cooker 00-356495 30X |pipe covering OMA 15 ft. 4 in, 0.D. HPS/R 27 IIl $134 T $84 $21
north wall-by adjunct cooker 00-356495 30X |pipe covering OMA 10 ft. 8 in. 0.D. HPS/R 27 111 $141 $101 $24
north wall-by adjunct cooker 00-356495 30X |pipe covering OMA 10 ft. 12 in. 0.D HPS/R 27 111 $220 $169 $38
south uall-behi_nd-caust!c tank 00-356495 , 30X |pipe covering OMA 30 ft. 6 In. 0.D. HPS/R 27 111 $389 $243 $63
south wall-behind caustic tank 00-356495 30X |pipe covering OHA 10 ft. 4 fn. 0.0. HPS/R 27 111 $89 $56 $1
south wall-behind caustic tank 00-356495  30% |pipe covering OHA 20 ft. 10 in. 0.0 HPS/R 27 111 377 $219 ¢
south wall-behind caustic tank’ 00-356499 20X |wrapped cardboard/paper pipe  OMA 10 ft. 10 in. 0.0 HPS/R 27 Il $189 $140 3
next to mash tub -00-356603  30% |pipe covering OHA 2 ft. 6in. 0.0. PL 27 11 $2865 E37(] S
next to adjunct cooker 00-356603 30X |pipe covering ONA 27 ft. 6 in. 0.0 PL 2T 11 $350 $219 5
_next to convertor tank 00-356603 30X |pipe covering OMA 12 ft. 6 in. 0.D. PL 27 11 $156 97 $2
" next to. adjunct cooker 00-356603 30X |pipe covering OMA 25 ft. 8 in. 0.D. PL 27 111 $354 $253 %8
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T ASBESTOS ASSE \SURVEY . b
H-K Buildiny . 21 : - Building Number: 21/22
Project Number: 0980193E ’ : : Buftding Name: BREWHOUSE/STOCK-CELLARS
: Project: G. HEILEMAN BREWERY "EY : ’ SEATTLE, MASHINGTON
Date Inspected: 03/21/89 ‘ ' . Building Type: BREW/STOCK
Ingpector: TIM SWARTZ ' . Year Constructed: 1948
next to adjunct cooker 00-356603 30X |pipe covering OMA 12 ft. 4 in. 0.0. PL 27 111 $107 $67 $174
next to mash tub " 00-356603  30% |pipe covering OMA 40 ft. 4 in. 0.D. PL 27 1 $357 223 $580,
next to mash tub " 00-356603 30X |pipe covering OHA | 7 ft. 8 in. 0.D. PL 27 1n 9 s $170
next to convertor tank . 00-356603 30X |pipe covering OMA 12 ft. 8 in. 0.0. PL 27 111 $170 s121 $291
next to convertor tank 00-356603 30X |pipe covering OMA 12 ft. 4 in. 0.0, PL 27 111 $107 $67 S1T4!
north wall-by adjunct cooker 11-356496 40X |m]p on pipe covering OMA 54 in. 0.0, HPS/R 27 111 $140 78 218
south wall-behind caustic tank 11-356496 40X |mjp on pipe covering OMA 2 4 in. 0.0, KPS/R 27 111 $56 $31 87
south wall-behind csustic tank 11-356496 40X |mjp on pipe covering OMA 6 10 in. 0.D. HPS/R 27 111 $376 $235 $611
north wall-by adjunct cooker 11-356496 40X Imjp on pipe covering OMA 18 in. 0.0, HPS/R 27 111 $48 $28 $76
south walt-behind caustic tank 11-356496 40X Imjp on pipe covering OHA 2 6 in. 0.D. HPS/R 27 111 77 $45 s122
11-356497 50% | . : 27 111 :
’ 11-356498 50X : 27 11
south wall-behind csustic tank 20-356600 70X |mjp on wrapped cardboard/paper OHA 6 10 tn. 0.0. HPS/R 27 111} $376 $235 $611
. : 20-356601  60% i o 27 111
: . 20-356602  0X : 27 111 .
next to mash tub 21-356604 60X |mjp on pipe covering OMA 6 8 in. 0.0. PL 27 111 £289 $170 $459
next to convertor tank 21-356604 60X |mjp on pipe covering OMA 4 8 in, 0.0. PL 27 111 $103 $113 306
next to adjunct cooker 21-356604 60X |mjp on pipe covering OMA 6 4 in. 0.D. PL 21 $169 $94 $263
next to adjunct cooker -21-356604 60X |mjp on pipe covering OMA 8 8 in. 0.D. PL ar 111 $385 $226 $511
next to mash tub . 21-356604 60% [mjp on pipe covering OMA 8 6 in. 0.0. PL 27 11 $309 $182 491
next to convertor tank : 21-356604 60X |mjp on pipe covering OMA 24 in. 0.0. PL 27 111 $56 - $31 387
next to adjunct cooker 21-356604 60X |mjp on pipe covering OMA 12 6 in. 0.D. PL 27 11 $464 820 731
next to mash tub’ : 21-356604  60% |mjp on pipe covering OHA 12 4 in. 0.D. PL 27 111 $337 $187 3524
next to convertor tank 21-356604 60X |mjp on pipe covering . OMA 4 6 in. 0.0. PL 27 111 $155. L2 $24¢6
: 21-356605  60% 27 111 '
21-356606 60X | ’ ) 27 111
\ AREA COMMENTS : - : AREA # 05 TOTAL $6,955  $4,387  $11,342
" The materials are in good condition with minor contact damage. The materists are spproximatetly 1' to 12¢
from the floor. At a minimum, it is recommended that the materials be repaired and monitored. If removal
is planned, extensive gross removal procedures sre recommended. This appears to be a high traffic area.
l wadwnwuwmax  AREA NUMBER: 06 - AREA DESCRIPTION: 4th Floor-Part #21-Graln Hopper Room AREA AVERAGE X ASBESTOS: 42X buininkeininioiatindskaled
SAMPLE ‘ OfH UNITS OF  'PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE- MATERIAL NUMBER ASB MATERIAL DESCRIPTION - CODE  QUANTITY MEASURE . 10 POT PL| COSTS COSTS COSTS
along south & east walls : ‘| 00-356608 . 50X {pipe covering OHA 4 ft. & in, 0.D. HPS/R 27 IIL 336 $22 351
along south & eest walls 00-356608 ¢« 50X |pipe covering OHA 22 ft. 6 in. 0.D, HPS/R 27 111 $286 178 K&
along south & east walls . 00-356608  50% |pipe covering OMA 100 ft. 12 in. 0.D KPS/R 27 111 $2,202 $1,693 $3,89
closet next to south doorway-at ceiling -00-356608 50X |pipe covering - OKA 5 ft. & in. 0.D. HPS/R 27 111 $45 $41 $10
closet west of elevator 00-356608 50X |pipe covering OMA 10 ft. 6 in. 0.D. HPS/R 27 111 $130 $81 $21
south wall-above exit & elevator 00-356608 S0X |pipe covering OMA 20 ft..6 in. 0.D. HPS/R 27 111 $260 $162 $42
east center area-next to east wall 00-356612 0% |wrapped cardboard/paper pipe OMA 24 ft. 6 in. 0.0. DVW :
along south & east walls 00-356730° 40X |pipe covering OMA 90 ft. 12 in. 0.D DU 27 111 $1,982 $1,524 $3,50
HALL-KTMBRELL ENVIRONMENTAL INC. : Page 49 06/09/89
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H-K Building %! 21

AN

.} surveY

ASBESTOS ASSE. ;

Building Number:

)
vz N

Project Number: 0980193E 8uflding Hame; BREWHOUSE/SYOCK CELLARS
. Project: G. HEILEMAN BREWERY “E" SEATTLE, WASHINGTON
Date Inspected: 03/21/89 Building Type: BREW/STOCX
Inspector: TIM SWARTZ Year Constructed: 1948
along south & east walls 19-356731  50% |mjp on pipe covering OHA 4 12 in. 0.0, ©W 27 111 303 $190 %93
: 19-356732 © 40X : . 27 111
19-356733. 45X : 27 1l . .
along south & east ualls 22-356609 0X% [mjp on pipe covering OMA 6 6 in. 0.D. HPS/R 27 111 $232 $136 $36¢
along south & east watls 22-356609 0X imjp on pipe covering OHA 4 12 in. 0.D.  HPS/R 27 111 $303 $190 $49!
22-356610 60X 27 1
22-356611  10% 27 11
[ AREA COMMENTS J AREA # 06 TOTAL 35,799  $4,217  $10,01
The materials sre in good condition with minor contect and water damage. The materfals are spproximately 1¢
to 16* from the floor. At a minimum, it is recommended that the materials be repaired and monitored. If
removal is planned, extensive gross removal procedures are recommended.. This sppears to be a low traffic
area. .
| bdobdodoiddodododl AREA NUMBER: 07 AREA DESCRIPTION: Sgh »Floor-Par.t.#Zl AREA AVERAGE X ASBESTOS: 43X bdaieiatainnbediiaidnd
SAMPLE O8M UNITS OF PIPE EXP REMOVAL  REPLACEMENT TOTAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL] COSTS COSTS COSTS
. southwest area-by scales 00-356613 60X |pipe covering " oMA 8 ft. & in. 0.D. HPS/R 27 111 £ 14 $45 s
southeast corner 00-356617 10X |wrapped cardboard/paper pipe  OMA 12 ft. 6 in., 0.D. DW 27T 111 ' $156 $97 $25
southwest area-by scales 23-356614 60X |m]p on pipe covering OMA 2 4 in, 0.D. Hes/R 27 111 $56 31 8
23-356615 60X : . {1t
'23-356616 60X 27 111
southeast corner - 24-356618  60% |mJp on wrapped cardboard/paper OMA 2 6 in. 0.D. oy 27 1t $77 $45 $u
24-356619 60X . . ) 27 111 ’
24-356620 - 60% 27 1
[ AREA COMMENTS _ 'rnn #07 ToTAL 5360 218 s51
The materials ere in good condition with minor contact and water damage. At a minimum, it {s recommended '
that the materials be repaired and monitored. 1f removal is planned, glove bag removal procedures are '
reconmended. This appears to be a low traffic area. : .
I wwwmwkuwad®  AREA NUMBER: 08 AREA DESCRIPTION: Ground Floor “AREA AVERAGE X ASBESTOS: 4X bekriaieiaibninilodeie
. . SAMPLE OZM UN"S. OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
‘ .LOCATION OF THE MATERIAL - NUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS CosTS CosTS
spent grain room-south wall 03-356469 0% |pipe covering OHA 15 ft. 12 in. O.D RS/R 12 IV $330 $254 8
south stalruell-at;ceiklng 03-356469 0% |pipe covering OMA 6 ft. 12 in. O.D RS/R 12 IV $132 $102 $
stock -cellar H-against east watl 03-356469 0% |pipe covering " OMA . 40 ft. 12 in. O.D RS/R 12 IV $881 $677 T 8,0
- . 03-356470 5% 1’1 .
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ASBESTOS ASSE.. . 'SURVEY . ) ,»‘
= 8uilding Number; 21722 =
Building Nome: BREWHOUSE/STOCK CELLARS
SEATTLE, WASHINGTON
BREU/STOCK
1948 , .

H-K Building #: 21
Project Number: 0980193E
Project: G. HEILEMAN BREWERY "E»
Date Inspected: 03/21/89
Inspector: TIM SWARTZ

, AREA COMMENTS

Building Type:
Year Constructed:

T 03-356471 6% l 1’1y l

AREA # 08 TOTAL $1,033

$1,343 $2,37:
The moterial s in good condition. The materisl is approximately 9 from the floor. At a minimum, it {s
recommended that the material be maintained and monitored. 1f removal fs planned, glove bag removal
procedures are recommended. This appears to be a high traffic area.
| hbbotodudeddod ool AREA NUMBER: 09 . AREA DESCRIPTION: 2nd Floor AREA AVERAGE X ASBESTOS: 4 bndinieieieiinindabinid
. SAMPLE O&N UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOVAL
LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPYION CODE  QUANTITY MEASURE ID POT PL COosTS COoSTS COSTS
north brew kettle 00-999999 X |bofter/tank insulation s3] 180 sq.ft. $5,085 “.073 39,15
south brew kettle 00-999999 % |boiler/tank insulation oMB 180 '3q. ft. $5,085 $4,073 $9,15
mezzanine level-whirlpool tank 00-999999 X |boiler/tank insulation OHB 630 sq.ft. $17,798 $14,257 $32,05
r AREA COMMENTS J l AREA # 09 TOTAL  $27,968  $22,403 - $50,31
The material has a metal covering, making sample collection impossible. At a lnl'nimun, {t {s recommended
that the material be maintained and monitored. If removal is planned, extensive gross removal procedures
are recommended. This appears to be s high traffic area. This material has a stainless steel covering.
[’ wwswwwewwww  AREA NUMBER: 10 AREA DESCRIPTION: 3rd Floor-Tank Top Room AREA AVERAGE X% ASBESTOS: X bbbk

REMOVAL  REPLACEHENT  TOTAL

4 SAMPLE . ' oM UNITS OF PIPE EXP
LOCATION OF THE MATERIAL NUMBER’ ASB MATERIAL DESCRIPTION CODE QUANTITY MEASURE 1D POT PL| COSTS COSTS COSTS
mash tub 00-999999 X |boiter/tanit insulation OMB 152 sq.ft, . $4,294 $3,440 37,7
adjunct cooker '00-999999 X |boiler/tank insulation OHE 152 sq.ft. $4,294 $3,440 $7,T.
_convertor tank 00-999999 X {boiler/tenk fnsulation OHB 152 sq.ft. $4,294 33,440 7,7
caustic tank 00-999999 X |boiter/tank insulation OMB 152 sq.ft. $4,294 33,440 s1.
[ AREA COMMENTS » [ AREA # 10 TOTAL  $17,176  $13,760  $30,9"
The material has q-n\etal covering, making sample colldction fmpossible. At a minimum, it is recommended
that the material 'be maintained and monitored.” If removal is planned, extensive gross removal procedures
are recommended. This appears to be a high traffic area.
. . l BUILDING # 21  TOTAL  $231,255 176,138  $407,3
HALL-KIMBRELL ENVIRONMENTAL INC. Page 5t 06/09/89‘
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H-X Buflding. . 24

Project Number: 0980193E

Project: G. HEILEMAN BREWERY "E"

)

ASBESTOS ASSE.__ ! SURVEY

SN’

Building Number: 24
Building Name:

\.] :
L :,V.
CORPORATE OFFICE. BUILDING
SEATTLE, UASHINGTON

Date Inspected: 03/23/89 8uflding Type: OFFICE -
Inspector: CURT BAXTER . Year Constructed: 1954
whARAAWA WAk AREA NUMBER: 01 AREA DESCRIPTION: Basement-Storage Area AREA AVERAGE X ASBESTOS:.78% babieh bkt
SAMPLE - 02N UNiTS Of PIPE EXP REMOVAL  REPLACEMENY  TOTAL
LOCATION OF THE MATERIAL NUMBER AsB MATERIAL DESCRIPTION "CODE  QUANTITY MEASURE ID  POT PL| COSTS (?OSYS COSTS
along west wall-at ceiling 00-356100 80X |pipe covering OMA 16 ft. & in. 0.0. LPS/R 32 III $143 $89 $23;
along west wall-at cefling 00-356100 80X |pipe covering OMA 40 ft, 6 in. 0.D. LPS/R 32 Il $519 $326 $84!
aslong west wall-at ceiling 01-356101 75X |[m]p on pipe covering OMA 16 4 in. 0.D. LPS/R 32 111 $449 £250 6%
along west wall-at ceiling 01-356101 75X Imjp on pipe covering OMA & 6 in. 0.D. LPS/R 32 11 $155 291 . Sk
01-356102 80X T 32 111 . '
01-356103  70% 32 11!
[ AREA COMMENTS J l AREA # 01 TOTAL $1,266 $754 . $2,02C
The materials are in good condition with minor contact and water damage. The materials are approximately 6*
from the floor. At a minimum, it is recommended that the materials be maintained and monitored. If removal
is planned, glove bag removal procedures sre recommended. This sppears to be a low traffic area.
hdedeidoidadioboied AREA NUMBER: 02 AREA DESCRIPTION: 1st Floor AREA -AVERAGE X ASBESTOS: 0% hebabebniokeiebdck ik
: SAMPLE O&M UNITS OF  PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUNMBER ASB MATERIAL DESCRIPT]IOM CODE  QUANTITY HMEASURE 10 POT PL} COSTS COSTS CosTs
marketing area -02-356104 0% |acoustical tile OMG 490 sq.ft.
vice president of ‘sales 02-356104 0% {acoustical tile OMG 224 sq.ft.
administrative assistant's office 02-356104 0% |acoustical tile OMG 224 sq.ft.
group director of sales 02-356104  0X |acoustical tile OMG 224 sq.ft.
plant manager's office 02-356104 0X lacoustical tile OMG 224 sq.ft.
: 02-356105 X
, 02-356106 0X .
f AREA COMMENTS —l fma\ # 02 TOTAL $0 $0 ‘s
waswatwwwaw  AREA NUMBER: 03 AREA DESCRIPTION: 2nd Floor-Ceiling AREA AVERAGE X ASBESTOS: 0% Wbt
’ .' SAHPLE : ’ ] O&M UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION -OF THE MATERIAL NUMBER ASB MATERIAL DESCRIPTION CODE  QUARTITY MEASURE 10 POY PL| COSTS COosTS COsTS
throughout office area 03-356107 0% |acoustical tile OMG 1680 sq.ft.
03-356108 0% ’
HALL-KIHBRELL‘ENVIQONMENTAL INC. ' Page 52 ‘06709789
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: ASBESTOS ASSE \SURVEY : .

H-K Building __ 24 . . Building Number:- 24 L
Project Number: 0980193E : - Building Name: CORPORATE orrn&*ﬂ&ltoluc
Project: G.- HETLEMAN BREWERY "E" : ' SEATTLE, WASHINGYON
Date Inspected: 03/23/89 . . _ Buitlding Type: OFFICE

' : Year Constructed: 19564

Inspector: CURT BAXTER

1 — ' ‘ T osseis 0% | . v ' r — ]

[ AREA COMMENTS ﬁm ¥ 03. ToTAL 30 30 0|
| sutome #26 vora 1,266 756 52,020,
HALL-KIMBRELL ENVIRONHENTAL INC. - B Page 53 ) 06709769
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SECOND FLOOR

BULK - SAMPLE
SAMPLE ~ ™ IDENTIFICATION
CO0E @ i NUMBER

— BALLIDOORL eeemcmsme. |
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| LMY, KNGS G

C. HELEMAN BREWING COMPANY

ASBESTOS ASSESSUENT SURVEY
PROJECT NUMBER:' 0980193

HEILEMAN BREWANG COMPANY

OATE: -
03/26/89

RAINIER BREWING COMPANY

BUILDING 24

H
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ASBESTOS ASSE!

- SURVEY ‘ )
H-K Building .. <5 — Building Number:. 25 ~
Project Number: 0980193E Buitding Nome: FERMENTATION
Project: G. HEILEMAN BREWERY "E“ SEATTLE, WASHINGTOM
Date Inspected: 03/27/89 Building Type: BEER FERM.
Inspector: TIM SWART2 Year Constructed: 1958
r | wawawewswwd  AREA NUMBER: 01 AREA AVERAGE X ASBESYOS: 41X Lt d

AREA DESCRIPTION: Basement-Tank Room

REPLACEMENT  TOTAL

SAMPLE . 02N UNITS OF PIPE EXP REMOVAL
LOCATION OF THE MATERIAL NUMBER Ase MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POY PL| COSTS . COSTS COosTS
along north wall 00-356408 60X |pipe covering ONA 28 ft. 6 in. 0.D. HPS/R 28 III $363 $227 $590
‘ along south watl 00-356408 - 60X [pipe covering OMA 55 ft. 4 in. 0.D. HPS/R 28 111 $491 $307 $798
; atong south wall 00-356408 60X |pipe covering OMA 8 ft. 6 in. 0.D. HPS/R 28 111 $104 $65 $169
along north wall 00-356408 60% |pipe covering OMA 65 ft. 4 in. 0.D. HPS/R 28 111 $580 $363 $943
southwest area-sbove air handlmg unit 00-356408 . 60X |pipe covering OMA 25 fe. 4 in. 0.0. HPS/R 28 111 223 $139 3362
altong west wall 00-356408 60X |plpe covering ONA 110 ft. 4 in. 0.D. HPS/R 28 1II $981 $614 $1,595
crawl space-in north wall-near cefling 00-356408 60X |pipe covering OMA 5 ft. &4 in. 0.0. HPS/R 28 111 '$45 $28 73
south center area-by convertor 00-356408 60X |pipe covering OMA 46 ft. & in, 0.0, HPS/R 28 III $410 $257 $667
NE center area-asbove yeast retafners. 00-356408 60X |pipe covering OMA 16 ft. 4 in. 0.D. HPS/R 28 111 $143 $89 . $232
northeast area-by chilled water tank 00-356408 60X [pipe covering OMA 10 ft. 6 in. 0.D. HPS/R .28 111 $130 s8t s211
by northeast concrete column 00-356408 60X |pipe covering OMA 60 ftr. 4 in. 0.0, HPS/R 2B Il 89 356 $145
northeast area-by chilled water tank 00-356408 . 60X {pipe covering OMA 12 fr. 4 In. 0.0. HPS/R 28 IIl $107 367 $174
north wall-northeast area 00-356415 10X jwrapped cardboard/paper pipe  OMA 32 ft. 4 in. 0.0. DU 28 111 $285 179 $464.
north wall-northeast area 00-356415 10X |wrapped cardboard/paper pipe  OHA 3 ft. 8 in. 0.0. DW 28 111 $42 . $30 2|
center-running north & south-at ceiling 00-356415 10X lurapped cardboard/paper pipe OMA 20 ft. 6 in, 0.0, DVW 28 111 $260 $162 $422
north wall-northeast area 00-356415 10X [wrapped cardboard/paper pipe ONA 6 ft. 6 in. 0.D. DU 28 111 $78 $49 $127
center-running north & south-at cefling © 00-356415. 10X jwrapped cerdboard/paper pipe  OMA 95 ft. 4 in. 0.D. DY 28 111 $847 $530 $1,377
NW center area-sbove yeast retainers 00-356415 10X |wrapped cardboard/psper pipe  OMA 48 ft. 4 in. 0.0. OV 28 111 $428 $268 $696
atong north & west walls 02-356404 0% |mjp on non-suspect pipe cover OMA "15 4 in. 0.D. ov ’
02-356405 0% : i ) o
. 02-356406 (23 . .
along north watl 03-356409 60X |mjp on pipe covering OMA 13 6 in. 0.0. HPS/R 28 111 $503 '$295 $798
crewl space-in north wall-near ceiling 03-356409 60X {m]p on pipe covering OMA 14 in. 0.0, HPS/R 28 111 ' %28 $16 44
~ southwest area-above air handling unit 03-356409 60X {mjp on pipe covering OMA 3 4 in. 0.D. KPS/R 28 I11 $84 $47 $131
along north wall 03-356409 60% |mjp on pipe covering OMA - 16 4 in. 0.D. HPS/R 28 111 $449 $250 ‘$69%
along south wall 03-356409 . 60X [mjp on pipe covering ONA 4 6 in. 0.0, HPS/R 28 111 $155 $91 $246
along south wall 03-356409 60X [mjp on pipe covering OMA 20 4 in, 0.D. = HPS/R 28 III $562 312 $874
along west wall 03-356409 60X |m]p on pipe covering OMA 6 4 in. 0.0. HPS/R 28 111 $169 $94 $263
by northeast concrete column 03-356409  60% |m]p on pipe covering. OMA 24 in. 0.D, HPS/R 28 111 $56 $31 87
NE center area-asbove yeast retainers 03-356409 60X |mjp on pipe covering OMA 3 4 in. 0.D. HPS/R 28 111 $84 $47 $131
northeast srea-by chilled water tank 03-356409 60X imjp on pipe covering OMA 26 in. 0.D. HPS/R 28 111 77 $45 $122
northeast area-by chilled water tank 03-356409 60X [mjp on pipe covering ONA 34 in. 0.0. HPS/R 28 111 $84 $47 s131
south center erea-by convertor - 03-356409. 60X [m]p on pipe covering ONA 14 4 in. 0.0, HPS/R 28 111 $393 $219 $612
03-356410  40% . 28 111 .
. 03-356411 «50% T : . 28 111
south center area-convertor tank-by AHU 04-356412 ' 50% |boiler/tank insulation OoMB 11 sq.ft, 28 111 n $249 $56(
04-356413  50% : 28 111
- 04-356414  50% 28 111
north wall-northeast area 05-358416. 40X [mjp on wrapped cardboard/paper OMA 2 8 in. 0.0, 11T} 28 111 396 $57 $15!
center-running north & ‘south-at ce|lm9 05-356416 40X {mjp on wrapped cardboard/paper OMA 10 6 in. 0.0. oV 28 111 $387 $227 $61
north watl-northeast area 05-356416 40X |mjp on wrapped cardboard/paper OMA 12 4 in. 0.D. ow 28 111 $337 $187 $52
HALL-KIHMBRELL ENVIRONMENTAL INC. Page 54 06/09/89
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H-K Building s—-25
project Number: 0980193E
Project: G. HEILEMAN BREWERY "E"
Date Inspected: 03/27/89
Inspector: TIM SWARTZ

ASBESTOS ASSEL \.suuvzv‘
S

Buitlding Number: 25

Building Name: FERMENTATION

B

S

SEATTLE, WASHINGTON
Building Type: BEER FERM.
Year Constructed: 1958

north wall-northeast area 05-356416 40X |m]p on wropped cardboard/paper OHA 3 6 in. 0.0. o 28 111 $116 368 $184
center-running north & south-at ceiling 05-356416 40X |mjp on wrepped cardboard/psper ONA 15 4 in. 0.D. oy 28 111 $421 . 234 $655
NV center area-above yeast retsiners 05-356416 40X |wropped cardboard/paper pipe  OMA 16 ft. 4 in. 0.D. DM 28 111 $143 $89 3232
: ' 05-356417 50% . 28 111
) 05-356418 50% ) : .28 111
SE erea-sbove refrigeration tanks 06-356419 20X |mjp on non-suspect pipe cover OMA 6 4 in. 0.0. DR 28 111 $169 $94 $262
06-356420 50% : . ' 28 111
06-356421 50% 28 111
{ AREA COMMENTS AREA # 01 TOTAL  $10,230 36,210  $16,440
The materials are in fair to good condition with minor contact and water damage. The materials are
approximately 1* to 16' from the floor. At a minimum, it is recommended -that the materials be repaired and
monftored. 1f removal is planned, extensive gross removal procedures are recommended. This appears to be a
high traffic area. . ’ : .
r B abbintebbled ) AREA NUMBER: 02 AREA.DESCRIPTION: Basement AREA AVERAGE X ASBESTOS: 3% Aaindeinbeiatobebobindeded
. : . SAMPLE ) OLH URITS OF PIPE m REMOVAL  REPLACEMENY :I‘OYM.
LOCATION OF THE MATERITAL NUMBER ASB MATERIAL DESCRIPT.XODI CODE  QUANTITY MEASURE ID POT PL}] COSTS COSTS COSTS
tank room-running K & S-at center of rm 07-356422 2% |cork pipe covering OMA 25 ft. 8 in. 0.0. RS/R 12 IV $354 . $253 $60
east of elevator 07-356422 2% |cork .pipe covering OMA 10 ft. 12 {n. O.D RS/R 12 IV 3220 $169 38
tank room-SE area-above ammonia tanks 07-356422 2% |cork pipe covering OMA 30 ft. 8 in. 0.D. RS/R 12 IV $424 $303 72
07-356423 % . 71
07-356426 ~ 5% 1221v
[ AREA COMMENTS I AREA # 02 TOTAL $998 $725 S\,
The material is in good condition with minor contact and water damage. The material is epproximately 10'
from the floor. At a minimum, it is recommended that the material be repaired and monitored.: 1f removal is
planned, glove bag removal procedures are recommended. This appears to be a high traffic area.
l wwwwanbuaws  AREA NUMBER: 03 AREA DESCRIPTION: 1st Floor-Above Permanent Celling AREA AVERAGE % ASBESTOS: 28X e
o SAMPLE . . | OM UNITS OF . PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MM’ERML . NUMBER ASB MATERIAL DESCRIPIION COOE  QUANTITY HEASURE 1D POT PL| COSTS C0STS COSTS
restroom 00-356400  10% |wrapped cardboard/paper pipe  OMA 7. 4in 0000 . 171V $62 39 s\
restroom 00-356400 10X {wrapped cardbosrd/peper pipe  OMA 7 ft. 8 in. 0.D. OW 171w $99 s $1
restroom 00-356407 50X |pipe covering OMA 7 ft. 6 in. 0.D. HPS/R' 1T IV "$91 $57 $!
restroom 01-356401 40X m]p on wrapped cardboard/paper OHA 14 in. 0.0, ] 171w $28 $16 !
_restroom 01-356401 40X lmjp on wrapped cardboard/paper OMA 28 in. 0.0, oW 17w $96 $57 s
. 01-356402  40% . . 17Iiv
HALL-KIMBRELL ENVIRONMENTAL INC. Page 5SS 06‘/09159 .
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: ASBESTOS ASSES SURVEY
H-K Buitding w.—<5 ) ~ -/ ;

Building Number:

k-]

Project Number: 0980193E Building Name: FERMENTATION
" Project: G. HEILEMAN BREWERY "“E" . SEATTLE, UASHINGTON
Date Inspected: 03/27/89 suflding Type: BEER FERN.
Inspector: TIM SWARTZ Year Constructed: 1958
T 1 01-356403  40% | T l
r AREA COMMENTS [ AREA # 03 TOTAL $376 $240 86‘6]
The materials are in good condition with minor contact and water damage. The materfals are approximately 1* )
to 7' from the floor. At a minimum, it is recommended that the materials be repaired end monitored. 1If
removal is pltanned, localized glove bag removal procedures are recommended. This appears to be a low
traffic area. o
l badekeiebiniabndatobd AREA NUMBER: 04 AREA QESCRIPT!ON: 2nd Floor-Above Permanent Ceiling AREA AVERAGE X ASBESTOS: 22X hbabadebneabot bbbl J
’ " SAMPLE . O8N ) UNITS OF PIPE EXP REKOVAL "REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER ASB HA_TERIM. DESCRIPTION CODE  QUANTITY HEASURE 1D POT PL] COSTS COSTS CosTs
restroom 00-356425 10X |wrapped cardboard/paper pipe.  OMA 20 ft. 4 in. 0.D. DW 17 v $178 $112 $290
restroom 00-356425  10X. |wrapped cardboard/paper pipe OMA 7 ft. 8 in. 0.0, DV 17w $99 [1a) $170
restroom 00-356429 35X |pipe covering: . OMA 7 fr. 6 in. 0.0, HPS/R 17 IV $91 $57 £37°.1
restroom 08-356426 35X |mjp on wrapped cerdbosrd/paper OMA 3 8 in. 0.D. oW 17 v $144 385 3229
restroom 08-356426 35X {mjp on wrapped cerdboard/paper OMA 7 4 in. 0.D. ] 171V $197 $109 306
08-356427 . 32X ) 171w
08-356428 30X 171V
[ aren counents BEA #04 TOTAL $709 s a1,
The materials are {n good condition with minor contact and water damage. The materials are approximately 1!
to'7* from the floor. At a minimum, it is recommended that the materials be repaired and monitored. If
removal is planned, l\ocalized glove bag removal procedures are recommended. This appears to be a low
traffic eres. : :
| sawwmwwwwww  AREA NUMBER: 05 AREA DESCRIPTION: 3rd Floor-Above Permanent Ceiling. AREA AVERAGE X ASBESTOS: 22% it
SAMPLE o O&M _ UNITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MAIERI.AL HUMBER ASB MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL| COSTS cosTS CosTS
- restroom 00-356430 10X |urapped cardboard/paper pipe OMA 20 ft. 4 in. 0.D. DV 171v $178 $112 $290
restroom "00-356430 10X |wrapped cardboard/paper pipe  OMA 7 ft. 8 in. 0.D. DV 17 1v $99 L Y41 $170
restroom 00-356434 35X |pipe covering OMA 7 ft. 6 in. 0.D. HPS/R 17 IV 37 57 $148
restroom 09-356431 33X |mjp on wrapped cardboard/paper OMA 764 in. 0.D. . DU 1miv $197 $109 3306
restroom 09-356431 33X im]p on wrapped cardboard/paper OMA 3 8 in. 0.D. oW 171 $144 $85 $229
09-356432 . 20% . ' 171w
09-356433  40% 7w
HALL-KIMBRELL ENVIRONMENTAL INC. Page 56 06709789
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ASBESTOS ASSE.  SURVEY
- -

H-K Building ...

.

43 Building Number: 25
Project Number: 0980193E Building Neme: FERMENTATION
Project: G. HEILEMAN BREWERY “E™ SEATTLE, UASHINGYOM
Date Inspected: 03/27/89 Building Type: BEER FERM.
Inspector: TIM SWARTZ Year Constructed: 1958
T - I T - : I T
r AREA COMMENTS - ] [ wen # 05 voraL $709 s a1,
The materisls are in good condition with minor contact and water damege. The materials are spproximately 1*
to 10* from the floor. At & minimum, it is recommended that the materials be maintained and monitored. 1f
removal is planned, glove bag removal procedures are recommended. This appears to be a low traffic area.
l hebeiadainddodododnted AREA NUMBER: 06 AREA DESCRIPTION: 4th Floor-Above Permanent Cefling AREA AVERAGE X ASBESTOS: 33X bdiaboieiinidadniodsied I
SAMPLE - O8N - UNITS OF PIPE E*P REMOVAL  REPLACEMENY  TOTAL
* LOCATION OF THE MATERIAL NUMBER ASB MATERIAL DESCR!PTIO)I CODE QUAN'I'ITY MEASURE ID POT PL] COSTS COSTS COSTS
Jenitor's closet 00-356435 10X |urapped cardboard/paper pipe OMA 18 fr. 4 in. 0.D. DU 18 Iv - $161 $100 " s261
‘Janitor's closet 00-356435 10X |wrapped cardboard/paper pipe  OMA 8 ft. 8 in. 0.0, DW 18 1v $113 81 $194
Janitor's closet 00-356439 50X |pipe covering ' OMA 10 ft. 4 in. 0.D. HPS/R 18 IV $89 $56 $14S
janitor's closet 00-356439 50X |pipe covering OHA 55 ft. 6 in. 0.0. HPS/R 18 IV 714 446 $1,160
janitorts closet 10-356436 . 20X Im]p on wrapped cardboard/paper OMA 6 4 in. 0,D. ou 18 1v '$169 94 $2631
jenitor's closet 10-356436 20X |mjp on wrapped cardboard/paper OMA 38 in. 0.0. oy 18 1v $144 $8S $229
10-356437  30% : . 18 IV
. 10-356438 30X . 181
janitor's closet 11-356440 50X |mjp on pipe covering OMA 5 4 in. 0.D. HPS/R 18 1V $140 $78 $218
Jenitor's closet 11-356440 .50% {mjp on pipe covering OMA 21 6 in. 0.0. HPS/R 18 IV $812 | SAT7 $1,289
11-356441  50% 18 1V’ :
11-356442  SOX - 18 Iv
[ AREA COMMENTS J AREA # 06 TOTAL 2,342 1,417 s3,7s9\
" The materials are In fair condition with localized> contact and wster g!:imaqe. l‘hé materials are k
approximately 1' to 7* from the floor. At a minimum, it is recommended that the materisls be repaired and
monitored. 1f removal is planned, localized glove bag removal procedures are recommended. This appears to
be 8 low traffic area.
r © wwawwwaawas  AREA NUMBER: 07 AREA DESCRIPTION: 4th Floor-Above Permanent Ceiling AREA AVERAGE X ASBESTOS: 62% Wi 1
SAMPLE ORM UNITS OF PIPE EXP REMOVAL REPLACEHED.W . TOTAL
LOCATION OF THE MATERIAL - NUMBER AS8 MATERIAL DESCRIPTION CODE ~ QUANTITY MEASURE ID  POT PL{ COSTS COsTS COsSTS
jsnitar's closet 12-356443 60X |debris OMF 6 sq.ft. 1101 $100 $0 $100
: 12-356444  TOX ’ 1101 '
12-356445  55% 10 1
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‘H-K Building .. ..<5
Project Number: 0980193

Project:  G. HEILEMAN BREWERY MEY
Date Inspected: 03/27/89

ASBESTOS ASSE. “suRvEY
o

s

Building Number:
qu lding Nome:

Building Type:

.25

FERMENTATION \‘)

SEATTLE, WASHINGYOR
BEER FERM.

‘Inspector: TIM SWARTZ Year Constructed: 1958
g J . | 4 I |
! AREA COMMENTS l [ AREA ¥ 07 TOTAL $100 0 mﬂ
This debris is magnesia pipe covering found on the floor of this area. At a minimum, it {s recommended that ’
- the debris be remoyed. 1f removal {s plenned, gross removal procedures are recommended. This appears to be
a low traffic area. .

[ bldabdbobdoioioid AREA NUMBER: 08 AREA DESCRIPTION: 5th Floor-Hot Wort Yank Room AREA AVERAGE X ASBESTOS: 35X btk l
: . S.AHPLE' ‘O UNLTS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL HUMBER ASB MATERIAL OESCRIPTION CODE: QUANTITY MEASURE 10 POT PL| COSTS COSTS COSTS

north wall-near floor 00-356446 S0X |pipe covering OMA 4 ft. & in. 0.0. HPS/R 2% 111 $36 $22 58
north wall-near floor ~ 00-356447 - 30% |pipe covering OMA 4 ft. & In. 0.D. DW 2 111 $36 . $22 $58
north wall-near floor . 13-356448 40X [mjp on pipe covering OHA 24 in. 0.0, bu - 24 Il $56 $31 87
13-356449  25% 24, 111} .
‘13-356450 10X 24 111}
| Avea comments | anea # 08 voraL 5128 15 s203|
"The materials sre in good condition with minor contact damagé. The materials are up to 4' from the floor.
At a minimum, it is recommended that the materials be repaired and mon{tored. 1If removal {s planned,
localized glove bag removal procedureés are recommended. This appears to be a low traffic ares.
[ | wwewwwwwsss  AREA NUMBER: 09 AREA DESCRIPTION: Basement AREA AVERAGE X ASBESTOS: 30X bbbt d i) ]
SAMPLE O&H _ UNITS OF  PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER AS8B MATERIAL DESCRIPTION CODE  QUANTITY MEASURE 10 POT PL| COSTS COSTS COSTS
srea cast of eleyator 00-356408  60% |pipe covering . om 18 ft. 4 in. 0.0. HPS/R 25 111 $161 $100 . 3261
area cast of elevator 00-356415 10X |wrapped cardboard/paper pipe  OMA 18 ft. 8 in. 0.0. DM 25 11t $255 $182 $437
area east of elevator 00-356415 10X jurapped cardbosrd/paper pipe  OMA 8 ft. 6 in, 0.0. DV 25 11 $104 $65 $169
area east of elevator 00-356415 10X {wrapped cardboard/paper pipe  ONA 25 ft. 4 in. 0.D. DU S 11l $223 $139 - $362
E of elevator-SE corner-above KW heater: 00-356737 50X {pipe covering : OMA 8 ft. 4 in. 0.0. DW 25 11} L 14 $45 $116
area east of elevator 02-356404 0% {mjp on non-suspect pipe cover ONA 4 4 in. 0.0, []] :
' 02-356405 0%
: _ 02-356406 0% ‘ :
ares east of elevator 03-356409 60X Imjp on pipe covering OMA 8 4 in. 0.D. HPS/R 25 111 $225 $125 $350
03-356410  40% | - . 25 111
) 03-356411  SO% | - ) 25 1
sres east of elevator 05-356416 40X |mjp on wrapped cardboard/paper OHA 6 8 in. 0.0, oM S 111 $289 170 $459
ares east of elevator 05-356416  40%-Imjp on vrapped cardboard/paper OMA 8 4 in. 0.0, v 25 111 $225 $125 - $350
. srea east of elevator 05-356416  40% {mjp on wrapped cerdboard/paper OMA 76 in. 0.D. oy 51 $2Nn $159 $430
i 05-356417 50% : ’ 31
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ASBESTOS ASSES  _ JBURVEY
-

H-K Building w=-25 Building Humber: 25 :r_)

Project Wumber: 0980193E o ‘ Building Name: FERMENTATION
Project: G. HEILEMAN BREWERY “E" - : SEATTLE, WASHINGTON
Date Inspected: 03/27/89 ) ) Building Type: BEER FERM.
Inspector: TIM SWARTZ Year Constructed: 1958
[ [ 05-35&E 50X | ‘ i 3] _ ]
[ AREA COMMENTS J ‘ - ' [AREA#O') TOTAL  © $1,826 $1,110 sz,ml

The materials are in good condition with minor contact damage. The materials are -spproximately 5' to 12!
from the floor. At a minimum, it is recommended that the materials be repaired and monitored. 1f removat
is planned, gross removal procedures are recommended. This appears to be a high traffic area.

[ badaiabdobdolobdoid AREA NUMBER: 10 AREA DESCRIPTION: Stairwetls AREA AVERAGE X ASBESTOS: 20X Co hubadninininieistabdeinied . l
SAMPLE O&M UNLITS OF PIPE EXP REMOVAL  REPLACEMENT  TOTAL
LOCATION OF THE MATERIAL NUMBER AS8 MATERIAL DESCRIPTION CODE  QUANTITY MEASURE ID POT PL] COSTS CosTS: COSTS
2nd floor 00-356425 10% |wrapped cardboard/paper pipe  OMA 12 ft. 4 in. 0.D. OW 25 1 $107 67 $17%
3rd ftoor 00-356430 10X |wrapped cardboard/paper pipe  ONA 12 ft, 4 in, 0.D. DU 25 111 $107 $67 $174
4th floor ’ 00-356435 10X wrepped cardboard/peper pipe  OMA 12 ft. 4 in. 0.D. OM 25 111 $107 $87 S174}p
2nd floor 08-356426 35X {m]p on wrapped cardhoard/paper OHA 1 4 in. 0.0, oy 25 111 $28 $16 $44
. : ' 08-356427 32X : 25 111
. 08-356428 30%- ) 25 111
3rd floor - : 09-356431  33% |m]p on wrapped cardboard/paper OMA 14 in. 0.0, oy 25 111 $28 $16 $hé
09-356432 20X ) 25 111 ) .
' 09-356433 40X . 25 111
4th floor 10-356436 20X [mjp on wrapped cardboard/paper OHMA 1 4 in. 0.0, 2] 25 111 $28 $16 $oh
10-356437 30X ' ) 5. 111
10-356438  30% . 25 111
1 AREA COMMENTS J ’ . AREA # 10 TOVAL - $405 $249 “S‘J

The materials are.in good condition Wwith minor contact damage. The materials are approx‘imately 6' to 16°
from the floor., At a minimum, it is recommended that the materisls be repaired and monitored. If removal
is planned, localized glove bag removal procedures are recommended. This appears to be a high traffic area.

BUILDING # 25  TOTAL - $17,821  $10,8%  $28,715|
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\ TANK ROOM
BASEMENT

(35641218 \

@

BULK " SAMPLE
SAMPLE ~ ™~ IDENTIFICATION
CODE : @ NUMBER

DT, e T WOLEILAN BROMNG COUPANY
mmmmim
LONGIE, SIS 604 PROJECT NUMBER: 0980193
HEWEUAN BREWING COMPANY
- - RAINIER BREWING COMPANY
o - __BULDING §25
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"FIRST FLOOR

©-

LT "¢ HOLEMAN BREMNG COMPRRY
- RO SR . 5
SMMPLE ~__ (BTN pennPchfion G i PROJECT NUMBER: osem;x
. : A
CODE \_84 NUMBER . bl HEWLEMAN BREWING COMPANY
DAX: 0284 RAINIER BREWING COMPANY
o5/ BULDING §25

1
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SECOND FLOOR

©-

RMLIDODSL cemnces suem C ROUDIAN GROGNG COPARY
e % " IDENAFICATION e PROJECT NUMBER: O9B0Y93E |
o S LVIOXE, ISS
CODE NUMBER A — HEILEMAN BREWANG COMPANY
aE: i RAINIER BREWING COMPANY
/2672 . BUILDING §25
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THIRD FLOOR

©@-

—ALIDORAL weeosces suvc

2340 WEST FFTEN ST
- UmDEL, INSIS 60U

DE:
oS/ -

G. HELEMAN BREWNG COUPANY
' ASBESTOS ASSESSUENT SURVEY
PROJECT NUMBER: 0980193E
HEILEMAN BREWING COMPANY
RAINIER BREWING COMPANY
BUILDING #25

]
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JANITOR'S
CLOSET.

)

FOURTH FLOOR

\Ca

N b B
8ul .
SAMPLE ~___ {ZBTEN™""\ |neNTIFICATION T S - PROJECT NUMBER: 09BOIOSE
CODE NUMBER . e ] WELEMAN BREWNG COMPANY.
DAN: 0280 RAINIER BREWING COMPANY
os/15/m BUILDING §25
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\:’-' . { :ﬂ}
N
P~
WORT ROOM
_FIFTH.FLOOR
__HALTDORRL  temece snm ' C. FCLEMAN GREWNG COMPANY -
SAMPLE ' %' “~ IDENTIFICATION et am | PROJCT NUMBER: 0980193
CoE. NUMBER b Leeclbestl HEILEMAN BREWING COMPANY
A - RAINIER BREWING COMPANY
: ws/s/n BUILOING §25
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